
CRIDERSVILLE VILLAGE WATEROH0600212   

 ENTRY POINT MONITORING SCHEDULE

2016 ENTRY POINT SCHEDULE

CommunitySystem Type:  Operating Period:  to1/1 12/31

Sampling
Location

Facility ID:  
SMP ID:  

652910
EP001       

Facility Name:  CRIDERSVILLE VILLAGE

Effective Date: 01/01/2016

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

** REMINDER: ** Consumer Confidence Report (CCR) is due July 1, 2016

Chemicals Monitoring Requirements

Facility Class: CLASS 1Facility Source:  Ground Water

Not RequiredINORGANICS

Not RequiredNITRITE - 1041

Sample(s) Required betweenNITRATE - 1040 1 and1/1/2016 5/31/2016

Not RequiredRADIOLOGICALS

Not RequiredSYNTHETIC ORGANIC CHEMICALS (SOC) GROUP 1

Not RequiredVOLATILE ORGANIC CHEMICALS (VOC)



CRIDERSVILLE VILLAGE WATEROH0600212   

2016 DISTRIBUTION SCHEDULE

CommunitySystem Type:  
Ground Water Rule Substantial System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

 DISTRIBUTION MONITORING SCHEDULE

** REMINDER: ** Consumer Confidence Report (CCR) is due July 1, 2016

Chemicals Monitoring Requirements

Sampling
Location
Sampling
Location SMP ID:  

Facility ID:  DS1
DS000

Facility Name:  CRIDERSVILLE, VILLAGE OF DISTRIBUTION Facility Class: CLASS 1

LEAD - 1030 AND COPPER - 1022 Not Required

ASBESTOS - 1094 Not Required

2TOTAL COLIFORM (TCR) - 3100 Sample(s) Required between 1/1/2016 and 1/31/2016
2 Sample(s) Required between 2/1/2016 and 2/29/2016
2 Sample(s) Required between 3/1/2016 and 3/31/2016
2 Sample(s) Required between 4/1/2016 and 4/30/2016
2 Sample(s) Required between 5/1/2016 and 5/31/2016
2 Sample(s) Required between 6/1/2016 and 6/30/2016
2 Sample(s) Required between 7/1/2016 and 7/31/2016
2 Sample(s) Required between 8/1/2016 and 8/31/2016
2 Sample(s) Required between 9/1/2016 and 9/30/2016
2 Sample(s) Required between 10/1/2016 and 10/31/2016
2 Sample(s) Required between 11/1/2016 and 11/30/2016
2 Sample(s) Required between 12/1/2016 and 12/31/2016

2TOTAL CHLORINE - 1000 Sample(s) Required between 1/1/2016 and 1/31/2016
2 Sample(s) Required between 2/1/2016 and 2/29/2016
2 Sample(s) Required between 3/1/2016 and 3/31/2016
2 Sample(s) Required between 4/1/2016 and 4/30/2016
2 Sample(s) Required between 5/1/2016 and 5/31/2016
2 Sample(s) Required between 6/1/2016 and 6/30/2016
2 Sample(s) Required between 7/1/2016 and 7/31/2016
2 Sample(s) Required between 8/1/2016 and 8/31/2016
2 Sample(s) Required between 9/1/2016 and 9/30/2016
2 Sample(s) Required between 10/1/2016 and 10/31/2016
2 Sample(s) Required between 11/1/2016 and 11/30/2016
2 Sample(s) Required between 12/1/2016 and 12/31/2016

Samples should be collected at the same time and place as the Total Coliform samples.

Chemicals Monitoring Requirements

Sampling
Location
Sampling
Location SMP ID:  

Facility ID:  DS1
DS201       

Facility Name:  CRIDERSVILLE, VILLAGE OF DISTRIBUTION
ADDRESS NOT KNOWN

Facility Class: CLASS 1

at SMP: DS2011DISINFECTION BYPRODUCTS Sample(s) Required between 7/1/2016 and 9/30/2016
Sample for all the analytes listed below:

1)   TOTAL HALOACETIC ACIDS (HAA5) – 2456
2)   TTHM - 2950



CRIDERSVILLE VILLAGE WATEROH0600212   

2016 DISTRIBUTION SCHEDULE

CommunitySystem Type:  
Ground Water Rule Substantial System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

 DISTRIBUTION MONITORING SCHEDULE

** REMINDER: ** Consumer Confidence Report (CCR) is due July 1, 2016

Chemicals Monitoring Requirements

Sampling
Location
Sampling
Location SMP ID:  

Facility ID:  DS1
DS202       

Facility Name:  CRIDERSVILLE, VILLAGE OF DISTRIBUTION
ADDRESS NOT KNOWN

Facility Class: CLASS 1

at SMP: DS2021DISINFECTION BYPRODUCTS Sample(s) Required between 7/1/2016 and 9/30/2016
Sample for all the analytes listed below:

1)   TOTAL HALOACETIC ACIDS (HAA5) – 2456
2)   TTHM - 2950



LAKESIDE ESTATES MHPOH0600312   

 ENTRY POINT MONITORING SCHEDULE

2016 ENTRY POINT SCHEDULE

CommunitySystem Type:  Operating Period:  to1/1 12/31

Sampling
Location

Facility ID:  
SMP ID:  

652911
EP001       

Facility Name:  LAKESIDE ESTATES MHP

Effective Date: 01/01/2016

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

** REMINDER: ** Consumer Confidence Report (CCR) is due July 1, 2016

Chemicals Monitoring Requirements

Facility Class: CLASS AFacility Source:  Ground Water

Not RequiredINORGANICS

Not RequiredNITRITE - 1041

Sample(s) Required betweenNITRATE - 1040 1 and1/1/2016 5/31/2016

Not RequiredRADIOLOGICALS

Not RequiredSYNTHETIC ORGANIC CHEMICALS (SOC) GROUP 1

Not RequiredVOLATILE ORGANIC CHEMICALS (VOC)



LAKESIDE ESTATES MHPOH0600312   

2016 DISTRIBUTION SCHEDULE

CommunitySystem Type:  
Ground Water Rule Substantial System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

 DISTRIBUTION MONITORING SCHEDULE

** REMINDER: ** Consumer Confidence Report (CCR) is due July 1, 2016

Chemicals Monitoring Requirements

Sampling
Location
Sampling
Location SMP ID:  

Facility ID:  DS1
DS000

Facility Name:  LAKESIDE ESTATES MHP DISTRIBUTION

LEAD - 1030 AND COPPER - 1022 Not Required
Not Required

1TOTAL COLIFORM (TCR) - 3100 Sample(s) Required between 1/1/2016 and 1/31/2016
1 Sample(s) Required between 2/1/2016 and 2/29/2016
1 Sample(s) Required between 3/1/2016 and 3/31/2016
1 Sample(s) Required between 4/1/2016 and 4/30/2016
1 Sample(s) Required between 5/1/2016 and 5/31/2016
1 Sample(s) Required between 6/1/2016 and 6/30/2016
1 Sample(s) Required between 7/1/2016 and 7/31/2016
1 Sample(s) Required between 8/1/2016 and 8/31/2016
1 Sample(s) Required between 9/1/2016 and 9/30/2016
1 Sample(s) Required between 10/1/2016 and 10/31/2016
1 Sample(s) Required between 11/1/2016 and 11/30/2016
1 Sample(s) Required between 12/1/2016 and 12/31/2016

1TOTAL CHLORINE - 1000 Sample(s) Required between 1/1/2016 and 1/31/2016
1 Sample(s) Required between 2/1/2016 and 2/29/2016
1 Sample(s) Required between 3/1/2016 and 3/31/2016
1 Sample(s) Required between 4/1/2016 and 4/30/2016
1 Sample(s) Required between 5/1/2016 and 5/31/2016
1 Sample(s) Required between 6/1/2016 and 6/30/2016
1 Sample(s) Required between 7/1/2016 and 7/31/2016
1 Sample(s) Required between 8/1/2016 and 8/31/2016
1 Sample(s) Required between 9/1/2016 and 9/30/2016
1 Sample(s) Required between 10/1/2016 and 10/31/2016
1 Sample(s) Required between 11/1/2016 and 11/30/2016
1 Sample(s) Required between 12/1/2016 and 12/31/2016

Samples should be collected at the same time and place as the Total Coliform samples.

Chemicals Monitoring Requirements

Sampling
Location
Sampling
Location SMP ID:  

Facility ID:  DS1
DS201       

Facility Name:  LAKESIDE ESTATES MHP DISTRIBUTION
ADDRESS NOT KNOWN

at SMP: DS2011DISINFECTION BYPRODUCTS Sample(s) Required between 7/1/2016 and 9/30/2016
Sample for all the analytes listed below:

1)   TOTAL HALOACETIC ACIDS (HAA5) – 2456
2)   TTHM - 2950



MINSTER VILLAGEOH0600412   

 ENTRY POINT MONITORING SCHEDULE

2016 ENTRY POINT SCHEDULE

CommunitySystem Type:  Operating Period:  to1/1 12/31

Sampling
Location

Facility ID:  
SMP ID:  

662047
EP001       

Facility Name:  MINSTER VLG OF NEW PLANT

Effective Date: 01/01/2016

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

** REMINDER: ** Consumer Confidence Report (CCR) is due July 1, 2016

Chemicals Monitoring Requirements

Facility Class: CLASS 1Facility Source:  Ground Water

Not RequiredINORGANICS

Not RequiredNITRITE - 1041

Sample(s) Required betweenNITRATE - 1040 1 and1/1/2016 5/31/2016

Not RequiredRADIOLOGICALS

Not RequiredSYNTHETIC ORGANIC CHEMICALS (SOC) GROUP 1

Sample(s) Required betweenVOLATILE ORGANIC CHEMICALS (VOC) 1 and1/1/2016 5/31/2016



MINSTER VILLAGEOH0600412   

2016 DISTRIBUTION SCHEDULE

CommunitySystem Type:  
Ground Water Rule Substantial System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

 DISTRIBUTION MONITORING SCHEDULE

** REMINDER: ** Consumer Confidence Report (CCR) is due July 1, 2016

Chemicals Monitoring Requirements

Sampling
Location
Sampling
Location SMP ID:  

Facility ID:  DS1
DS000

Facility Name:  MINSTER, VILLAGE OF DISTRIBUTION Facility Class: CLASS 1

10LEAD - 1030 AND COPPER - 1022 Sample(s) Required between 6/1/2016 and 9/30/2016

Lead Consumer Notice needs issued to sampling participants within thirty days of receipt of results and verification submitted to Ohio EPA
within ninety days from the end of the monitoring period.  Submit Form 5105 with appendix to Ohio EPA within ten days from the end of the
monitoring period.  Forms are available online at: http://epa.ohio.gov/ddagw/reporting.aspx

3TOTAL COLIFORM (TCR) - 3100 Sample(s) Required between 1/1/2016 and 1/31/2016
3 Sample(s) Required between 2/1/2016 and 2/29/2016
3 Sample(s) Required between 3/1/2016 and 3/31/2016
3 Sample(s) Required between 4/1/2016 and 4/30/2016
3 Sample(s) Required between 5/1/2016 and 5/31/2016
3 Sample(s) Required between 6/1/2016 and 6/30/2016
3 Sample(s) Required between 7/1/2016 and 7/31/2016
3 Sample(s) Required between 8/1/2016 and 8/31/2016
3 Sample(s) Required between 9/1/2016 and 9/30/2016
3 Sample(s) Required between 10/1/2016 and 10/31/2016
3 Sample(s) Required between 11/1/2016 and 11/30/2016
3 Sample(s) Required between 12/1/2016 and 12/31/2016

3TOTAL CHLORINE - 1000 Sample(s) Required between 1/1/2016 and 1/31/2016
3 Sample(s) Required between 2/1/2016 and 2/29/2016
3 Sample(s) Required between 3/1/2016 and 3/31/2016
3 Sample(s) Required between 4/1/2016 and 4/30/2016
3 Sample(s) Required between 5/1/2016 and 5/31/2016
3 Sample(s) Required between 6/1/2016 and 6/30/2016
3 Sample(s) Required between 7/1/2016 and 7/31/2016
3 Sample(s) Required between 8/1/2016 and 8/31/2016
3 Sample(s) Required between 9/1/2016 and 9/30/2016
3 Sample(s) Required between 10/1/2016 and 10/31/2016
3 Sample(s) Required between 11/1/2016 and 11/30/2016
3 Sample(s) Required between 12/1/2016 and 12/31/2016

Samples should be collected at the same time and place as the Total Coliform samples.

Chemicals Monitoring Requirements

Sampling
Location
Sampling
Location SMP ID:  

Facility ID:  DS1
DS201       

Facility Name:  MINSTER, VILLAGE OF DISTRIBUTION
ADDRESS NOT KNOWN

Facility Class: CLASS 1

at SMP: DS2011DISINFECTION BYPRODUCTS Sample(s) Required between 7/1/2016 and 9/30/2016
Sample for all the analytes listed below:

1)   TOTAL HALOACETIC ACIDS (HAA5) – 2456
2)   TTHM - 2950



MINSTER VILLAGEOH0600412   

2016 DISTRIBUTION SCHEDULE

CommunitySystem Type:  
Ground Water Rule Substantial System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

 DISTRIBUTION MONITORING SCHEDULE

** REMINDER: ** Consumer Confidence Report (CCR) is due July 1, 2016

Chemicals Monitoring Requirements

Sampling
Location
Sampling
Location SMP ID:  

Facility ID:  DS1
DS202       

Facility Name:  MINSTER, VILLAGE OF DISTRIBUTION
ADDRESS NOT KNOWN

Facility Class: CLASS 1

at SMP: DS2021DISINFECTION BYPRODUCTS Sample(s) Required between 7/1/2016 and 9/30/2016
Sample for all the analytes listed below:

1)   TOTAL HALOACETIC ACIDS (HAA5) – 2456
2)   TTHM - 2950



NEW BREMEN VILLAGEOH0600512   

 ENTRY POINT MONITORING SCHEDULE

2016 ENTRY POINT SCHEDULE

CommunitySystem Type:  Operating Period:  to1/1 12/31

Sampling
Location

Facility ID:  
SMP ID:  

652913
EP001       

Facility Name:  NEW BREMEN VILLAGE TP

Effective Date: 01/01/2016

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

** REMINDER: ** Consumer Confidence Report (CCR) is due July 1, 2016

Chemicals Monitoring Requirements

Facility Class: CLASS 1Facility Source:  Ground Water

Not RequiredINORGANICS

Not RequiredNITRITE - 1041

Sample(s) Required betweenNITRATE - 1040 1 and1/1/2016 5/31/2016

Not RequiredRADIOLOGICALS

Not RequiredSYNTHETIC ORGANIC CHEMICALS (SOC) GROUP 1

Not RequiredVOLATILE ORGANIC CHEMICALS (VOC)



NEW BREMEN VILLAGEOH0600512   

2016 DISTRIBUTION SCHEDULE

CommunitySystem Type:  
Ground Water Rule Substantial System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

 DISTRIBUTION MONITORING SCHEDULE

** REMINDER: ** Consumer Confidence Report (CCR) is due July 1, 2016

Chemicals Monitoring Requirements

Sampling
Location
Sampling
Location SMP ID:  

Facility ID:  DS1
DS000

Facility Name:  NEW BREMEN DISTRIBUTION Facility Class: CLASS 1

LEAD - 1030 AND COPPER - 1022 Not Required

ASBESTOS - 1094 Not Required

3TOTAL COLIFORM (TCR) - 3100 Sample(s) Required between 1/1/2016 and 1/31/2016
3 Sample(s) Required between 2/1/2016 and 2/29/2016
3 Sample(s) Required between 3/1/2016 and 3/31/2016
3 Sample(s) Required between 4/1/2016 and 4/30/2016
3 Sample(s) Required between 5/1/2016 and 5/31/2016
3 Sample(s) Required between 6/1/2016 and 6/30/2016
3 Sample(s) Required between 7/1/2016 and 7/31/2016
3 Sample(s) Required between 8/1/2016 and 8/31/2016
3 Sample(s) Required between 9/1/2016 and 9/30/2016
3 Sample(s) Required between 10/1/2016 and 10/31/2016
3 Sample(s) Required between 11/1/2016 and 11/30/2016
3 Sample(s) Required between 12/1/2016 and 12/31/2016

3TOTAL CHLORINE - 1000 Sample(s) Required between 1/1/2016 and 1/31/2016
3 Sample(s) Required between 2/1/2016 and 2/29/2016
3 Sample(s) Required between 3/1/2016 and 3/31/2016
3 Sample(s) Required between 4/1/2016 and 4/30/2016
3 Sample(s) Required between 5/1/2016 and 5/31/2016
3 Sample(s) Required between 6/1/2016 and 6/30/2016
3 Sample(s) Required between 7/1/2016 and 7/31/2016
3 Sample(s) Required between 8/1/2016 and 8/31/2016
3 Sample(s) Required between 9/1/2016 and 9/30/2016
3 Sample(s) Required between 10/1/2016 and 10/31/2016
3 Sample(s) Required between 11/1/2016 and 11/30/2016
3 Sample(s) Required between 12/1/2016 and 12/31/2016

Samples should be collected at the same time and place as the Total Coliform samples.

Chemicals Monitoring Requirements

Sampling
Location
Sampling
Location SMP ID:  

Facility ID:  DS1
DS201       

Facility Name:  NEW BREMEN DISTRIBUTION
ADDRESS NOT KNOWN

Facility Class: CLASS 1

at SMP: DS2011DISINFECTION BYPRODUCTS Sample(s) Required between 7/1/2016 and 9/30/2016
Sample for all the analytes listed below:

1)   TOTAL HALOACETIC ACIDS (HAA5) – 2456
2)   TTHM - 2950



NEW BREMEN VILLAGEOH0600512   

2016 DISTRIBUTION SCHEDULE

CommunitySystem Type:  
Ground Water Rule Substantial System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

 DISTRIBUTION MONITORING SCHEDULE

** REMINDER: ** Consumer Confidence Report (CCR) is due July 1, 2016

Chemicals Monitoring Requirements

Sampling
Location
Sampling
Location SMP ID:  

Facility ID:  DS1
DS202       

Facility Name:  NEW BREMEN DISTRIBUTION
ADDRESS NOT KNOWN

Facility Class: CLASS 1

at SMP: DS2021DISINFECTION BYPRODUCTS Sample(s) Required between 7/1/2016 and 9/30/2016
Sample for all the analytes listed below:

1)   TOTAL HALOACETIC ACIDS (HAA5) – 2456
2)   TTHM - 2950



ST MARYS CITYOH0600612   

 ENTRY POINT MONITORING SCHEDULE

2016 ENTRY POINT SCHEDULE

CommunitySystem Type:  Operating Period:  to1/1 12/31

Sampling
Location

Facility ID:  
SMP ID:  

652914
EP001       

Facility Name:  ST MARYS CITY

Effective Date: 01/01/2016

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

** REMINDER: ** Consumer Confidence Report (CCR) is due July 1, 2016

Chemicals Monitoring Requirements

Facility Class: CLASS 2Facility Source:  Ground Water

Not RequiredINORGANICS

Not RequiredNITRITE - 1041

Sample(s) Required betweenNITRATE - 1040 1 and1/1/2016 5/31/2016

Not RequiredRADIOLOGICALS

Not RequiredSYNTHETIC ORGANIC CHEMICALS (SOC) GROUP 1

Not RequiredVOLATILE ORGANIC CHEMICALS (VOC)



ST MARYS CITYOH0600612   

2016 DISTRIBUTION SCHEDULE

CommunitySystem Type:  
Ground Water Rule Substantial System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

 DISTRIBUTION MONITORING SCHEDULE

** REMINDER: ** Consumer Confidence Report (CCR) is due July 1, 2016

Chemicals Monitoring Requirements

Sampling
Location
Sampling
Location SMP ID:  

Facility ID:  DS1
DS000

Facility Name:  ST MARYS CITY DISTRIBUTION Facility Class: CLASS 1

LEAD - 1030 AND COPPER - 1022 Not Required

ASBESTOS - 1094 Not Required

10TOTAL COLIFORM (TCR) - 3100 Sample(s) Required between 1/1/2016 and 1/31/2016
10 Sample(s) Required between 2/1/2016 and 2/29/2016
10 Sample(s) Required between 3/1/2016 and 3/31/2016
10 Sample(s) Required between 4/1/2016 and 4/30/2016
10 Sample(s) Required between 5/1/2016 and 5/31/2016
10 Sample(s) Required between 6/1/2016 and 6/30/2016
10 Sample(s) Required between 7/1/2016 and 7/31/2016
10 Sample(s) Required between 8/1/2016 and 8/31/2016
10 Sample(s) Required between 9/1/2016 and 9/30/2016
10 Sample(s) Required between 10/1/2016 and 10/31/2016
10 Sample(s) Required between 11/1/2016 and 11/30/2016
10 Sample(s) Required between 12/1/2016 and 12/31/2016

10TOTAL CHLORINE - 1000 Sample(s) Required between 1/1/2016 and 1/31/2016
10 Sample(s) Required between 2/1/2016 and 2/29/2016
10 Sample(s) Required between 3/1/2016 and 3/31/2016
10 Sample(s) Required between 4/1/2016 and 4/30/2016
10 Sample(s) Required between 5/1/2016 and 5/31/2016
10 Sample(s) Required between 6/1/2016 and 6/30/2016
10 Sample(s) Required between 7/1/2016 and 7/31/2016
10 Sample(s) Required between 8/1/2016 and 8/31/2016
10 Sample(s) Required between 9/1/2016 and 9/30/2016
10 Sample(s) Required between 10/1/2016 and 10/31/2016
10 Sample(s) Required between 11/1/2016 and 11/30/2016
10 Sample(s) Required between 12/1/2016 and 12/31/2016

Samples should be collected at the same time and place as the Total Coliform samples.

Chemicals Monitoring Requirements

Sampling
Location
Sampling
Location SMP ID:  

Facility ID:  DS1
DS201       

Facility Name:  ST MARYS CITY DISTRIBUTION
ADDRESS NOT KNOWN

Facility Class: CLASS 1

at SMP: DS2011DISINFECTION BYPRODUCTS Sample(s) Required between 7/1/2016 and 9/30/2016
Sample for all the analytes listed below:

1)   TOTAL HALOACETIC ACIDS (HAA5) – 2456
2)   TTHM - 2950



ST MARYS CITYOH0600612   

2016 DISTRIBUTION SCHEDULE

CommunitySystem Type:  
Ground Water Rule Substantial System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

 DISTRIBUTION MONITORING SCHEDULE

** REMINDER: ** Consumer Confidence Report (CCR) is due July 1, 2016

Chemicals Monitoring Requirements

Sampling
Location
Sampling
Location SMP ID:  

Facility ID:  DS1
DS202       

Facility Name:  ST MARYS CITY DISTRIBUTION
ADDRESS NOT KNOWN

Facility Class: CLASS 1

at SMP: DS2021DISINFECTION BYPRODUCTS Sample(s) Required between 7/1/2016 and 9/30/2016
Sample for all the analytes listed below:

1)   TOTAL HALOACETIC ACIDS (HAA5) – 2456
2)   TTHM - 2950



WAPAKONETA CITYOH0600712   

 ENTRY POINT MONITORING SCHEDULE

2016 ENTRY POINT SCHEDULE

CommunitySystem Type:  Operating Period:  to1/1 12/31

Sampling
Location

Facility ID:  
SMP ID:  

661721
EP002       

Facility Name:  WAPAKONETA NEW TREATMENT PLANT

Effective Date: 01/01/2016

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

** REMINDER: ** Consumer Confidence Report (CCR) is due July 1, 2016

Chemicals Monitoring Requirements

Facility Class: CLASS 2Facility Source:  Ground Water

Not RequiredINORGANICS

Not RequiredNITRITE - 1041

Sample(s) Required betweenNITRATE - 1040 1 and1/1/2016 5/31/2016

Not RequiredRADIOLOGICALS

Not RequiredSYNTHETIC ORGANIC CHEMICALS (SOC) GROUP 1

Sample(s) Required betweenVOLATILE ORGANIC CHEMICALS (VOC) 1 and1/1/2016 5/31/2016



WAPAKONETA CITYOH0600712   

2016 DISTRIBUTION SCHEDULE

CommunitySystem Type:  
Ground Water Rule Substantial System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

 DISTRIBUTION MONITORING SCHEDULE

** REMINDER: ** Consumer Confidence Report (CCR) is due July 1, 2016

Chemicals Monitoring Requirements

Sampling
Location
Sampling
Location SMP ID:  

Facility ID:  DS1
DS000

Facility Name:  WAPAKONETA, CITY OF DISTRIBUTION Facility Class: CLASS 1

30LEAD - 1030 AND COPPER - 1022 Sample(s) Required between 6/1/2016 and 9/30/2016

Lead Consumer Notice needs issued to sampling participants within thirty days of receipt of results and verification submitted to Ohio EPA
within ninety days from the end of the monitoring period.  Submit Form 5105 with appendix to Ohio EPA within ten days from the end of the
monitoring period.  Forms are available online at: http://epa.ohio.gov/ddagw/reporting.aspx

ASBESTOS - 1094 Not Required

10TOTAL COLIFORM (TCR) - 3100 Sample(s) Required between 1/1/2016 and 1/31/2016
10 Sample(s) Required between 2/1/2016 and 2/29/2016
10 Sample(s) Required between 3/1/2016 and 3/31/2016
10 Sample(s) Required between 4/1/2016 and 4/30/2016
10 Sample(s) Required between 5/1/2016 and 5/31/2016
10 Sample(s) Required between 6/1/2016 and 6/30/2016
10 Sample(s) Required between 7/1/2016 and 7/31/2016
10 Sample(s) Required between 8/1/2016 and 8/31/2016
10 Sample(s) Required between 9/1/2016 and 9/30/2016
10 Sample(s) Required between 10/1/2016 and 10/31/2016
10 Sample(s) Required between 11/1/2016 and 11/30/2016
10 Sample(s) Required between 12/1/2016 and 12/31/2016

10TOTAL CHLORINE - 1000 Sample(s) Required between 1/1/2016 and 1/31/2016
10 Sample(s) Required between 2/1/2016 and 2/29/2016
10 Sample(s) Required between 3/1/2016 and 3/31/2016
10 Sample(s) Required between 4/1/2016 and 4/30/2016
10 Sample(s) Required between 5/1/2016 and 5/31/2016
10 Sample(s) Required between 6/1/2016 and 6/30/2016
10 Sample(s) Required between 7/1/2016 and 7/31/2016
10 Sample(s) Required between 8/1/2016 and 8/31/2016
10 Sample(s) Required between 9/1/2016 and 9/30/2016
10 Sample(s) Required between 10/1/2016 and 10/31/2016
10 Sample(s) Required between 11/1/2016 and 11/30/2016
10 Sample(s) Required between 12/1/2016 and 12/31/2016

Samples should be collected at the same time and place as the Total Coliform samples.

Chemicals Monitoring Requirements

Sampling
Location
Sampling
Location SMP ID:  

Facility ID:  DS1
DS201       

Facility Name:  WAPAKONETA, CITY OF DISTRIBUTION
15472 WAPAK-FISHER RD.

Facility Class: CLASS 1

at SMP: DS2011DISINFECTION BYPRODUCTS Sample(s) Required between 1/1/2016 and 1/7/2016
at SMP: DS2011 Sample(s) Required between 4/1/2016 and 4/7/2016
at SMP: DS2011 Sample(s) Required between 7/1/2016 and 7/7/2016



WAPAKONETA CITYOH0600712   

2016 DISTRIBUTION SCHEDULE

CommunitySystem Type:  
Ground Water Rule Substantial System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

 DISTRIBUTION MONITORING SCHEDULE

** REMINDER: ** Consumer Confidence Report (CCR) is due July 1, 2016

Chemicals Monitoring Requirements

Sampling
Location
Sampling
Location SMP ID:  

Facility ID:  DS1
DS201       

Facility Name:  WAPAKONETA, CITY OF DISTRIBUTION
15472 WAPAK-FISHER RD.

Facility Class: CLASS 1

at SMP: DS2011DISINFECTION BYPRODUCTS Sample(s) Required between 10/1/2016 and 10/7/2016
Sample for all the analytes listed below:

1)   TOTAL HALOACETIC ACIDS (HAA5) – 2456
2)   TTHM - 2950

Chemicals Monitoring Requirements

Sampling
Location
Sampling
Location SMP ID:  

Facility ID:  DS1
DS202       

Facility Name:  WAPAKONETA, CITY OF DISTRIBUTION
203 E. HARRISON ST.

Facility Class: CLASS 1

at SMP: DS2021DISINFECTION BYPRODUCTS Sample(s) Required between 1/1/2016 and 1/7/2016
at SMP: DS2021 Sample(s) Required between 4/1/2016 and 4/7/2016
at SMP: DS2021 Sample(s) Required between 7/1/2016 and 7/7/2016
at SMP: DS2021 Sample(s) Required between 10/1/2016 and 10/7/2016

Sample for all the analytes listed below:

1)   TOTAL HALOACETIC ACIDS (HAA5) – 2456
2)   TTHM - 2950

Chemicals Monitoring Requirements

Sampling
Location
Sampling
Location SMP ID:  

Facility ID:  DS1
DS203       

Facility Name:  WAPAKONETA, CITY OF DISTRIBUTION
1051 DEARBAUGH AVE.

Facility Class: CLASS 1

at SMP: DS2031DISINFECTION BYPRODUCTS Sample(s) Required between 1/1/2016 and 1/7/2016
at SMP: DS2031 Sample(s) Required between 4/1/2016 and 4/7/2016
at SMP: DS2031 Sample(s) Required between 7/1/2016 and 7/7/2016
at SMP: DS2031 Sample(s) Required between 10/1/2016 and 10/7/2016

Sample for all the analytes listed below:

1)   TOTAL HALOACETIC ACIDS (HAA5) – 2456
2)   TTHM - 2950

Chemicals Monitoring Requirements

Sampling
Location
Sampling
Location SMP ID:  

Facility ID:  DS1
DS204       

Facility Name:  WAPAKONETA, CITY OF DISTRIBUTION
14296 CEMETARY RD.

Facility Class: CLASS 1

at SMP: DS2041DISINFECTION BYPRODUCTS Sample(s) Required between 1/1/2016 and 1/7/2016
at SMP: DS2041 Sample(s) Required between 4/1/2016 and 4/7/2016
at SMP: DS2041 Sample(s) Required between 7/1/2016 and 7/7/2016
at SMP: DS2041 Sample(s) Required between 10/1/2016 and 10/7/2016

Sample for all the analytes listed below:

1)   TOTAL HALOACETIC ACIDS (HAA5) – 2456
2)   TTHM - 2950



WAPAKONETA KOA

2016 MONITORING SCHEDULE

OH0600812   
Transient NoncommunitySystem Type:  

Ground Water Rule Minimal Treatment System

Operating Period:  to3/1 11/30

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

Chemicals Monitoring Requirements

 DISTRIBUTION MONITORING SCHEDULE

Sampling
Location SMP ID:  

Facility ID:  
DS000 Facility Source:  

Facility Name:  WAPAKONETA KOA DISTRIBUTION
Ground Water

DS1

Sample(s) Required betweenTOTAL COLIFORM (TCR) - 3100 1 1/1/2016 and 3/31/2016
Sample(s) Required between1 4/1/2016 and 6/30/2016
Sample(s) Required between1 7/1/2016 and 9/30/2016
Sample(s) Required between1 10/1/2016 and12/31/2016

Well

Treatment* Pressure
Tank Distribution

System

Where to Collect Samples For a Small Public Water System

EP00#

EP00# = First available tap after treatment*. 
Use for NITRATE and NITRITE samples

* If system does not have treatment, EP00# 
is the first tap after the well.

DS000 = Taps in Distribution 
System.  Use for TOTAL 
COLIFORM (TCR) samples

DS000

Raw Tap

RS00#,
LT200#,
or GWR00#

Save a dime.  Sample on time!

Failing to sample for total coliform or nitrate will cost you $150 or more in penalties for each 
monitoring violation.  A list of drinking water sample collection services that can assist you with 
collecting water samples is located at: http://epa.ohio.gov/portals/28/documents/PWS/DWSample.pdf.



WAPAKONETA KOA

2016 MONITORING SCHEDULE

OH0600812   
Transient NoncommunitySystem Type:  

Ground Water Rule Minimal Treatment System

Operating Period:  to3/1 11/30

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

Chemicals Monitoring Requirements

 ENTRY POINT MONITORING SCHEDULE

Sampling
Location SMP ID:  

Facility ID:  
EP001       Facility Source:  

Facility Name:  WAPAKONETA KOA
Ground Water

652916

Not RequiredNITRITE - 1041

Sample(s) Required betweenNITRATE - 1040 1 1/1/2016 and 5/31/2016

Well

Treatment* Pressure
Tank Distribution

System

Where to Collect Samples For a Small Public Water System

EP00#

EP00# = First available tap after treatment*. 
Use for NITRATE and NITRITE samples

* If system does not have treatment, EP00# 
is the first tap after the well.

DS000 = Taps in Distribution 
System.  Use for TOTAL 
COLIFORM (TCR) samples

DS000

Raw Tap

RS00#,
LT200#,
or GWR00#

Save a dime.  Sample on time!

Failing to sample for total coliform or nitrate will cost you $150 or more in penalties for each 
monitoring violation.  A list of drinking water sample collection services that can assist you with 
collecting water samples is located at: http://epa.ohio.gov/portals/28/documents/PWS/DWSample.pdf.



WAYNESFIELD VILLAGEOH0600912   

 ENTRY POINT MONITORING SCHEDULE

2016 ENTRY POINT SCHEDULE

CommunitySystem Type:  Operating Period:  to1/1 12/31

Sampling
Location

Facility ID:  
SMP ID:  

652917
EP001       

Facility Name:  WAYNESFIELD WTP

Effective Date: 01/01/2016

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

** REMINDER: ** Consumer Confidence Report (CCR) is due July 1, 2016

Chemicals Monitoring Requirements

Facility Class: CLASS 1Facility Source:  Ground Water

Not RequiredINORGANICS

Not RequiredNITRITE - 1041

Sample(s) Required betweenNITRATE - 1040 1 and1/1/2016 5/31/2016

Not RequiredRADIOLOGICALS

Not RequiredSYNTHETIC ORGANIC CHEMICALS (SOC) GROUP 1

Not RequiredVOLATILE ORGANIC CHEMICALS (VOC)



WAYNESFIELD VILLAGEOH0600912   

2016 DISTRIBUTION SCHEDULE

CommunitySystem Type:  
Ground Water Rule Substantial System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

 DISTRIBUTION MONITORING SCHEDULE

** REMINDER: ** Consumer Confidence Report (CCR) is due July 1, 2016

Chemicals Monitoring Requirements

Sampling
Location
Sampling
Location SMP ID:  

Facility ID:  DS1
DS000

Facility Name:  WAYNESFIELD, VILLAGE OF DISTRIBUTION Facility Class: CLASS 1

LEAD - 1030 AND COPPER - 1022 Not Required

ASBESTOS - 1094 Not Required

1TOTAL COLIFORM (TCR) - 3100 Sample(s) Required between 1/1/2016 and 1/31/2016
1 Sample(s) Required between 2/1/2016 and 2/29/2016
1 Sample(s) Required between 3/1/2016 and 3/31/2016
1 Sample(s) Required between 4/1/2016 and 4/30/2016
1 Sample(s) Required between 5/1/2016 and 5/31/2016
1 Sample(s) Required between 6/1/2016 and 6/30/2016
1 Sample(s) Required between 7/1/2016 and 7/31/2016
1 Sample(s) Required between 8/1/2016 and 8/31/2016
1 Sample(s) Required between 9/1/2016 and 9/30/2016
1 Sample(s) Required between 10/1/2016 and 10/31/2016
1 Sample(s) Required between 11/1/2016 and 11/30/2016
1 Sample(s) Required between 12/1/2016 and 12/31/2016

1TOTAL CHLORINE - 1000 Sample(s) Required between 1/1/2016 and 1/31/2016
1 Sample(s) Required between 2/1/2016 and 2/29/2016
1 Sample(s) Required between 3/1/2016 and 3/31/2016
1 Sample(s) Required between 4/1/2016 and 4/30/2016
1 Sample(s) Required between 5/1/2016 and 5/31/2016
1 Sample(s) Required between 6/1/2016 and 6/30/2016
1 Sample(s) Required between 7/1/2016 and 7/31/2016
1 Sample(s) Required between 8/1/2016 and 8/31/2016
1 Sample(s) Required between 9/1/2016 and 9/30/2016
1 Sample(s) Required between 10/1/2016 and 10/31/2016
1 Sample(s) Required between 11/1/2016 and 11/30/2016
1 Sample(s) Required between 12/1/2016 and 12/31/2016

Samples should be collected at the same time and place as the Total Coliform samples.

Chemicals Monitoring Requirements

Sampling
Location
Sampling
Location SMP ID:  

Facility ID:  DS1
DS201       

Facility Name:  WAYNESFIELD, VILLAGE OF DISTRIBUTION
ADDRESS NOT KNOWN

Facility Class: CLASS 1

at SMP: DS2011DISINFECTION BYPRODUCTS Sample(s) Required between 7/1/2016 and 9/30/2016
Sample for all the analytes listed below:

1)   TOTAL HALOACETIC ACIDS (HAA5) – 2456
2)   TTHM - 2950



WAYNESFIELD VILLAGEOH0600912   

2016 DISTRIBUTION SCHEDULE

CommunitySystem Type:  
Ground Water Rule Substantial System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

 DISTRIBUTION MONITORING SCHEDULE

** REMINDER: ** Consumer Confidence Report (CCR) is due July 1, 2016

Chemicals Monitoring Requirements

Sampling
Location
Sampling
Location SMP ID:  

Facility ID:  DS1
DS202       

Facility Name:  WAYNESFIELD, VILLAGE OF DISTRIBUTION
ADDRESS NOT KNOWN

Facility Class: CLASS 1

at SMP: DS2021DISINFECTION BYPRODUCTS Sample(s) Required between 7/1/2016 and 9/30/2016
Sample for all the analytes listed below:

1)   TOTAL HALOACETIC ACIDS (HAA5) – 2456
2)   TTHM - 2950



NEW KNOXVILLE VILLAGEOH0601012   

 ENTRY POINT MONITORING SCHEDULE

2016 ENTRY POINT SCHEDULE

CommunitySystem Type:  Operating Period:  to1/1 12/31

Sampling
Location

Facility ID:  
SMP ID:  

660703
EP001       

Facility Name:  NEW KNOXVILLE VILLAGE

Effective Date: 01/01/2016

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

** REMINDER: ** Consumer Confidence Report (CCR) is due July 1, 2016

Chemicals Monitoring Requirements

Facility Class: CLASS 1Facility Source:  Ground Water

Sample(s) Required betweenARSENIC - 1005 1 and1/1/2016 3/31/2016
Sample(s) Required between1 and4/1/2016 6/30/2016
Sample(s) Required between1 and7/1/2016 9/30/2016
Sample(s) Required between1 and10/1/2016 12/31/2016

Not RequiredINORGANICS

Not RequiredNITRITE - 1041

Sample(s) Required betweenNITRATE - 1040 1 and1/1/2016 5/31/2016

Not RequiredRADIOLOGICALS

Not RequiredSYNTHETIC ORGANIC CHEMICALS (SOC) GROUP 1

Not RequiredVOLATILE ORGANIC CHEMICALS (VOC)



NEW KNOXVILLE VILLAGEOH0601012   

2016 DISTRIBUTION SCHEDULE

CommunitySystem Type:  
Ground Water Rule Substantial System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

 DISTRIBUTION MONITORING SCHEDULE

** REMINDER: ** Consumer Confidence Report (CCR) is due July 1, 2016

Chemicals Monitoring Requirements

Sampling
Location
Sampling
Location SMP ID:  

Facility ID:  DS1
DS000

Facility Name:  NEW KNOXVILLE DISTRIBUTION Facility Class: CLASS 1

10LEAD - 1030 AND COPPER - 1022 Sample(s) Required between 6/1/2016 and 9/30/2016

Lead Consumer Notice needs issued to sampling participants within thirty days of receipt of results and verification submitted to Ohio EPA
within ninety days from the end of the monitoring period.  Submit Form 5105 with appendix to Ohio EPA within ten days from the end of the
monitoring period.  Forms are available online at: http://epa.ohio.gov/ddagw/reporting.aspx

1TOTAL COLIFORM (TCR) - 3100 Sample(s) Required between 1/1/2016 and 1/31/2016
1 Sample(s) Required between 2/1/2016 and 2/29/2016
1 Sample(s) Required between 3/1/2016 and 3/31/2016
1 Sample(s) Required between 4/1/2016 and 4/30/2016
1 Sample(s) Required between 5/1/2016 and 5/31/2016
1 Sample(s) Required between 6/1/2016 and 6/30/2016
1 Sample(s) Required between 7/1/2016 and 7/31/2016
1 Sample(s) Required between 8/1/2016 and 8/31/2016
1 Sample(s) Required between 9/1/2016 and 9/30/2016
1 Sample(s) Required between 10/1/2016 and 10/31/2016
1 Sample(s) Required between 11/1/2016 and 11/30/2016
1 Sample(s) Required between 12/1/2016 and 12/31/2016

1TOTAL CHLORINE - 1000 Sample(s) Required between 1/1/2016 and 1/31/2016
1 Sample(s) Required between 2/1/2016 and 2/29/2016
1 Sample(s) Required between 3/1/2016 and 3/31/2016
1 Sample(s) Required between 4/1/2016 and 4/30/2016
1 Sample(s) Required between 5/1/2016 and 5/31/2016
1 Sample(s) Required between 6/1/2016 and 6/30/2016
1 Sample(s) Required between 7/1/2016 and 7/31/2016
1 Sample(s) Required between 8/1/2016 and 8/31/2016
1 Sample(s) Required between 9/1/2016 and 9/30/2016
1 Sample(s) Required between 10/1/2016 and 10/31/2016
1 Sample(s) Required between 11/1/2016 and 11/30/2016
1 Sample(s) Required between 12/1/2016 and 12/31/2016

Samples should be collected at the same time and place as the Total Coliform samples.

Chemicals Monitoring Requirements

Sampling
Location
Sampling
Location SMP ID:  

Facility ID:  DS1
DS201       

Facility Name:  NEW KNOXVILLE DISTRIBUTION
102 S. BIELFELD STREET

Facility Class: CLASS 1

at SMP: DS2011DISINFECTION BYPRODUCTS Sample(s) Required between 7/1/2016 and 9/30/2016
Sample for all the analytes listed below:

1)   TOTAL HALOACETIC ACIDS (HAA5) – 2456
2)   TTHM - 2950



NEW KNOXVILLE VILLAGEOH0601012   

2016 DISTRIBUTION SCHEDULE

CommunitySystem Type:  
Ground Water Rule Substantial System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

 DISTRIBUTION MONITORING SCHEDULE

** REMINDER: ** Consumer Confidence Report (CCR) is due July 1, 2016

Chemicals Monitoring Requirements

Sampling
Location
Sampling
Location SMP ID:  

Facility ID:  DS1
DS202       

Facility Name:  NEW KNOXVILLE DISTRIBUTION
205 INDUSTRIAL PARK DRIVE

Facility Class: CLASS 1

at SMP: DS2021DISINFECTION BYPRODUCTS Sample(s) Required between 7/1/2016 and 9/30/2016
Sample for all the analytes listed below:

1)   TOTAL HALOACETIC ACIDS (HAA5) – 2456
2)   TTHM - 2950



KOSSUTH ZION UNITED METHODIST CHURCH

2016 MONITORING SCHEDULE

OH0631312   
Transient NoncommunitySystem Type:  

Ground Water Rule Minimal Treatment System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

Chemicals Monitoring Requirements

 DISTRIBUTION MONITORING SCHEDULE

Sampling
Location SMP ID:  

Facility ID:  
DS000 Facility Source:  

Facility Name:  KOSSUTH ZION UN METH CH DISTRIBUTION
Ground Water

DS1

Sample(s) Required betweenTOTAL COLIFORM (TCR) - 3100 1 1/1/2016 and 3/31/2016
Sample(s) Required between1 4/1/2016 and 6/30/2016
Sample(s) Required between1 7/1/2016 and 9/30/2016
Sample(s) Required between1 10/1/2016 and12/31/2016

Well

Treatment* Pressure
Tank Distribution

System

Where to Collect Samples For a Small Public Water System

EP00#

EP00# = First available tap after treatment*. 
Use for NITRATE and NITRITE samples

* If system does not have treatment, EP00# 
is the first tap after the well.

DS000 = Taps in Distribution 
System.  Use for TOTAL 
COLIFORM (TCR) samples

DS000

Raw Tap

RS00#,
LT200#,
or GWR00#

Save a dime.  Sample on time!

Failing to sample for total coliform or nitrate will cost you $150 or more in penalties for each 
monitoring violation.  A list of drinking water sample collection services that can assist you with 
collecting water samples is located at: http://epa.ohio.gov/portals/28/documents/PWS/DWSample.pdf.



KOSSUTH ZION UNITED METHODIST CHURCH

2016 MONITORING SCHEDULE

OH0631312   
Transient NoncommunitySystem Type:  

Ground Water Rule Minimal Treatment System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

Chemicals Monitoring Requirements

 ENTRY POINT MONITORING SCHEDULE

Sampling
Location SMP ID:  

Facility ID:  
EP001       Facility Source:  

Facility Name:  KOSSUTH ZION UN METH CH
Ground Water

652923

Not RequiredNITRITE - 1041

Sample(s) Required betweenNITRATE - 1040 1 1/1/2016 and 5/31/2016

Well

Treatment* Pressure
Tank Distribution

System

Where to Collect Samples For a Small Public Water System

EP00#

EP00# = First available tap after treatment*. 
Use for NITRATE and NITRITE samples

* If system does not have treatment, EP00# 
is the first tap after the well.

DS000 = Taps in Distribution 
System.  Use for TOTAL 
COLIFORM (TCR) samples

DS000

Raw Tap

RS00#,
LT200#,
or GWR00#

Save a dime.  Sample on time!

Failing to sample for total coliform or nitrate will cost you $150 or more in penalties for each 
monitoring violation.  A list of drinking water sample collection services that can assist you with 
collecting water samples is located at: http://epa.ohio.gov/portals/28/documents/PWS/DWSample.pdf.



ODOT REST AREA 7-26 7-25

2016 MONITORING SCHEDULE

OH0632412   
Transient NoncommunitySystem Type:  

Ground Water Rule Substantial System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

Chemicals Monitoring Requirements

 DISTRIBUTION MONITORING SCHEDULE

Sampling
Location SMP ID:  

Facility ID:  
DS000 Facility Source:  

Facility Name:  ODOT-REST AREA 7-26 DISTRIBUTION
Ground Water

DS1

Sample(s) Required betweenTOTAL COLIFORM (TCR) - 3100 2 1/1/2016 and 1/31/2016
Sample(s) Required between2 2/1/2016 and 2/29/2016
Sample(s) Required between2 3/1/2016 and 3/31/2016
Sample(s) Required between2 4/1/2016 and 4/30/2016
Sample(s) Required between2 5/1/2016 and 5/31/2016
Sample(s) Required between2 6/1/2016 and 6/30/2016
Sample(s) Required between2 7/1/2016 and 7/31/2016
Sample(s) Required between2 8/1/2016 and 8/31/2016
Sample(s) Required between2 9/1/2016 and 9/30/2016
Sample(s) Required between2 10/1/2016 and10/31/2016
Sample(s) Required between2 11/1/2016 and11/30/2016
Sample(s) Required between2 12/1/2016 and12/31/2016

Well

Treatment* Pressure
Tank Distribution

System

Where to Collect Samples For a Small Public Water System

EP00#

EP00# = First available tap after treatment*. 
Use for NITRATE and NITRITE samples

* If system does not have treatment, EP00# 
is the first tap after the well.

DS000 = Taps in Distribution 
System.  Use for TOTAL 
COLIFORM (TCR) samples

DS000

Raw Tap

RS00#,
LT200#,
or GWR00#

Save a dime.  Sample on time!

Failing to sample for total coliform or nitrate will cost you $150 or more in penalties for each 
monitoring violation.  A list of drinking water sample collection services that can assist you with 
collecting water samples is located at: http://epa.ohio.gov/portals/28/documents/PWS/DWSample.pdf.



ODOT REST AREA 7-26 7-25

2016 MONITORING SCHEDULE

OH0632412   
Transient NoncommunitySystem Type:  

Ground Water Rule Substantial System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

Chemicals Monitoring Requirements

 ENTRY POINT MONITORING SCHEDULE

Sampling
Location SMP ID:  

Facility ID:  
EP001       Facility Source:  

Facility Name:  REST AREA 7-26 AND 7-25
Ground Water Facility Class: CLASS A

662292

Not RequiredNITRITE - 1041

Sample(s) Required betweenNITRATE - 1040 1 1/1/2016 and 5/31/2016

Well

Treatment* Pressure
Tank Distribution

System

Where to Collect Samples For a Small Public Water System

EP00#

EP00# = First available tap after treatment*. 
Use for NITRATE and NITRITE samples

* If system does not have treatment, EP00# 
is the first tap after the well.

DS000 = Taps in Distribution 
System.  Use for TOTAL 
COLIFORM (TCR) samples

DS000

Raw Tap

RS00#,
LT200#,
or GWR00#

Save a dime.  Sample on time!

Failing to sample for total coliform or nitrate will cost you $150 or more in penalties for each 
monitoring violation.  A list of drinking water sample collection services that can assist you with 
collecting water samples is located at: http://epa.ohio.gov/portals/28/documents/PWS/DWSample.pdf.



THIEMAN QUALITY METAL FAB COMPANYOH0632912   

 ENTRY POINT MONITORING SCHEDULE

2016 ENTRY POINT SCHEDULE

Nontransient NoncommunitySystem Type:  Operating Period:  to1/1 12/31

Sampling
Location

Facility ID:  
SMP ID:  

652934
EP001       

Facility Name:  THIEMAN QUALITY METAL FAB

Effective Date: 01/01/2016

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

Chemicals Monitoring Requirements

Facility Class: CLASS 1Facility Source:  Ground Water

Sample(s) Required betweenARSENIC - 1005 1 and1/1/2016 3/31/2016
Sample(s) Required between1 and4/1/2016 6/30/2016
Sample(s) Required between1 and7/1/2016 9/30/2016
Sample(s) Required between1 and10/1/2016 12/31/2016

Not RequiredINORGANICS

Not RequiredNITRITE - 1041

Sample(s) Required betweenNITRATE - 1040 1 and1/1/2016 5/31/2016

Not RequiredSYNTHETIC ORGANIC CHEMICALS (SOC) GROUP 1

Sample(s) Required betweenVOLATILE ORGANIC CHEMICALS (VOC) 1 and1/1/2016 3/31/2016



THIEMAN QUALITY METAL FAB COMPANYOH0632912   

2016 DISTRIBUTION SCHEDULE

Nontransient NoncommunitySystem Type:  
Ground Water Rule Substantial System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

 DISTRIBUTION MONITORING SCHEDULE

Chemicals Monitoring Requirements

Sampling
Location
Sampling
Location SMP ID:  

Facility ID:  DS1
DS000

Facility Name:  THIEMAN QUALITY METAL FAB DISTRIBUTIONFacility Class: CLASS 1

LEAD - 1030 AND COPPER - 1022 Not Required

1TOTAL COLIFORM (TCR) - 3100 Sample(s) Required between 1/1/2016 and 3/31/2016
1 Sample(s) Required between 4/1/2016 and 6/30/2016
1 Sample(s) Required between 7/1/2016 and 9/30/2016
1 Sample(s) Required between 10/1/2016 and 12/31/2016



BUCKLAND UNITED CHURCH OF CHRIST

2016 MONITORING SCHEDULE

OH0633112   
Transient NoncommunitySystem Type:  

Ground Water Rule Substantial System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

Chemicals Monitoring Requirements

 DISTRIBUTION MONITORING SCHEDULE

Sampling
Location SMP ID:  

Facility ID:  
DS000 Facility Source:  

Facility Name:  BUCKLAND UNITED CH OF CH DISTRIBUTION
Ground Water

DS1

Sample(s) Required betweenTOTAL COLIFORM (TCR) - 3100 1 1/1/2016 and 3/31/2016
Sample(s) Required between1 4/1/2016 and 6/30/2016
Sample(s) Required between1 7/1/2016 and 9/30/2016
Sample(s) Required between1 10/1/2016 and12/31/2016

Well

Treatment* Pressure
Tank Distribution

System

Where to Collect Samples For a Small Public Water System

EP00#

EP00# = First available tap after treatment*. 
Use for NITRATE and NITRITE samples

* If system does not have treatment, EP00# 
is the first tap after the well.

DS000 = Taps in Distribution 
System.  Use for TOTAL 
COLIFORM (TCR) samples

DS000

Raw Tap

RS00#,
LT200#,
or GWR00#

Save a dime.  Sample on time!

Failing to sample for total coliform or nitrate will cost you $150 or more in penalties for each 
monitoring violation.  A list of drinking water sample collection services that can assist you with 
collecting water samples is located at: http://epa.ohio.gov/portals/28/documents/PWS/DWSample.pdf.



BUCKLAND UNITED CHURCH OF CHRIST

2016 MONITORING SCHEDULE

OH0633112   
Transient NoncommunitySystem Type:  

Ground Water Rule Substantial System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

Chemicals Monitoring Requirements

 ENTRY POINT MONITORING SCHEDULE

Sampling
Location SMP ID:  

Facility ID:  
EP001       Facility Source:  

Facility Name:  BUCKLAND UCC
Ground Water

652936

Not RequiredNITRITE - 1041

Sample(s) Required betweenNITRATE - 1040 1 1/1/2016 and 5/31/2016

Well

Treatment* Pressure
Tank Distribution

System

Where to Collect Samples For a Small Public Water System

EP00#

EP00# = First available tap after treatment*. 
Use for NITRATE and NITRITE samples

* If system does not have treatment, EP00# 
is the first tap after the well.

DS000 = Taps in Distribution 
System.  Use for TOTAL 
COLIFORM (TCR) samples

DS000

Raw Tap

RS00#,
LT200#,
or GWR00#

Save a dime.  Sample on time!

Failing to sample for total coliform or nitrate will cost you $150 or more in penalties for each 
monitoring violation.  A list of drinking water sample collection services that can assist you with 
collecting water samples is located at: http://epa.ohio.gov/portals/28/documents/PWS/DWSample.pdf.



ODOT REST AREA 7-33 EB

2016 MONITORING SCHEDULE

OH0634012   
Transient NoncommunitySystem Type:  

Ground Water Rule Substantial System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

Chemicals Monitoring Requirements

 DISTRIBUTION MONITORING SCHEDULE

Sampling
Location SMP ID:  

Facility ID:  
DS000 Facility Source:  

Facility Name:  ODOT-REST AREA 7-33 EB DISTRIBUTION
Ground Water

DS1

Sample(s) Required betweenTOTAL COLIFORM (TCR) - 3100 1 1/1/2016 and 3/31/2016
Sample(s) Required between1 4/1/2016 and 6/30/2016
Sample(s) Required between1 7/1/2016 and 9/30/2016
Sample(s) Required between1 10/1/2016 and12/31/2016

Well

Treatment* Pressure
Tank Distribution

System

Where to Collect Samples For a Small Public Water System

EP00#

EP00# = First available tap after treatment*. 
Use for NITRATE and NITRITE samples

* If system does not have treatment, EP00# 
is the first tap after the well.

DS000 = Taps in Distribution 
System.  Use for TOTAL 
COLIFORM (TCR) samples

DS000

Raw Tap

RS00#,
LT200#,
or GWR00#

Save a dime.  Sample on time!

Failing to sample for total coliform or nitrate will cost you $150 or more in penalties for each 
monitoring violation.  A list of drinking water sample collection services that can assist you with 
collecting water samples is located at: http://epa.ohio.gov/portals/28/documents/PWS/DWSample.pdf.



ODOT REST AREA 7-33 EB

2016 MONITORING SCHEDULE

OH0634012   
Transient NoncommunitySystem Type:  

Ground Water Rule Substantial System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

Chemicals Monitoring Requirements

 ENTRY POINT MONITORING SCHEDULE

Sampling
Location SMP ID:  

Facility ID:  
EP001       Facility Source:  

Facility Name:  ODOT REST AREA 7-33 EB
Ground Water Facility Class: CLASS A

652942

Not RequiredNITRITE - 1041

Sample(s) Required betweenNITRATE - 1040 1 1/1/2016 and 5/31/2016

Well

Treatment* Pressure
Tank Distribution

System

Where to Collect Samples For a Small Public Water System

EP00#

EP00# = First available tap after treatment*. 
Use for NITRATE and NITRITE samples

* If system does not have treatment, EP00# 
is the first tap after the well.

DS000 = Taps in Distribution 
System.  Use for TOTAL 
COLIFORM (TCR) samples

DS000

Raw Tap

RS00#,
LT200#,
or GWR00#

Save a dime.  Sample on time!

Failing to sample for total coliform or nitrate will cost you $150 or more in penalties for each 
monitoring violation.  A list of drinking water sample collection services that can assist you with 
collecting water samples is located at: http://epa.ohio.gov/portals/28/documents/PWS/DWSample.pdf.



ODOT REST AREA 7-34 WB

2016 MONITORING SCHEDULE

OH0634112   
Transient NoncommunitySystem Type:  

Ground Water Rule Substantial System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

Chemicals Monitoring Requirements

 DISTRIBUTION MONITORING SCHEDULE

Sampling
Location SMP ID:  

Facility ID:  
DS000 Facility Source:  

Facility Name:  ODOT-REST AREA 7-34 WB DISTRIBUTION
Ground Water

DS1

Sample(s) Required betweenTOTAL COLIFORM (TCR) - 3100 1 1/1/2016 and 3/31/2016
Sample(s) Required between1 4/1/2016 and 6/30/2016
Sample(s) Required between1 7/1/2016 and 9/30/2016
Sample(s) Required between1 10/1/2016 and12/31/2016

Well

Treatment* Pressure
Tank Distribution

System

Where to Collect Samples For a Small Public Water System

EP00#

EP00# = First available tap after treatment*. 
Use for NITRATE and NITRITE samples

* If system does not have treatment, EP00# 
is the first tap after the well.

DS000 = Taps in Distribution 
System.  Use for TOTAL 
COLIFORM (TCR) samples

DS000

Raw Tap

RS00#,
LT200#,
or GWR00#

Save a dime.  Sample on time!

Failing to sample for total coliform or nitrate will cost you $150 or more in penalties for each 
monitoring violation.  A list of drinking water sample collection services that can assist you with 
collecting water samples is located at: http://epa.ohio.gov/portals/28/documents/PWS/DWSample.pdf.



ODOT REST AREA 7-34 WB

2016 MONITORING SCHEDULE

OH0634112   
Transient NoncommunitySystem Type:  

Ground Water Rule Substantial System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

Chemicals Monitoring Requirements

 ENTRY POINT MONITORING SCHEDULE

Sampling
Location SMP ID:  

Facility ID:  
EP001       Facility Source:  

Facility Name:  ODOT REST AREA 7-34 WB
Ground Water Facility Class: CLASS A

652943

Not RequiredNITRITE - 1041

Sample(s) Required betweenNITRATE - 1040 1 1/1/2016 and 5/31/2016

Well

Treatment* Pressure
Tank Distribution

System

Where to Collect Samples For a Small Public Water System

EP00#

EP00# = First available tap after treatment*. 
Use for NITRATE and NITRITE samples

* If system does not have treatment, EP00# 
is the first tap after the well.

DS000 = Taps in Distribution 
System.  Use for TOTAL 
COLIFORM (TCR) samples

DS000

Raw Tap

RS00#,
LT200#,
or GWR00#

Save a dime.  Sample on time!

Failing to sample for total coliform or nitrate will cost you $150 or more in penalties for each 
monitoring violation.  A list of drinking water sample collection services that can assist you with 
collecting water samples is located at: http://epa.ohio.gov/portals/28/documents/PWS/DWSample.pdf.



FT AMANDA STATE MEMORIAL PARK

2016 MONITORING SCHEDULE

OH0634212   
Transient NoncommunitySystem Type:  

Ground Water Rule Minimal Treatment System

Operating Period:  to5/1 10/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

Chemicals Monitoring Requirements

 DISTRIBUTION MONITORING SCHEDULE

Sampling
Location SMP ID:  

Facility ID:  
DS000 Facility Source:  

Facility Name:  FT AMANDA ST MEMORIAL PK DISTRIBUTION
Ground Water

DS1

Sample(s) Required betweenTOTAL COLIFORM (TCR) - 3100 1 4/1/2016 and 6/30/2016
Sample(s) Required between1 7/1/2016 and 9/30/2016
Sample(s) Required between1 10/1/2016 and12/31/2016

Well

Treatment* Pressure
Tank Distribution

System

Where to Collect Samples For a Small Public Water System

EP00#

EP00# = First available tap after treatment*. 
Use for NITRATE and NITRITE samples

* If system does not have treatment, EP00# 
is the first tap after the well.

DS000 = Taps in Distribution 
System.  Use for TOTAL 
COLIFORM (TCR) samples

DS000

Raw Tap

RS00#,
LT200#,
or GWR00#

Save a dime.  Sample on time!

Failing to sample for total coliform or nitrate will cost you $150 or more in penalties for each 
monitoring violation.  A list of drinking water sample collection services that can assist you with 
collecting water samples is located at: http://epa.ohio.gov/portals/28/documents/PWS/DWSample.pdf.



FT AMANDA STATE MEMORIAL PARK

2016 MONITORING SCHEDULE

OH0634212   
Transient NoncommunitySystem Type:  

Ground Water Rule Minimal Treatment System

Operating Period:  to5/1 10/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

Chemicals Monitoring Requirements

 ENTRY POINT MONITORING SCHEDULE

Sampling
Location SMP ID:  

Facility ID:  
EP001       Facility Source:  

Facility Name:  FT AMANDA STATE MEMORIAL PARK
Ground Water

652944

Not RequiredNITRITE - 1041

Sample(s) Required betweenNITRATE - 1040 1 1/1/2016 and 5/31/2016

Well

Treatment* Pressure
Tank Distribution

System

Where to Collect Samples For a Small Public Water System

EP00#

EP00# = First available tap after treatment*. 
Use for NITRATE and NITRITE samples

* If system does not have treatment, EP00# 
is the first tap after the well.

DS000 = Taps in Distribution 
System.  Use for TOTAL 
COLIFORM (TCR) samples

DS000

Raw Tap

RS00#,
LT200#,
or GWR00#

Save a dime.  Sample on time!

Failing to sample for total coliform or nitrate will cost you $150 or more in penalties for each 
monitoring violation.  A list of drinking water sample collection services that can assist you with 
collecting water samples is located at: http://epa.ohio.gov/portals/28/documents/PWS/DWSample.pdf.



BETHLEHEM CHRISTIAN UNION CHURCH

2016 MONITORING SCHEDULE

OH0634412   
Transient NoncommunitySystem Type:  

Ground Water Rule Minimal Treatment System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

Chemicals Monitoring Requirements

 DISTRIBUTION MONITORING SCHEDULE

Sampling
Location SMP ID:  

Facility ID:  
DS000 Facility Source:  

Facility Name:  BETHLEHEM CHRISTIAN UNIO DISTRIBUTION
Ground Water

DS1

Sample(s) Required betweenTOTAL COLIFORM (TCR) - 3100 1 1/1/2016 and 3/31/2016
Sample(s) Required between1 4/1/2016 and 6/30/2016
Sample(s) Required between1 7/1/2016 and 9/30/2016
Sample(s) Required between1 10/1/2016 and12/31/2016

Well

Treatment* Pressure
Tank Distribution

System

Where to Collect Samples For a Small Public Water System

EP00#

EP00# = First available tap after treatment*. 
Use for NITRATE and NITRITE samples

* If system does not have treatment, EP00# 
is the first tap after the well.

DS000 = Taps in Distribution 
System.  Use for TOTAL 
COLIFORM (TCR) samples

DS000

Raw Tap

RS00#,
LT200#,
or GWR00#

Save a dime.  Sample on time!

Failing to sample for total coliform or nitrate will cost you $150 or more in penalties for each 
monitoring violation.  A list of drinking water sample collection services that can assist you with 
collecting water samples is located at: http://epa.ohio.gov/portals/28/documents/PWS/DWSample.pdf.



BETHLEHEM CHRISTIAN UNION CHURCH

2016 MONITORING SCHEDULE

OH0634412   
Transient NoncommunitySystem Type:  

Ground Water Rule Minimal Treatment System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

Chemicals Monitoring Requirements

 ENTRY POINT MONITORING SCHEDULE

Sampling
Location SMP ID:  

Facility ID:  
EP001       Facility Source:  

Facility Name:  BETHLEHEM CHRISTIAN UNION
Ground Water

652945

Not RequiredNITRITE - 1041

Sample(s) Required betweenNITRATE - 1040 1 1/1/2016 and 5/31/2016

Well

Treatment* Pressure
Tank Distribution

System

Where to Collect Samples For a Small Public Water System

EP00#

EP00# = First available tap after treatment*. 
Use for NITRATE and NITRITE samples

* If system does not have treatment, EP00# 
is the first tap after the well.

DS000 = Taps in Distribution 
System.  Use for TOTAL 
COLIFORM (TCR) samples

DS000

Raw Tap

RS00#,
LT200#,
or GWR00#

Save a dime.  Sample on time!

Failing to sample for total coliform or nitrate will cost you $150 or more in penalties for each 
monitoring violation.  A list of drinking water sample collection services that can assist you with 
collecting water samples is located at: http://epa.ohio.gov/portals/28/documents/PWS/DWSample.pdf.



LAKE AMANDA CLUB -SOUTH

2016 MONITORING SCHEDULE

OH0634512   
Transient NoncommunitySystem Type:  

Ground Water Rule Substantial System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

Chemicals Monitoring Requirements

 DISTRIBUTION MONITORING SCHEDULE

Sampling
Location SMP ID:  

Facility ID:  
DS000 Facility Source:  

Facility Name:  LAKE AMANDA CLUB -SOUTH DISTRIBUTION
Ground Water

DS1

Sample(s) Required betweenTOTAL COLIFORM (TCR) - 3100 1 1/1/2016 and 3/31/2016
Sample(s) Required between1 4/1/2016 and 6/30/2016
Sample(s) Required between1 7/1/2016 and 9/30/2016
Sample(s) Required between1 10/1/2016 and12/31/2016

Well

Treatment* Pressure
Tank Distribution

System

Where to Collect Samples For a Small Public Water System

EP00#

EP00# = First available tap after treatment*. 
Use for NITRATE and NITRITE samples

* If system does not have treatment, EP00# 
is the first tap after the well.

DS000 = Taps in Distribution 
System.  Use for TOTAL 
COLIFORM (TCR) samples

DS000

Raw Tap

RS00#,
LT200#,
or GWR00#

Save a dime.  Sample on time!

Failing to sample for total coliform or nitrate will cost you $150 or more in penalties for each 
monitoring violation.  A list of drinking water sample collection services that can assist you with 
collecting water samples is located at: http://epa.ohio.gov/portals/28/documents/PWS/DWSample.pdf.



LAKE AMANDA CLUB -SOUTH

2016 MONITORING SCHEDULE

OH0634512   
Transient NoncommunitySystem Type:  

Ground Water Rule Substantial System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

Chemicals Monitoring Requirements

 ENTRY POINT MONITORING SCHEDULE

Sampling
Location SMP ID:  

Facility ID:  
EP001       Facility Source:  

Facility Name:  LAKE AMANDA CLUB SOUTH
Ground Water

652946

Not RequiredNITRITE - 1041

Sample(s) Required betweenNITRATE - 1040 1 1/1/2016 and 5/31/2016

Well

Treatment* Pressure
Tank Distribution

System

Where to Collect Samples For a Small Public Water System

EP00#

EP00# = First available tap after treatment*. 
Use for NITRATE and NITRITE samples

* If system does not have treatment, EP00# 
is the first tap after the well.

DS000 = Taps in Distribution 
System.  Use for TOTAL 
COLIFORM (TCR) samples

DS000

Raw Tap

RS00#,
LT200#,
or GWR00#

Save a dime.  Sample on time!

Failing to sample for total coliform or nitrate will cost you $150 or more in penalties for each 
monitoring violation.  A list of drinking water sample collection services that can assist you with 
collecting water samples is located at: http://epa.ohio.gov/portals/28/documents/PWS/DWSample.pdf.



E-Z CAMPGROUNDS AND DINER

2016 MONITORING SCHEDULE

OH0634712   
Transient NoncommunitySystem Type:  

Ground Water Rule Minimal Treatment System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

Chemicals Monitoring Requirements

 DISTRIBUTION MONITORING SCHEDULE

Sampling
Location SMP ID:  

Facility ID:  
DS000 Facility Source:  

Facility Name:  DISTRIBUTION
Ground Water

DS1

Sample(s) Required betweenTOTAL COLIFORM (TCR) - 3100 1 1/1/2016 and 3/31/2016
Sample(s) Required between1 4/1/2016 and 6/30/2016
Sample(s) Required between1 7/1/2016 and 9/30/2016
Sample(s) Required between1 10/1/2016 and12/31/2016

Well

Treatment* Pressure
Tank Distribution

System

Where to Collect Samples For a Small Public Water System

EP00#

EP00# = First available tap after treatment*. 
Use for NITRATE and NITRITE samples

* If system does not have treatment, EP00# 
is the first tap after the well.

DS000 = Taps in Distribution 
System.  Use for TOTAL 
COLIFORM (TCR) samples

DS000

Raw Tap

RS00#,
LT200#,
or GWR00#

Save a dime.  Sample on time!

Failing to sample for total coliform or nitrate will cost you $150 or more in penalties for each 
monitoring violation.  A list of drinking water sample collection services that can assist you with 
collecting water samples is located at: http://epa.ohio.gov/portals/28/documents/PWS/DWSample.pdf.



E-Z CAMPGROUNDS AND DINER

2016 MONITORING SCHEDULE

OH0634712   
Transient NoncommunitySystem Type:  

Ground Water Rule Minimal Treatment System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

Chemicals Monitoring Requirements

 ENTRY POINT MONITORING SCHEDULE

Sampling
Location SMP ID:  

Facility ID:  
EP001       Facility Source:  

Facility Name:  EZ CAMPGROUND & RESTURANT
Ground Water

652947

Not RequiredNITRITE - 1041

Sample(s) Required betweenNITRATE - 1040 1 1/1/2016 and 5/31/2016

Well

Treatment* Pressure
Tank Distribution

System

Where to Collect Samples For a Small Public Water System

EP00#

EP00# = First available tap after treatment*. 
Use for NITRATE and NITRITE samples

* If system does not have treatment, EP00# 
is the first tap after the well.

DS000 = Taps in Distribution 
System.  Use for TOTAL 
COLIFORM (TCR) samples

DS000

Raw Tap

RS00#,
LT200#,
or GWR00#

Save a dime.  Sample on time!

Failing to sample for total coliform or nitrate will cost you $150 or more in penalties for each 
monitoring violation.  A list of drinking water sample collection services that can assist you with 
collecting water samples is located at: http://epa.ohio.gov/portals/28/documents/PWS/DWSample.pdf.



GLACIER HILL LAKES CAMPGROUND

2016 MONITORING SCHEDULE

OH0634912   
Transient NoncommunitySystem Type:  

Ground Water Rule Substantial System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

Chemicals Monitoring Requirements

 ENTRY POINT MONITORING SCHEDULE

Sampling
Location SMP ID:  

Facility ID:  
EP001       Facility Source:  

Facility Name:  GLACIER HILL LAKES
Ground Water

652948

Not RequiredNITRITE - 1041

Sample(s) Required betweenNITRATE - 1040 1 1/1/2016 and 5/31/2016

Well

Treatment* Pressure
Tank Distribution

System

Where to Collect Samples For a Small Public Water System

EP00#

EP00# = First available tap after treatment*. 
Use for NITRATE and NITRITE samples

* If system does not have treatment, EP00# 
is the first tap after the well.

DS000 = Taps in Distribution 
System.  Use for TOTAL 
COLIFORM (TCR) samples

DS000

Raw Tap

RS00#,
LT200#,
or GWR00#

Save a dime.  Sample on time!

Failing to sample for total coliform or nitrate will cost you $150 or more in penalties for each 
monitoring violation.  A list of drinking water sample collection services that can assist you with 
collecting water samples is located at: http://epa.ohio.gov/portals/28/documents/PWS/DWSample.pdf.



ST JOHN CATHOLIC CHURCH-FRYBURG

2016 MONITORING SCHEDULE

OH0635112   
Transient NoncommunitySystem Type:  

Ground Water Rule Minimal Treatment System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

Chemicals Monitoring Requirements

 DISTRIBUTION MONITORING SCHEDULE

Sampling
Location SMP ID:  

Facility ID:  
DS000 Facility Source:  

Facility Name:  ST JOHN CATHOLIC CHURCH DISTRIBUTION
Ground Water

DS1

Sample(s) Required betweenTOTAL COLIFORM (TCR) - 3100 1 1/1/2016 and 3/31/2016
Sample(s) Required between1 4/1/2016 and 6/30/2016
Sample(s) Required between1 7/1/2016 and 9/30/2016
Sample(s) Required between1 10/1/2016 and12/31/2016

Well

Treatment* Pressure
Tank Distribution

System

Where to Collect Samples For a Small Public Water System

EP00#

EP00# = First available tap after treatment*. 
Use for NITRATE and NITRITE samples

* If system does not have treatment, EP00# 
is the first tap after the well.

DS000 = Taps in Distribution 
System.  Use for TOTAL 
COLIFORM (TCR) samples

DS000

Raw Tap

RS00#,
LT200#,
or GWR00#

Save a dime.  Sample on time!

Failing to sample for total coliform or nitrate will cost you $150 or more in penalties for each 
monitoring violation.  A list of drinking water sample collection services that can assist you with 
collecting water samples is located at: http://epa.ohio.gov/portals/28/documents/PWS/DWSample.pdf.



ST JOHN CATHOLIC CHURCH-FRYBURG

2016 MONITORING SCHEDULE

OH0635112   
Transient NoncommunitySystem Type:  

Ground Water Rule Minimal Treatment System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

Chemicals Monitoring Requirements

 ENTRY POINT MONITORING SCHEDULE

Sampling
Location SMP ID:  

Facility ID:  
EP001       Facility Source:  

Facility Name:  SAINT JOHN CATHOLIC CHURCH
Ground Water

652949

Not RequiredNITRITE - 1041

Sample(s) Required betweenNITRATE - 1040 1 1/1/2016 and 5/31/2016

Well

Treatment* Pressure
Tank Distribution

System

Where to Collect Samples For a Small Public Water System

EP00#

EP00# = First available tap after treatment*. 
Use for NITRATE and NITRITE samples

* If system does not have treatment, EP00# 
is the first tap after the well.

DS000 = Taps in Distribution 
System.  Use for TOTAL 
COLIFORM (TCR) samples

DS000

Raw Tap

RS00#,
LT200#,
or GWR00#

Save a dime.  Sample on time!

Failing to sample for total coliform or nitrate will cost you $150 or more in penalties for each 
monitoring violation.  A list of drinking water sample collection services that can assist you with 
collecting water samples is located at: http://epa.ohio.gov/portals/28/documents/PWS/DWSample.pdf.



WAYNE-GOSHEN COMM CHURCH OF NAZARENE

2016 MONITORING SCHEDULE

OH0635312   
Transient NoncommunitySystem Type:  

Ground Water Rule Minimal Treatment System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

Chemicals Monitoring Requirements

 DISTRIBUTION MONITORING SCHEDULE

Sampling
Location SMP ID:  

Facility ID:  
DS000 Facility Source:  

Facility Name:  WAYNE-GOSHEN COMM CHURCH  DISTRIBUTION
Ground Water

DS1

Sample(s) Required betweenTOTAL COLIFORM (TCR) - 3100 1 1/1/2016 and 3/31/2016
Sample(s) Required between1 4/1/2016 and 6/30/2016
Sample(s) Required between1 7/1/2016 and 9/30/2016
Sample(s) Required between1 10/1/2016 and12/31/2016

Well

Treatment* Pressure
Tank Distribution

System

Where to Collect Samples For a Small Public Water System

EP00#

EP00# = First available tap after treatment*. 
Use for NITRATE and NITRITE samples

* If system does not have treatment, EP00# 
is the first tap after the well.

DS000 = Taps in Distribution 
System.  Use for TOTAL 
COLIFORM (TCR) samples

DS000

Raw Tap

RS00#,
LT200#,
or GWR00#

Save a dime.  Sample on time!

Failing to sample for total coliform or nitrate will cost you $150 or more in penalties for each 
monitoring violation.  A list of drinking water sample collection services that can assist you with 
collecting water samples is located at: http://epa.ohio.gov/portals/28/documents/PWS/DWSample.pdf.



WAYNE-GOSHEN COMM CHURCH OF NAZARENE

2016 MONITORING SCHEDULE

OH0635312   
Transient NoncommunitySystem Type:  

Ground Water Rule Minimal Treatment System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

Chemicals Monitoring Requirements

 ENTRY POINT MONITORING SCHEDULE

Sampling
Location SMP ID:  

Facility ID:  
EP001       Facility Source:  

Facility Name:  WAYNE-GOSHEN COMM CHURCH OF NAZARENE
Ground Water

652951

Not RequiredNITRITE - 1041

Sample(s) Required betweenNITRATE - 1040 1 4/1/2016 and 6/30/2016

Well

Treatment* Pressure
Tank Distribution

System

Where to Collect Samples For a Small Public Water System

EP00#

EP00# = First available tap after treatment*. 
Use for NITRATE and NITRITE samples

* If system does not have treatment, EP00# 
is the first tap after the well.

DS000 = Taps in Distribution 
System.  Use for TOTAL 
COLIFORM (TCR) samples

DS000

Raw Tap

RS00#,
LT200#,
or GWR00#

Save a dime.  Sample on time!

Failing to sample for total coliform or nitrate will cost you $150 or more in penalties for each 
monitoring violation.  A list of drinking water sample collection services that can assist you with 
collecting water samples is located at: http://epa.ohio.gov/portals/28/documents/PWS/DWSample.pdf.



WAPAKONETA COUNTRY CLUB

2016 MONITORING SCHEDULE

OH0635412   
Transient NoncommunitySystem Type:  

Ground Water Rule Minimal Treatment System

Operating Period:  to1/1 12/31

04/15/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

Chemicals Monitoring Requirements

 DISTRIBUTION MONITORING SCHEDULE

Sampling
Location SMP ID:  

Facility ID:  
DS000 Facility Source:  

Facility Name:  WAPAKONETA COUNTRY CLUB DISTRIBUTION
Ground Water

DS1

Sample(s) Required betweenTOTAL COLIFORM (TCR) - 3100 1 1/1/2016 and 3/31/2016
Sample(s) Required between1 4/1/2016 and 6/30/2016
Sample(s) Required between1 7/1/2016 and 9/30/2016
Sample(s) Required between1 10/1/2016 and12/31/2016

Well

Treatment* Pressure
Tank Distribution

System

Where to Collect Samples For a Small Public Water System

EP00#

EP00# = First available tap after treatment*. 
Use for NITRATE and NITRITE samples

* If system does not have treatment, EP00# 
is the first tap after the well.

DS000 = Taps in Distribution 
System.  Use for TOTAL 
COLIFORM (TCR) samples

DS000

Raw Tap

RS00#,
LT200#,
or GWR00#

Save a dime.  Sample on time!

Failing to sample for total coliform or nitrate will cost you $150 or more in penalties for each 
monitoring violation.  A list of drinking water sample collection services that can assist you with 
collecting water samples is located at: http://epa.ohio.gov/portals/28/documents/PWS/DWSample.pdf.



WAPAKONETA COUNTRY CLUB

2016 MONITORING SCHEDULE

OH0635412   
Transient NoncommunitySystem Type:  

Ground Water Rule Minimal Treatment System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

Chemicals Monitoring Requirements

 ENTRY POINT MONITORING SCHEDULE

Sampling
Location SMP ID:  

Facility ID:  
EP001       Facility Source:  

Facility Name:  WAPAKONETA COUNTRY CLUB
Ground Water

652952

Not RequiredNITRITE - 1041

Sample(s) Required betweenNITRATE - 1040 1 1/1/2016 and 5/31/2016

Well

Treatment* Pressure
Tank Distribution

System

Where to Collect Samples For a Small Public Water System

EP00#

EP00# = First available tap after treatment*. 
Use for NITRATE and NITRITE samples

* If system does not have treatment, EP00# 
is the first tap after the well.

DS000 = Taps in Distribution 
System.  Use for TOTAL 
COLIFORM (TCR) samples

DS000

Raw Tap

RS00#,
LT200#,
or GWR00#

Save a dime.  Sample on time!

Failing to sample for total coliform or nitrate will cost you $150 or more in penalties for each 
monitoring violation.  A list of drinking water sample collection services that can assist you with 
collecting water samples is located at: http://epa.ohio.gov/portals/28/documents/PWS/DWSample.pdf.



MIDWEST ELECTRICOH0637012   

 ENTRY POINT MONITORING SCHEDULE

2016 ENTRY POINT SCHEDULE

Nontransient NoncommunitySystem Type:  Operating Period:  to1/1 12/31

Sampling
Location

Facility ID:  
SMP ID:  

652959
EP001       

Facility Name:  MIDWEST ELECTRIC INC

Effective Date: 01/01/2016

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

Chemicals Monitoring Requirements

Facility Class: CLASS AFacility Source:  Ground Water

Sample(s) Required betweenARSENIC - 1005 1 and1/1/2016 3/31/2016
Sample(s) Required between1 and4/1/2016 6/30/2016
Sample(s) Required between1 and7/1/2016 9/30/2016
Sample(s) Required between1 and10/1/2016 12/31/2016

Not RequiredINORGANICS

Not RequiredNITRITE - 1041

Sample(s) Required betweenNITRATE - 1040 1 and1/1/2016 5/31/2016

Not RequiredSYNTHETIC ORGANIC CHEMICALS (SOC) GROUP 1

Not RequiredVOLATILE ORGANIC CHEMICALS (VOC)



MIDWEST ELECTRICOH0637012   

2016 DISTRIBUTION SCHEDULE

Nontransient NoncommunitySystem Type:  
Ground Water Rule Substantial System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

 DISTRIBUTION MONITORING SCHEDULE

Chemicals Monitoring Requirements

Sampling
Location
Sampling
Location SMP ID:  

Facility ID:  DS1
DS000

Facility Name:  MIDWEST ELECTRIC INC DISTRIBUTION

LEAD - 1030 AND COPPER - 1022 Not Required

1TOTAL COLIFORM (TCR) - 3100 Sample(s) Required between 1/1/2016 and 3/31/2016
1 Sample(s) Required between 4/1/2016 and 6/30/2016
1 Sample(s) Required between 7/1/2016 and 9/30/2016
1 Sample(s) Required between 10/1/2016 and 12/31/2016



PRAIRIE VIEW GOLF CLUB-WAYNESFIELD

2016 MONITORING SCHEDULE

OH0637212   
Transient NoncommunitySystem Type:  

Ground Water Rule Minimal Treatment System

Operating Period:  to1/1 12/31

05/13/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

Chemicals Monitoring Requirements

 DISTRIBUTION MONITORING SCHEDULE

Sampling
Location SMP ID:  

Facility ID:  
DS000 Facility Source:  

Facility Name:  PRAIRIE VIEW GOLF CLUB INC DISTRIBUTION
Ground Water

DS1

Sample(s) Required betweenTOTAL COLIFORM (TCR) - 3100 1 1/1/2016 and 3/31/2016
Sample(s) Required between1 4/1/2016 and 6/30/2016
Sample(s) Required between1 7/1/2016 and 9/30/2016
Sample(s) Required between1 10/1/2016 and12/31/2016

Well

Treatment* Pressure
Tank Distribution

System

Where to Collect Samples For a Small Public Water System

EP00#

EP00# = First available tap after treatment*. 
Use for NITRATE and NITRITE samples

* If system does not have treatment, EP00# 
is the first tap after the well.

DS000 = Taps in Distribution 
System.  Use for TOTAL 
COLIFORM (TCR) samples

DS000

Raw Tap

RS00#,
LT200#,
or GWR00#

Save a dime.  Sample on time!

Failing to sample for total coliform or nitrate will cost you $150 or more in penalties for each 
monitoring violation.  A list of drinking water sample collection services that can assist you with 
collecting water samples is located at: http://epa.ohio.gov/portals/28/documents/PWS/DWSample.pdf.



PRAIRIE VIEW GOLF CLUB-WAYNESFIELD

2016 MONITORING SCHEDULE

OH0637212   
Transient NoncommunitySystem Type:  

Ground Water Rule Minimal Treatment System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

Chemicals Monitoring Requirements

 ENTRY POINT MONITORING SCHEDULE

Sampling
Location SMP ID:  

Facility ID:  
EP001       Facility Source:  

Facility Name:  PRAIRIE VIEW GOLF CLUB
Ground Water

652961

Not RequiredNITRITE - 1041

Sample(s) Required betweenNITRATE - 1040 1 1/1/2016 and 5/31/2016

Well

Treatment* Pressure
Tank Distribution

System

Where to Collect Samples For a Small Public Water System

EP00#

EP00# = First available tap after treatment*. 
Use for NITRATE and NITRITE samples

* If system does not have treatment, EP00# 
is the first tap after the well.

DS000 = Taps in Distribution 
System.  Use for TOTAL 
COLIFORM (TCR) samples

DS000

Raw Tap

RS00#,
LT200#,
or GWR00#

Save a dime.  Sample on time!

Failing to sample for total coliform or nitrate will cost you $150 or more in penalties for each 
monitoring violation.  A list of drinking water sample collection services that can assist you with 
collecting water samples is located at: http://epa.ohio.gov/portals/28/documents/PWS/DWSample.pdf.



CHURCH OF CHRIST OF AUGLAIZE COUNTY

2016 MONITORING SCHEDULE

OH0637412   
Transient NoncommunitySystem Type:  

Ground Water Rule Minimal Treatment System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

Chemicals Monitoring Requirements

 DISTRIBUTION MONITORING SCHEDULE

Sampling
Location SMP ID:  

Facility ID:  
DS000 Facility Source:  

Facility Name:  CH OF CHRIST OF AUGL CO. DISTRIBUTION
Ground Water

DS1

Sample(s) Required betweenTOTAL COLIFORM (TCR) - 3100 1 1/1/2016 and 3/31/2016
Sample(s) Required between1 4/1/2016 and 6/30/2016
Sample(s) Required between1 7/1/2016 and 9/30/2016
Sample(s) Required between1 10/1/2016 and12/31/2016

Well

Treatment* Pressure
Tank Distribution

System

Where to Collect Samples For a Small Public Water System

EP00#

EP00# = First available tap after treatment*. 
Use for NITRATE and NITRITE samples

* If system does not have treatment, EP00# 
is the first tap after the well.

DS000 = Taps in Distribution 
System.  Use for TOTAL 
COLIFORM (TCR) samples

DS000

Raw Tap

RS00#,
LT200#,
or GWR00#

Save a dime.  Sample on time!

Failing to sample for total coliform or nitrate will cost you $150 or more in penalties for each 
monitoring violation.  A list of drinking water sample collection services that can assist you with 
collecting water samples is located at: http://epa.ohio.gov/portals/28/documents/PWS/DWSample.pdf.



CHURCH OF CHRIST OF AUGLAIZE COUNTY

2016 MONITORING SCHEDULE

OH0637412   
Transient NoncommunitySystem Type:  

Ground Water Rule Minimal Treatment System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

Chemicals Monitoring Requirements

 ENTRY POINT MONITORING SCHEDULE

Sampling
Location SMP ID:  

Facility ID:  
EP001       Facility Source:  

Facility Name:  CH OF CHRIST OF AUGL CO
Ground Water

652963

Not RequiredNITRITE - 1041

Sample(s) Required betweenNITRATE - 1040 1 1/1/2016 and 5/31/2016

Well

Treatment* Pressure
Tank Distribution

System

Where to Collect Samples For a Small Public Water System

EP00#

EP00# = First available tap after treatment*. 
Use for NITRATE and NITRITE samples

* If system does not have treatment, EP00# 
is the first tap after the well.

DS000 = Taps in Distribution 
System.  Use for TOTAL 
COLIFORM (TCR) samples

DS000

Raw Tap

RS00#,
LT200#,
or GWR00#

Save a dime.  Sample on time!

Failing to sample for total coliform or nitrate will cost you $150 or more in penalties for each 
monitoring violation.  A list of drinking water sample collection services that can assist you with 
collecting water samples is located at: http://epa.ohio.gov/portals/28/documents/PWS/DWSample.pdf.



GARDEN OF LOVE CHURCH

2016 MONITORING SCHEDULE

OH0637512   
Transient NoncommunitySystem Type:  

Ground Water Rule Minimal Treatment System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

Chemicals Monitoring Requirements

 DISTRIBUTION MONITORING SCHEDULE

Sampling
Location SMP ID:  

Facility ID:  
DS000 Facility Source:  

Facility Name:  GARDEN OF LOVE CHURCH DISTRIBUTION
Ground Water

DS1

Sample(s) Required betweenTOTAL COLIFORM (TCR) - 3100 1 1/1/2016 and 3/31/2016
Sample(s) Required between1 4/1/2016 and 6/30/2016
Sample(s) Required between1 7/1/2016 and 9/30/2016
Sample(s) Required between1 10/1/2016 and12/31/2016

Well

Treatment* Pressure
Tank Distribution

System

Where to Collect Samples For a Small Public Water System

EP00#

EP00# = First available tap after treatment*. 
Use for NITRATE and NITRITE samples

* If system does not have treatment, EP00# 
is the first tap after the well.

DS000 = Taps in Distribution 
System.  Use for TOTAL 
COLIFORM (TCR) samples

DS000

Raw Tap

RS00#,
LT200#,
or GWR00#

Save a dime.  Sample on time!

Failing to sample for total coliform or nitrate will cost you $150 or more in penalties for each 
monitoring violation.  A list of drinking water sample collection services that can assist you with 
collecting water samples is located at: http://epa.ohio.gov/portals/28/documents/PWS/DWSample.pdf.



GARDEN OF LOVE CHURCH

2016 MONITORING SCHEDULE

OH0637512   
Transient NoncommunitySystem Type:  

Ground Water Rule Minimal Treatment System

Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

Chemicals Monitoring Requirements

 ENTRY POINT MONITORING SCHEDULE

Sampling
Location SMP ID:  

Facility ID:  
EP001       Facility Source:  

Facility Name:  GARDEN OF LOVE CHURCH
Ground Water

652964

Not RequiredNITRITE - 1041

Sample(s) Required betweenNITRATE - 1040 1 1/1/2016 and 5/31/2016

Well

Treatment* Pressure
Tank Distribution

System

Where to Collect Samples For a Small Public Water System

EP00#

EP00# = First available tap after treatment*. 
Use for NITRATE and NITRITE samples

* If system does not have treatment, EP00# 
is the first tap after the well.

DS000 = Taps in Distribution 
System.  Use for TOTAL 
COLIFORM (TCR) samples

DS000

Raw Tap

RS00#,
LT200#,
or GWR00#

Save a dime.  Sample on time!

Failing to sample for total coliform or nitrate will cost you $150 or more in penalties for each 
monitoring violation.  A list of drinking water sample collection services that can assist you with 
collecting water samples is located at: http://epa.ohio.gov/portals/28/documents/PWS/DWSample.pdf.





WAPAKONETA COMMUNITY WORSHIP CTR

2016 MONITORING SCHEDULE

OH0637812   
Transient NoncommunitySystem Type:  Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

Chemicals Monitoring Requirements

 DISTRIBUTION MONITORING SCHEDULE

Sampling
Location SMP ID:  

Facility ID:  
DS000 Facility Source:  

Facility Name:  WAPAKONETA COMMUNITY WORSHIP CTR DISTRIB
Ground Water

DS1

Sample(s) Required betweenTOTAL COLIFORM (TCR) - 3100 1 1/1/2016 and 3/31/2016
Sample(s) Required between1 4/1/2016 and 6/30/2016
Sample(s) Required between1 7/1/2016 and 9/30/2016
Sample(s) Required between1 10/1/2016 and12/31/2016

Well

Treatment* Pressure
Tank Distribution

System

Where to Collect Samples For a Small Public Water System

EP00#

EP00# = First available tap after treatment*. 
Use for NITRATE and NITRITE samples

* If system does not have treatment, EP00# 
is the first tap after the well.

DS000 = Taps in Distribution 
System.  Use for TOTAL 
COLIFORM (TCR) samples

DS000

Raw Tap

RS00#,
LT200#,
or GWR00#

Save a dime.  Sample on time!

Failing to sample for total coliform or nitrate will cost you $150 or more in penalties for each 
monitoring violation.  A list of drinking water sample collection services that can assist you with 
collecting water samples is located at: http://epa.ohio.gov/portals/28/documents/PWS/DWSample.pdf.



WAPAKONETA COMMUNITY WORSHIP CTR

2016 MONITORING SCHEDULE

OH0637812   
Transient NoncommunitySystem Type:  Operating Period:  to1/1 12/31

01/01/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

Chemicals Monitoring Requirements

 ENTRY POINT MONITORING SCHEDULE

Sampling
Location SMP ID:  

Facility ID:  
EP001       Facility Source:  

Facility Name:  WAPAKONETA COMMUNITY WORSHIP CTR
Ground Water

662358

Not RequiredNITRITE - 1041

Sample(s) Required betweenNITRATE - 1040 1 1/1/2016 and 5/31/2016

Well

Treatment* Pressure
Tank Distribution

System

Where to Collect Samples For a Small Public Water System

EP00#

EP00# = First available tap after treatment*. 
Use for NITRATE and NITRITE samples

* If system does not have treatment, EP00# 
is the first tap after the well.

DS000 = Taps in Distribution 
System.  Use for TOTAL 
COLIFORM (TCR) samples

DS000

Raw Tap

RS00#,
LT200#,
or GWR00#

Save a dime.  Sample on time!

Failing to sample for total coliform or nitrate will cost you $150 or more in penalties for each 
monitoring violation.  A list of drinking water sample collection services that can assist you with 
collecting water samples is located at: http://epa.ohio.gov/portals/28/documents/PWS/DWSample.pdf.



JUKIDO-KAI SCHOOL OF MARTIAL ARTS

2016 MONITORING SCHEDULE

OH0637913   
Transient NoncommunitySystem Type:  

Ground Water Rule Minimal Treatment System

Operating Period:  to1/1 12/31

08/18/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

Chemicals Monitoring Requirements

 DISTRIBUTION MONITORING SCHEDULE

Sampling
Location SMP ID:  

Facility ID:  
DS000 Facility Source:  

Facility Name:  JUKIDO KAI SCHOOL DISTRIBUTION
Ground Water

DS1

Sample(s) Required betweenTOTAL COLIFORM (TCR) - 3100 1 4/1/2016 and 6/30/2016
Sample(s) Required between1 7/1/2016 and 9/30/2016
Sample(s) Required between1 10/1/2016 and12/31/2016

Well

Treatment* Pressure
Tank Distribution

System

Where to Collect Samples For a Small Public Water System

EP00#

EP00# = First available tap after treatment*. 
Use for NITRATE and NITRITE samples

* If system does not have treatment, EP00# 
is the first tap after the well.

DS000 = Taps in Distribution 
System.  Use for TOTAL 
COLIFORM (TCR) samples

DS000

Raw Tap

RS00#,
LT200#,
or GWR00#

Save a dime.  Sample on time!

Failing to sample for total coliform or nitrate will cost you $150 or more in penalties for each 
monitoring violation.  A list of drinking water sample collection services that can assist you with 
collecting water samples is located at: http://epa.ohio.gov/portals/28/documents/PWS/DWSample.pdf.



JUKIDO-KAI SCHOOL OF MARTIAL ARTS

2016 MONITORING SCHEDULE

OH0637913   
Transient NoncommunitySystem Type:  

Ground Water Rule Minimal Treatment System

Operating Period:  to1/1 12/31

08/18/2016Effective Date: 

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.
Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this schedule.

Also, monitoring schedules may be revised during the year based on sampling results.

For water emergencies that occur after hours, please call 800-282-9378

Chemicals Monitoring Requirements

 ENTRY POINT MONITORING SCHEDULE

Sampling
Location SMP ID:  

Facility ID:  
EP001       Facility Source:  

Facility Name:  JUKIDO-KAI SCHOOL OF MARTIAL ARTS
Ground Water

662360

Sample(s) Required betweenNITRITE - 1041 1 6/1/2016 and10/31/2016

Sample(s) Required betweenNITRATE - 1040 1 6/1/2016 and10/31/2016

Well

Treatment* Pressure
Tank Distribution

System

Where to Collect Samples For a Small Public Water System

EP00#

EP00# = First available tap after treatment*. 
Use for NITRATE and NITRITE samples

* If system does not have treatment, EP00# 
is the first tap after the well.

DS000 = Taps in Distribution 
System.  Use for TOTAL 
COLIFORM (TCR) samples

DS000

Raw Tap

RS00#,
LT200#,
or GWR00#

Save a dime.  Sample on time!

Failing to sample for total coliform or nitrate will cost you $150 or more in penalties for each 
monitoring violation.  A list of drinking water sample collection services that can assist you with 
collecting water samples is located at: http://epa.ohio.gov/portals/28/documents/PWS/DWSample.pdf.


