
2008 CHEMICAL MONITORING ENTRY POINT SCHEDULE

PWS ID:  OH5500012        PWS NAME:  COUNTRY MEADOWS CONDO.

PWS TYPE:  Community     SOURCE:  Ground Water     Sample Monitoring Point:  EP001      

STU ID:  5556482     STU NAME:  COUNTRY MEADOWS CONDO ASSOC

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Monitoring RequirementsChemicals Chemical Name - Code

Not RequiredINORGANICS See Inorganic Chemical List Below

1 Sample(s) between 6/1/2008 and 10/31/2008NITRATE NITRATE (AS N) - 1040

Not RequiredNITRITE NITRITE (AS N) - 1041

Not RequiredRADIOLOGICALS GROSS ALPHA - 4002, RADIUM 228 - 4030

Not RequiredVOLATILE ORGANIC CHEMICALS (VOC)

1 Sample(s) between 6/1/2008 and 10/31/2008SYNTHETIC ORGANIC CHEMICALS (SOC) See SOC Group 1 List Below

text

text

INORGANIC Chemicals:

REMINDER:

ANTIMONY - 1074, ARSENIC - 1005, BARIUM - 1010, BERYLLIUM - 1075, CADMIUM - 1015, CHROMIUM - 1020,
CYANIDE - 1024, FLUORIDE - 1025, MERCURY - 1035, NICKEL - 1036, SELENIUM - 1045, THALLIUM - 1085

Consumer Confidence Report (CCR) is due July 1, 2008

Use for Sample Tracking Purposes

NITRATE Sample Date(s):

SOC Group 1 Sample Date(s):

Date CCR sent to Ohio EPA:

text

SIMAZINE - 2037, ATRAZINE - 2050, ALACHLOR (LASSO) - 2051SOC Group 1 Chemicals:



2008 CONTAMINANT MONITORING DISTRIBUTION POINT SCHEDULE

PWS ID:  OH5500012        PWS NAME:  COUNTRY MEADOWS CONDO.

PWS TYPE:  Community     SOURCE:  Ground Water     Sample Monitoring Point:  DS000      

FACILITY NAME:  COUNTRY MEADOWS CONDO. DISTRIBUTION

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date:  1/1/08

Contact your district office to review additional monitoring for coliform, monthly operating parameters, and/or other monitoring 
requirements not included on this schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemical Name - Code Monitoring Requirements

LEAD - 1030 & COPPER - 1022 Not Required

TOTAL HALOACETIC ACIDS (HAA5) - 2456 and
TOTAL TRIHALOMETHANES (TTHM) - 2950

** Not Required

TOTAL COLIFORM (TCR) - 3100 1 Sample(s) Monthly between 1/1/2008 and 12/31/2008

TOTAL CHLORINE - 1000 *** Sample in the Distribution System

** Total Haloacetic Acids (HAA5) and Total Trihalomethanes (TTHM) Sampling Information (Disinfection Byproducts)

HAA5 and TTHM are part of a large group of chemicals known as disinfection byproducts.  These samples should be collected from point(s) in the
distribution system where the water age is the oldest.  Use MR000 as the sample monitoring point.  If your system is also required to collect HAA5 and
TTHM samples from other locations in your distribution system, use RD000 as the sample monitoring point.

Questions concerning HAA5 and TTHM monitoring can be directed to Ohio EPA DDAGW Central Office at (614) 644-2752.  Your district office
representative is also available to provide assistance.

Monitoring will be at least temporarily increased to include 4 Repeat Samples to be taken immediately and 5 Routine Samples the next month.

TOTAL COLIFORM (TCR) Sampling Information

PLEASE NOTE:  Total Coliform Positive samples will increase your Total Coliform monitoring requirements beyond what is included in this schedule.

text

If you receive a Total Coliform Positive result, contact your Southwest District Office - DDAGW  representative immediately at 937-285-6357.

*** TOTAL CHLORINE Sampling Information

Total Chlorine samples are collected in the distribution system at the same time and place as Total Coliforms are sampled.

Use for Sample Tracking Purposes

TCR Monthly Sample Date(s):
Jan Feb Mar JunApr May SeptJul Aug DecOct Nov

Total Chlorine Sample Date(s):

text



2008 CHEMICAL MONITORING ENTRY POINT SCHEDULE

PWS ID:  OH5500112        PWS NAME:  COVINGTON VILLAGE PWS

PWS TYPE:  Community     SOURCE:  Ground Water     Sample Monitoring Point:  EP001      

STU ID:  5556483     STU NAME:  COVINGTON VILLAGE

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Monitoring RequirementsChemicals Chemical Name - Code

Not RequiredINORGANICS See Inorganic Chemical List Below

1 Sample(s) between 6/1/2008 and 10/31/2008NITRATE NITRATE (AS N) - 1040

Not RequiredNITRITE NITRITE (AS N) - 1041

Not RequiredRADIOLOGICALS GROSS ALPHA - 4002, RADIUM 228 - 4030

Not RequiredVOLATILE ORGANIC CHEMICALS (VOC)

1 Sample(s) between 6/1/2008 and 10/31/2008SYNTHETIC ORGANIC CHEMICALS (SOC) See SOC Group 1 List Below

text

text

INORGANIC Chemicals:

REMINDER:

ANTIMONY - 1074, ARSENIC - 1005, BARIUM - 1010, BERYLLIUM - 1075, CADMIUM - 1015, CHROMIUM - 1020,
CYANIDE - 1024, FLUORIDE - 1025, MERCURY - 1035, NICKEL - 1036, SELENIUM - 1045, THALLIUM - 1085

Consumer Confidence Report (CCR) is due July 1, 2008

Use for Sample Tracking Purposes

NITRATE Sample Date(s):

SOC Group 1 Sample Date(s):

Date CCR sent to Ohio EPA:

text

SIMAZINE - 2037, ATRAZINE - 2050, ALACHLOR (LASSO) - 2051SOC Group 1 Chemicals:



2008 CONTAMINANT MONITORING DISTRIBUTION POINT SCHEDULE

PWS ID:  OH5500112        PWS NAME:  COVINGTON VILLAGE PWS

PWS TYPE:  Community     SOURCE:  Ground Water     Sample Monitoring Point:  DS000      

FACILITY NAME:  COVINGTON, VILLAGE OF DISTRIBUTION

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date:  1/1/08

Contact your district office to review additional monitoring for coliform, monthly operating parameters, and/or other monitoring 
requirements not included on this schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemical Name - Code Monitoring Requirements

LEAD - 1030 & COPPER - 1022 10 Sample(s) between 6/1/2008 and 9/30/2008

TOTAL HALOACETIC ACIDS (HAA5) - 2456 and
TOTAL TRIHALOMETHANES (TTHM) - 2950

** Not Required

TOTAL COLIFORM (TCR) - 3100 3 Sample(s) Monthly between 1/1/2008 and 12/31/2008

TOTAL CHLORINE - 1000 *** Sample in the Distribution System

** Total Haloacetic Acids (HAA5) and Total Trihalomethanes (TTHM) Sampling Information (Disinfection Byproducts)

HAA5 and TTHM are part of a large group of chemicals known as disinfection byproducts.  These samples should be collected from point(s) in the
distribution system where the water age is the oldest.  Use MR000 as the sample monitoring point.  If your system is also required to collect HAA5 and
TTHM samples from other locations in your distribution system, use RD000 as the sample monitoring point.

Questions concerning HAA5 and TTHM monitoring can be directed to Ohio EPA DDAGW Central Office at (614) 644-2752.  Your district office
representative is also available to provide assistance.

Monitoring will be at least temporarily increased to include 4 Repeat Samples to be taken immediately and 5 Routine Samples the next month.

TOTAL COLIFORM (TCR) Sampling Information

PLEASE NOTE:  Total Coliform Positive samples will increase your Total Coliform monitoring requirements beyond what is included in this schedule.

text

If you receive a Total Coliform Positive result, contact your Southwest District Office - DDAGW  representative immediately at 937-285-6357.

*** TOTAL CHLORINE Sampling Information

Total Chlorine samples are collected in the distribution system at the same time and place as Total Coliforms are sampled.

Use for Sample Tracking Purposes

Lead & Copper Sample Date(s):

TCR Monthly Sample Date(s):
Jan Feb Mar JunApr May SeptJul Aug DecOct Nov

Total Chlorine Sample Date(s):

text



2008 CHEMICAL MONITORING ENTRY POINT SCHEDULE

PWS ID:  OH5500312        PWS NAME:  A AND R RECK MOBILE HOME PARK

PWS TYPE:  Community     SOURCE:  Ground Water     Sample Monitoring Point:  EP001      

STU ID:  5556485     STU NAME:  A&R RECK MHP

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Monitoring RequirementsChemicals Chemical Name - Code

Not RequiredINORGANICS See Inorganic Chemical List Below

1 Sample(s) between 6/1/2008 and 10/31/2008NITRATE NITRATE (AS N) - 1040

Not RequiredNITRITE NITRITE (AS N) - 1041

Not RequiredRADIOLOGICALS GROSS ALPHA - 4002, RADIUM 228 - 4030

1 Sample(s) between 10/1/2008 and 12/31/2008VOLATILE ORGANIC CHEMICALS (VOC)

1 Sample(s) between 6/1/2008 and 10/31/2008SYNTHETIC ORGANIC CHEMICALS (SOC) See SOC Group 1 List Below

Not RequiredSYNTHETIC ORGANIC CHEMICALS (SOC) See SOC Group 2 List Below

1 Sample(s) between 4/1/2008 and 6/30/2008SYNTHETIC ORGANIC CHEMICALS (SOC) See SOC Group 4 List Below

text

text

INORGANIC Chemicals:

REMINDER:

ANTIMONY - 1074, ARSENIC - 1005, BARIUM - 1010, BERYLLIUM - 1075, CADMIUM - 1015, CHROMIUM - 1020,
CYANIDE - 1024, FLUORIDE - 1025, MERCURY - 1035, NICKEL - 1036, SELENIUM - 1045, THALLIUM - 1085

Consumer Confidence Report (CCR) is due July 1, 2008

Use for Sample Tracking Purposes

NITRATE Sample Date(s):

VOC Sample Date(s):

SOC Group 1 Sample Date(s):

SOC Group 4 Sample Date(s):

Date CCR sent to Ohio EPA:

text

SIMAZINE - 2037, ATRAZINE - 2050, ALACHLOR (LASSO) - 2051

CARBOFURAN - 2046, OXAMYL (VYDATE) - 2036, PICLORAM - 2040, 2,4-D - 2105, PENTACHLOROPHENOL - 2326

BENEZO (A) PYRENE - 2306, ENDOTHALL - 2033, DI(2-ETHYLHEXYL) - ADIPATE - 2035, DI(2-ETHYLHEXYL) -
PHTHALATE - 2039

SOC Group 2 Chemicals:

SOC Group 1 Chemicals:

SOC Group 4 Chemicals:



2008 CONTAMINANT MONITORING DISTRIBUTION POINT SCHEDULE

PWS ID:  OH5500312        PWS NAME:  A AND R RECK MOBILE HOME PARK

PWS TYPE:  Community     SOURCE:  Ground Water     Sample Monitoring Point:  DS000      

FACILITY NAME:  A AND R RECK MOBILE HOME PARK DISTRIBUTI

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date:  1/1/08

Contact your district office to review additional monitoring for coliform, monthly operating parameters, and/or other monitoring 
requirements not included on this schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemical Name - Code Monitoring Requirements

LEAD - 1030 & COPPER - 1022 Not Required

TOTAL HALOACETIC ACIDS (HAA5) - 2456 and
TOTAL TRIHALOMETHANES (TTHM) - 2950

** Not Required

TOTAL COLIFORM (TCR) - 3100 1 Sample(s) Monthly between 1/1/2008 and 12/31/2008

TOTAL CHLORINE - 1000 *** Sample in the Distribution System

** Total Haloacetic Acids (HAA5) and Total Trihalomethanes (TTHM) Sampling Information (Disinfection Byproducts)

HAA5 and TTHM are part of a large group of chemicals known as disinfection byproducts.  These samples should be collected from point(s) in the
distribution system where the water age is the oldest.  Use MR000 as the sample monitoring point.  If your system is also required to collect HAA5 and
TTHM samples from other locations in your distribution system, use RD000 as the sample monitoring point.

Questions concerning HAA5 and TTHM monitoring can be directed to Ohio EPA DDAGW Central Office at (614) 644-2752.  Your district office
representative is also available to provide assistance.

Monitoring will be at least temporarily increased to include 4 Repeat Samples to be taken immediately and 5 Routine Samples the next month.

TOTAL COLIFORM (TCR) Sampling Information

PLEASE NOTE:  Total Coliform Positive samples will increase your Total Coliform monitoring requirements beyond what is included in this schedule.

text

If you receive a Total Coliform Positive result, contact your Southwest District Office - DDAGW  representative immediately at 937-285-6357.

*** TOTAL CHLORINE Sampling Information

Total Chlorine samples are collected in the distribution system at the same time and place as Total Coliforms are sampled.

Use for Sample Tracking Purposes

TCR Monthly Sample Date(s):
Jan Feb Mar JunApr May SeptJul Aug DecOct Nov

Total Chlorine Sample Date(s):

text



2008 CHEMICAL MONITORING ENTRY POINT SCHEDULE

PWS ID:  OH5500412        PWS NAME:  FLETCHER VILLAGE PWS

PWS TYPE:  Community     SOURCE:  Ground Water     Sample Monitoring Point:  EP001      

STU ID:  5556486     STU NAME:  FLETCHER PWS

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Monitoring RequirementsChemicals Chemical Name - Code

Not RequiredINORGANICS See Inorganic Chemical List Below

1 Sample(s) between 6/1/2008 and 10/31/2008NITRATE NITRATE (AS N) - 1040

Not RequiredNITRITE NITRITE (AS N) - 1041

Not RequiredRADIOLOGICALS GROSS ALPHA - 4002, RADIUM 228 - 4030

Not RequiredVOLATILE ORGANIC CHEMICALS (VOC)

1 Sample(s) between 6/1/2008 and 10/31/2008SYNTHETIC ORGANIC CHEMICALS (SOC) See SOC Group 1 List Below

text

text

INORGANIC Chemicals:

REMINDER:

ANTIMONY - 1074, ARSENIC - 1005, BARIUM - 1010, BERYLLIUM - 1075, CADMIUM - 1015, CHROMIUM - 1020,
CYANIDE - 1024, FLUORIDE - 1025, MERCURY - 1035, NICKEL - 1036, SELENIUM - 1045, THALLIUM - 1085

Consumer Confidence Report (CCR) is due July 1, 2008

Use for Sample Tracking Purposes

NITRATE Sample Date(s):

SOC Group 1 Sample Date(s):

Date CCR sent to Ohio EPA:

text

SIMAZINE - 2037, ATRAZINE - 2050, ALACHLOR (LASSO) - 2051SOC Group 1 Chemicals:



2008 CONTAMINANT MONITORING DISTRIBUTION POINT SCHEDULE

PWS ID:  OH5500412        PWS NAME:  FLETCHER VILLAGE PWS

PWS TYPE:  Community     SOURCE:  Ground Water     Sample Monitoring Point:  DS000      

FACILITY NAME:  FLETCHER,VILLAGE OF DISTRIBUTION

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date:  1/1/08

Contact your district office to review additional monitoring for coliform, monthly operating parameters, and/or other monitoring 
requirements not included on this schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemical Name - Code Monitoring Requirements

LEAD - 1030 & COPPER - 1022 Not Required

TOTAL HALOACETIC ACIDS (HAA5) - 2456 and
TOTAL TRIHALOMETHANES (TTHM) - 2950

** Not Required

TOTAL COLIFORM (TCR) - 3100 1 Sample(s) Monthly between 1/1/2008 and 12/31/2008

TOTAL CHLORINE - 1000 *** Sample in the Distribution System

** Total Haloacetic Acids (HAA5) and Total Trihalomethanes (TTHM) Sampling Information (Disinfection Byproducts)

HAA5 and TTHM are part of a large group of chemicals known as disinfection byproducts.  These samples should be collected from point(s) in the
distribution system where the water age is the oldest.  Use MR000 as the sample monitoring point.  If your system is also required to collect HAA5 and
TTHM samples from other locations in your distribution system, use RD000 as the sample monitoring point.

Questions concerning HAA5 and TTHM monitoring can be directed to Ohio EPA DDAGW Central Office at (614) 644-2752.  Your district office
representative is also available to provide assistance.

Monitoring will be at least temporarily increased to include 4 Repeat Samples to be taken immediately and 5 Routine Samples the next month.

TOTAL COLIFORM (TCR) Sampling Information

PLEASE NOTE:  Total Coliform Positive samples will increase your Total Coliform monitoring requirements beyond what is included in this schedule.

text

If you receive a Total Coliform Positive result, contact your Southwest District Office - DDAGW  representative immediately at 937-285-6357.

*** TOTAL CHLORINE Sampling Information

Total Chlorine samples are collected in the distribution system at the same time and place as Total Coliforms are sampled.

Use for Sample Tracking Purposes

TCR Monthly Sample Date(s):
Jan Feb Mar JunApr May SeptJul Aug DecOct Nov

Total Chlorine Sample Date(s):

text



2008 CHEMICAL MONITORING ENTRY POINT SCHEDULE

PWS ID:  OH5500612        PWS NAME:  LAURA VILLAGE PWS

PWS TYPE:  Community     SOURCE:  Ground Water     Sample Monitoring Point:  EP001      

STU ID:  5556488     STU NAME:  LAURA WATER DEPARTMENT

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Monitoring RequirementsChemicals Chemical Name - Code

Not RequiredINORGANICS See Inorganic Chemical List Below

1 Sample(s) between 6/1/2008 and 10/31/2008NITRATE NITRATE (AS N) - 1040

Not RequiredNITRITE NITRITE (AS N) - 1041

Not RequiredRADIOLOGICALS GROSS ALPHA - 4002, RADIUM 228 - 4030

Not RequiredVOLATILE ORGANIC CHEMICALS (VOC)

1 Sample(s) between 6/1/2008 and 10/31/2008SYNTHETIC ORGANIC CHEMICALS (SOC) See SOC Group 1 List Below

text

text

INORGANIC Chemicals:

REMINDER:

ANTIMONY - 1074, ARSENIC - 1005, BARIUM - 1010, BERYLLIUM - 1075, CADMIUM - 1015, CHROMIUM - 1020,
CYANIDE - 1024, FLUORIDE - 1025, MERCURY - 1035, NICKEL - 1036, SELENIUM - 1045, THALLIUM - 1085

Consumer Confidence Report (CCR) is due July 1, 2008

Use for Sample Tracking Purposes

NITRATE Sample Date(s):

SOC Group 1 Sample Date(s):

Date CCR sent to Ohio EPA:

text

SIMAZINE - 2037, ATRAZINE - 2050, ALACHLOR (LASSO) - 2051SOC Group 1 Chemicals:



2008 CONTAMINANT MONITORING DISTRIBUTION POINT SCHEDULE

PWS ID:  OH5500612        PWS NAME:  LAURA VILLAGE PWS

PWS TYPE:  Community     SOURCE:  Ground Water     Sample Monitoring Point:  DS000      

FACILITY NAME:  LAURA, VILLAGE OF DISTRIBUTION

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date:  1/1/08

Contact your district office to review additional monitoring for coliform, monthly operating parameters, and/or other monitoring 
requirements not included on this schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemical Name - Code Monitoring Requirements

ASBESTOS - 1094 Not Required

TOTAL HALOACETIC ACIDS (HAA5) - 2456 and
TOTAL TRIHALOMETHANES (TTHM) - 2950

** Not Required

TOTAL COLIFORM (TCR) - 3100 1 Sample(s) Monthly between 1/1/2008 and 12/31/2008

TOTAL CHLORINE - 1000 *** Sample in the Distribution System

** Total Haloacetic Acids (HAA5) and Total Trihalomethanes (TTHM) Sampling Information (Disinfection Byproducts)

HAA5 and TTHM are part of a large group of chemicals known as disinfection byproducts.  These samples should be collected from point(s) in the
distribution system where the water age is the oldest.  Use MR000 as the sample monitoring point.  If your system is also required to collect HAA5 and
TTHM samples from other locations in your distribution system, use RD000 as the sample monitoring point.

Questions concerning HAA5 and TTHM monitoring can be directed to Ohio EPA DDAGW Central Office at (614) 644-2752.  Your district office
representative is also available to provide assistance.

Asbestos Sampling Information

Collect one sample at a tap served by asbestos-cement pipe. The sample monitoring point (smp) code is DS000.  Due to limited Laboratory capacity and
a 48 hour filtering requirement, contact your lab early in the monitoring period to schedule a sampling date.

Monitoring will be at least temporarily increased to include 4 Repeat Samples to be taken immediately and 5 Routine Samples the next month.

TOTAL COLIFORM (TCR) Sampling Information

PLEASE NOTE:  Total Coliform Positive samples will increase your Total Coliform monitoring requirements beyond what is included in this schedule.

text

If you receive a Total Coliform Positive result, contact your Southwest District Office - DDAGW  representative immediately at 937-285-6357.

*** TOTAL CHLORINE Sampling Information

Total Chlorine samples are collected in the distribution system at the same time and place as Total Coliforms are sampled.

Use for Sample Tracking Purposes

TCR Monthly Sample Date(s):
Jan Feb Mar JunApr May SeptJul Aug DecOct Nov

Total Chlorine Sample Date(s):

text



2008 CHEMICAL MONITORING ENTRY POINT SCHEDULE

PWS ID:  OH5500712        PWS NAME:  LE-O-NA FALLS MHP

PWS TYPE:  Community     SOURCE:  Ground Water     Sample Monitoring Point:  EP001      

STU ID:  5556489     STU NAME:  LE-O-NA FALLS MHP

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Monitoring RequirementsChemicals Chemical Name - Code

Not RequiredINORGANICS See Inorganic Chemical List Below

1 Sample(s) QuarterlyNITRATE NITRATE (AS N) - 1040

Not RequiredNITRITE NITRITE (AS N) - 1041

Not RequiredRADIOLOGICALS GROSS ALPHA - 4002, RADIUM 228 - 4030

Not RequiredVOLATILE ORGANIC CHEMICALS (VOC)

1 Sample(s) between 6/1/2008 and 10/31/2008SYNTHETIC ORGANIC CHEMICALS (SOC) See SOC Group 1 List Below

Not RequiredSYNTHETIC ORGANIC CHEMICALS (SOC) See SOC Group 2 List Below

1 Sample(s) between 4/1/2008 and 6/30/2008SYNTHETIC ORGANIC CHEMICALS (SOC) See SOC Group 4 List Below

text

text

INORGANIC Chemicals:

REMINDER:

ANTIMONY - 1074, ARSENIC - 1005, BARIUM - 1010, BERYLLIUM - 1075, CADMIUM - 1015, CHROMIUM - 1020,
CYANIDE - 1024, FLUORIDE - 1025, MERCURY - 1035, NICKEL - 1036, SELENIUM - 1045, THALLIUM - 1085

Consumer Confidence Report (CCR) is due July 1, 2008

Use for Sample Tracking Purposes

Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)
NITRATE Quarterly Sample Date(s):

SOC Group 1 Sample Date(s):

SOC Group 4 Sample Date(s):

Date CCR sent to Ohio EPA:

text

SIMAZINE - 2037, ATRAZINE - 2050, ALACHLOR (LASSO) - 2051

CARBOFURAN - 2046, OXAMYL (VYDATE) - 2036, PICLORAM - 2040, 2,4-D - 2105, PENTACHLOROPHENOL - 2326

BENEZO (A) PYRENE - 2306, ENDOTHALL - 2033, DI(2-ETHYLHEXYL) - ADIPATE - 2035, DI(2-ETHYLHEXYL) -
PHTHALATE - 2039

SOC Group 2 Chemicals:

SOC Group 1 Chemicals:

SOC Group 4 Chemicals:



2008 CONTAMINANT MONITORING DISTRIBUTION POINT SCHEDULE

PWS ID:  OH5500712        PWS NAME:  LE-O-NA FALLS MHP

PWS TYPE:  Community     SOURCE:  Ground Water     Sample Monitoring Point:  DS000      

FACILITY NAME:  LE-O-NA FALLS MHP DISTRIBUTION

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date:  1/1/08

Contact your district office to review additional monitoring for coliform, monthly operating parameters, and/or other monitoring 
requirements not included on this schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemical Name - Code Monitoring Requirements

LEAD - 1030 & COPPER - 1022 Not Required

TOTAL HALOACETIC ACIDS (HAA5) - 2456 and
TOTAL TRIHALOMETHANES (TTHM) - 2950

** Not Required

TOTAL COLIFORM (TCR) - 3100 1 Sample(s) Monthly between 1/1/2008 and 12/31/2008

TOTAL CHLORINE - 1000 *** Sample in the Distribution System

** Total Haloacetic Acids (HAA5) and Total Trihalomethanes (TTHM) Sampling Information (Disinfection Byproducts)

HAA5 and TTHM are part of a large group of chemicals known as disinfection byproducts.  These samples should be collected from point(s) in the
distribution system where the water age is the oldest.  Use MR000 as the sample monitoring point.  If your system is also required to collect HAA5 and
TTHM samples from other locations in your distribution system, use RD000 as the sample monitoring point.

Questions concerning HAA5 and TTHM monitoring can be directed to Ohio EPA DDAGW Central Office at (614) 644-2752.  Your district office
representative is also available to provide assistance.

Monitoring will be at least temporarily increased to include 4 Repeat Samples to be taken immediately and 5 Routine Samples the next month.

TOTAL COLIFORM (TCR) Sampling Information

PLEASE NOTE:  Total Coliform Positive samples will increase your Total Coliform monitoring requirements beyond what is included in this schedule.

text

If you receive a Total Coliform Positive result, contact your Southwest District Office - DDAGW  representative immediately at 937-285-6357.

*** TOTAL CHLORINE Sampling Information

Total Chlorine samples are collected in the distribution system at the same time and place as Total Coliforms are sampled.

Use for Sample Tracking Purposes

TCR Monthly Sample Date(s):
Jan Feb Mar JunApr May SeptJul Aug DecOct Nov

Total Chlorine Sample Date(s):

text



2008 CHEMICAL MONITORING ENTRY POINT SCHEDULE

PWS ID:  OH5501211        PWS NAME:  PIQUA CITY PWS

PWS TYPE:  Community     SOURCE:  Surface Water     Sample Monitoring Point:  EP001      

STU ID:  5556491     STU NAME:  PIQUA CITY

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Monitoring RequirementsChemicals Chemical Name - Code

1 Sample(s) between 6/1/2008 and 10/31/2008INORGANICS See Inorganic Chemical List Below

1 Sample(s) MonthlyNITRATE NITRATE (AS N) - 1040

Not RequiredNITRITE NITRITE (AS N) - 1041

Not RequiredRADIOLOGICALS GROSS ALPHA - 4002, RADIUM 228 - 4030

1 Paired Sample Set Monthly *TOTAL ORGANIC CARBON (TOC)

1 Sample(s) between 6/1/2008 and 10/31/2008VOLATILE ORGANIC CHEMICALS (VOC)

1 Sample(s) between 1/1/2008 and 3/31/2008SYNTHETIC ORGANIC CHEMICALS (SOC) See SOC Group 1 List Below

1 Sample(s) between 4/1/2008 and 4/30/2008

1 Sample(s) between 5/1/2008 and 5/31/2008

1 Sample(s) between 6/1/2008 and 6/30/2008

1 Sample(s) between 7/1/2008 and 9/30/2008

1 Sample(s) between 10/1/2008 and 12/31/2008

text

text

INORGANIC Chemicals:

REMINDER:

ANTIMONY - 1074, ARSENIC - 1005, BARIUM - 1010, BERYLLIUM - 1075, CADMIUM - 1015, CHROMIUM - 1020,
CYANIDE - 1024, FLUORIDE - 1025, MERCURY - 1035, NICKEL - 1036, SELENIUM - 1045, THALLIUM - 1085

Consumer Confidence Report (CCR) is due July 1, 2008

Use for Sample Tracking Purposes

INORGANIC Sample Date(s):

Jan Feb Mar Oct Nov DecJul Aug SeptApr JunMay
NITRATE Monthly Sample Date(s):

Jan Feb Mar Oct Nov DecJul Aug SeptApr JunMay
TOC Monthly Sample Date(s):

VOC Sample Date(s):

SOC Group 1 Sample Date(s):

Date CCR sent to Ohio EPA:

text

* A paired sample set refers to one source water and one treated water sample.  A source water alkalinity is also required at the
same time the TOC sample is taken

SIMAZINE - 2037, ATRAZINE - 2050, ALACHLOR (LASSO) - 2051

Paired Sample Set:

SOC Group 1 Chemicals:



2008 CONTAMINANT MONITORING DISTRIBUTION POINT SCHEDULE

PWS ID:  OH5501211        PWS NAME:  PIQUA CITY PWS

PWS TYPE:  Community     SOURCE:  Surface Water     Sample Monitoring Point:  DS000      

FACILITY NAME:  PIQUA, CITY OF DISTRIBUTION

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date:  1/1/08

Contact your district office to review additional monitoring for coliform, monthly operating parameters, and/or other monitoring 
requirements not included on this schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemical Name - Code Monitoring Requirements

LEAD - 1030 & COPPER - 1022 Not Required

TOTAL HALOACETIC ACIDS (HAA5) - 2456 and
TOTAL TRIHALOMETHANES (TTHM) - 2950

** 4 Sample(s) Quarterly

TOTAL COLIFORM (TCR) - 3100 20 Sample(s) Monthly between 1/1/2008 and 12/31/2008

TOTAL CHLORINE - 1000 *** Sample in the Distribution System

** Total Haloacetic Acids (HAA5) and Total Trihalomethanes (TTHM) Sampling Information (Disinfection Byproducts)

HAA5 and TTHM are part of a large group of chemicals known as disinfection byproducts.  These samples should be collected from point(s) in the
distribution system where the water age is the oldest.  Use MR000 as the sample monitoring point.  If your system is also required to collect HAA5 and
TTHM samples from other locations in your distribution system, use RD000 as the sample monitoring point.

Questions concerning HAA5 and TTHM monitoring can be directed to Ohio EPA DDAGW Central Office at (614) 644-2752.  Your district office
representative is also available to provide assistance.

Monitoring will be at least temporarily increased to include 4 Repeat Samples to be taken immediately. You should also continue to take Routine

TOTAL COLIFORM (TCR) Sampling Information

PLEASE NOTE:  Total Coliform Positive samples will increase your Total Coliform monitoring requirements beyond what is included in this schedule.

text

immediately at 937-285-6357.

*** TOTAL CHLORINE Sampling Information

Total Chlorine samples are collected in the distribution system at the same time and place as Total Coliforms are sampled.

Use for Sample Tracking Purposes

HAA5 & TTHM Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Jul - Sept  Sample Date(s)Apr - Jun Sample Date(s) Oct - Dec Sample Date(s)

TCR Monthly Sample Date(s):
Jan Feb Mar JunApr May SeptJul Aug DecOct Nov

Total Chlorine Sample Date(s):

text

Samples according to this schedule. If you have any questions, please contact your Southwest District Office - DDAGW  representative



2008 CHEMICAL MONITORING ENTRY POINT SCHEDULE

PWS ID:  OH5501312        PWS NAME:  PLEASANT HILL VILLAGE PWS

PWS TYPE:  Community     SOURCE:  Ground Water     Sample Monitoring Point:  EP001      

STU ID:  5556492     STU NAME:  PLEASANT HILL VLG

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Monitoring RequirementsChemicals Chemical Name - Code

Not RequiredINORGANICS See Inorganic Chemical List Below

1 Sample(s) between 7/1/2008 and 9/30/2008NITRATE NITRATE (AS N) - 1040

Not RequiredNITRITE NITRITE (AS N) - 1041

Not RequiredRADIOLOGICALS GROSS ALPHA - 4002, RADIUM 228 - 4030

Not RequiredVOLATILE ORGANIC CHEMICALS (VOC)

1 Sample(s) between 6/1/2008 and 10/31/2008SYNTHETIC ORGANIC CHEMICALS (SOC) See SOC Group 1 List Below

Not RequiredSYNTHETIC ORGANIC CHEMICALS (SOC) See SOC Group 2 List Below

1 Sample(s) between 4/1/2008 and 6/30/2008SYNTHETIC ORGANIC CHEMICALS (SOC) See SOC Group 4 List Below

text

text

INORGANIC Chemicals:

REMINDER:

ANTIMONY - 1074, ARSENIC - 1005, BARIUM - 1010, BERYLLIUM - 1075, CADMIUM - 1015, CHROMIUM - 1020,
CYANIDE - 1024, FLUORIDE - 1025, MERCURY - 1035, NICKEL - 1036, SELENIUM - 1045, THALLIUM - 1085

Consumer Confidence Report (CCR) is due July 1, 2008

Use for Sample Tracking Purposes

NITRATE Sample Date(s):

SOC Group 1 Sample Date(s):

SOC Group 4 Sample Date(s):

Date CCR sent to Ohio EPA:

text

SIMAZINE - 2037, ATRAZINE - 2050, ALACHLOR (LASSO) - 2051

CARBOFURAN - 2046, OXAMYL (VYDATE) - 2036, PICLORAM - 2040, 2,4-D - 2105, PENTACHLOROPHENOL - 2326

BENEZO (A) PYRENE - 2306, ENDOTHALL - 2033, DI(2-ETHYLHEXYL) - ADIPATE - 2035, DI(2-ETHYLHEXYL) -
PHTHALATE - 2039

SOC Group 2 Chemicals:

SOC Group 1 Chemicals:

SOC Group 4 Chemicals:



2008 CONTAMINANT MONITORING DISTRIBUTION POINT SCHEDULE

PWS ID:  OH5501312        PWS NAME:  PLEASANT HILL VILLAGE PWS

PWS TYPE:  Community     SOURCE:  Ground Water     Sample Monitoring Point:  DS000      

FACILITY NAME:  PLEASANT HILL, VLG. OF DISTRIBUTION

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date:  1/1/08

Contact your district office to review additional monitoring for coliform, monthly operating parameters, and/or other monitoring 
requirements not included on this schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemical Name - Code Monitoring Requirements

LEAD - 1030 & COPPER - 1022 10 Sample(s) between 6/1/2008 and 9/30/2008

TOTAL HALOACETIC ACIDS (HAA5) - 2456 and
TOTAL TRIHALOMETHANES (TTHM) - 2950

** Not Required

TOTAL COLIFORM (TCR) - 3100 2 Sample(s) Monthly between 1/1/2008 and 12/31/2008

TOTAL CHLORINE - 1000 *** Sample in the Distribution System

** Total Haloacetic Acids (HAA5) and Total Trihalomethanes (TTHM) Sampling Information (Disinfection Byproducts)

HAA5 and TTHM are part of a large group of chemicals known as disinfection byproducts.  These samples should be collected from point(s) in the
distribution system where the water age is the oldest.  Use MR000 as the sample monitoring point.  If your system is also required to collect HAA5 and
TTHM samples from other locations in your distribution system, use RD000 as the sample monitoring point.

Questions concerning HAA5 and TTHM monitoring can be directed to Ohio EPA DDAGW Central Office at (614) 644-2752.  Your district office
representative is also available to provide assistance.

Monitoring will be at least temporarily increased to include 4 Repeat Samples to be taken immediately and 5 Routine Samples the next month.

TOTAL COLIFORM (TCR) Sampling Information

PLEASE NOTE:  Total Coliform Positive samples will increase your Total Coliform monitoring requirements beyond what is included in this schedule.

text

If you receive a Total Coliform Positive result, contact your Southwest District Office - DDAGW  representative immediately at 937-285-6357.

*** TOTAL CHLORINE Sampling Information

Total Chlorine samples are collected in the distribution system at the same time and place as Total Coliforms are sampled.

Use for Sample Tracking Purposes

Lead & Copper Sample Date(s):

TCR Monthly Sample Date(s):
Jan Feb Mar JunApr May SeptJul Aug DecOct Nov

Total Chlorine Sample Date(s):

text



2008 CHEMICAL MONITORING ENTRY POINT SCHEDULE

PWS ID:  OH5501412        PWS NAME:  SUNSHINE MOBILE HOME PARK

PWS TYPE:  Community     SOURCE:  Ground Water     Sample Monitoring Point:  EP001      

STU ID:  5556493     STU NAME:  SUNSHINE MHP STU 1

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Monitoring RequirementsChemicals Chemical Name - Code

Not RequiredINORGANICS See Inorganic Chemical List Below

1 Sample(s) between 6/1/2008 and 10/31/2008NITRATE NITRATE (AS N) - 1040

Not RequiredNITRITE NITRITE (AS N) - 1041

Not RequiredRADIOLOGICALS GROSS ALPHA - 4002, RADIUM 228 - 4030

Not RequiredVOLATILE ORGANIC CHEMICALS (VOC)

1 Sample(s) between 6/1/2008 and 10/31/2008SYNTHETIC ORGANIC CHEMICALS (SOC) See SOC Group 1 List Below

text

text

INORGANIC Chemicals:

REMINDER:

ANTIMONY - 1074, ARSENIC - 1005, BARIUM - 1010, BERYLLIUM - 1075, CADMIUM - 1015, CHROMIUM - 1020,
CYANIDE - 1024, FLUORIDE - 1025, MERCURY - 1035, NICKEL - 1036, SELENIUM - 1045, THALLIUM - 1085

Consumer Confidence Report (CCR) is due July 1, 2008

Use for Sample Tracking Purposes

NITRATE Sample Date(s):

SOC Group 1 Sample Date(s):

Date CCR sent to Ohio EPA:

text

SIMAZINE - 2037, ATRAZINE - 2050, ALACHLOR (LASSO) - 2051SOC Group 1 Chemicals:



2008 CONTAMINANT MONITORING DISTRIBUTION POINT SCHEDULE

PWS ID:  OH5501412        PWS NAME:  SUNSHINE MOBILE HOME PARK

PWS TYPE:  Community     SOURCE:  Ground Water     Sample Monitoring Point:  DS000      

FACILITY NAME:  SUNSHINE MOBILE HOME PAR DISTRIBUTION

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date:  1/1/08

Contact your district office to review additional monitoring for coliform, monthly operating parameters, and/or other monitoring 
requirements not included on this schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemical Name - Code Monitoring Requirements

LEAD - 1030 & COPPER - 1022 Not Required

TOTAL HALOACETIC ACIDS (HAA5) - 2456 and
TOTAL TRIHALOMETHANES (TTHM) - 2950

** Not Required

TOTAL COLIFORM (TCR) - 3100 1 Sample(s) Monthly between 1/1/2008 and 12/31/2008

TOTAL CHLORINE - 1000 *** Sample in the Distribution System

** Total Haloacetic Acids (HAA5) and Total Trihalomethanes (TTHM) Sampling Information (Disinfection Byproducts)

HAA5 and TTHM are part of a large group of chemicals known as disinfection byproducts.  These samples should be collected from point(s) in the
distribution system where the water age is the oldest.  Use MR000 as the sample monitoring point.  If your system is also required to collect HAA5 and
TTHM samples from other locations in your distribution system, use RD000 as the sample monitoring point.

Questions concerning HAA5 and TTHM monitoring can be directed to Ohio EPA DDAGW Central Office at (614) 644-2752.  Your district office
representative is also available to provide assistance.

Monitoring will be at least temporarily increased to include 4 Repeat Samples to be taken immediately and 5 Routine Samples the next month.

TOTAL COLIFORM (TCR) Sampling Information

PLEASE NOTE:  Total Coliform Positive samples will increase your Total Coliform monitoring requirements beyond what is included in this schedule.

text

If you receive a Total Coliform Positive result, contact your Southwest District Office - DDAGW  representative immediately at 937-285-6357.

*** TOTAL CHLORINE Sampling Information

Total Chlorine samples are collected in the distribution system at the same time and place as Total Coliforms are sampled.

Use for Sample Tracking Purposes

TCR Monthly Sample Date(s):
Jan Feb Mar JunApr May SeptJul Aug DecOct Nov

Total Chlorine Sample Date(s):

text



2008 CHEMICAL MONITORING ENTRY POINT SCHEDULE

PWS ID:  OH5501612        PWS NAME:  TROY CITY PWS

PWS TYPE:  Community     SOURCE:  Ground Water     Sample Monitoring Point:  EP001      

STU ID:  5556495     STU NAME:  TROY CITY

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Monitoring RequirementsChemicals Chemical Name - Code

Not RequiredINORGANICS See Inorganic Chemical List Below

1 Sample(s) between 6/1/2008 and 10/31/2008NITRATE NITRATE (AS N) - 1040

Not RequiredNITRITE NITRITE (AS N) - 1041

Not RequiredRADIOLOGICALS GROSS ALPHA - 4002, RADIUM 228 - 4030

1 Sample(s) QuarterlyVOLATILE ORGANIC CHEMICALS (VOC)

1 Sample(s) between 6/1/2008 and 10/31/2008SYNTHETIC ORGANIC CHEMICALS (SOC) See SOC Group 1 List Below

text

text

INORGANIC Chemicals:

REMINDER:

ANTIMONY - 1074, ARSENIC - 1005, BARIUM - 1010, BERYLLIUM - 1075, CADMIUM - 1015, CHROMIUM - 1020,
CYANIDE - 1024, FLUORIDE - 1025, MERCURY - 1035, NICKEL - 1036, SELENIUM - 1045, THALLIUM - 1085

Consumer Confidence Report (CCR) is due July 1, 2008

Use for Sample Tracking Purposes

NITRATE Sample Date(s):

Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)
VOC Quarterly Sample Date(s):

SOC Group 1 Sample Date(s):

Date CCR sent to Ohio EPA:

text

SIMAZINE - 2037, ATRAZINE - 2050, ALACHLOR (LASSO) - 2051SOC Group 1 Chemicals:



2008 CONTAMINANT MONITORING DISTRIBUTION POINT SCHEDULE

PWS ID:  OH5501612        PWS NAME:  TROY CITY PWS

PWS TYPE:  Community     SOURCE:  Ground Water     Sample Monitoring Point:  DS000      

FACILITY NAME:  TROY, CITY OF DISTRIBUTION

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date:  1/1/08

Contact your district office to review additional monitoring for coliform, monthly operating parameters, and/or other monitoring 
requirements not included on this schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemical Name - Code Monitoring Requirements

LEAD - 1030 & COPPER - 1022 Not Required

TOTAL HALOACETIC ACIDS (HAA5) - 2456 and
TOTAL TRIHALOMETHANES (TTHM) - 2950

** 1 Sample(s) between 7/1/2008 and 9/30/2008

TOTAL COLIFORM (TCR) - 3100 25 Sample(s) Monthly between 1/1/2008 and 12/31/2008

TOTAL CHLORINE - 1000 *** Sample in the Distribution System

** Total Haloacetic Acids (HAA5) and Total Trihalomethanes (TTHM) Sampling Information (Disinfection Byproducts)

HAA5 and TTHM are part of a large group of chemicals known as disinfection byproducts.  These samples should be collected from point(s) in the
distribution system where the water age is the oldest.  Use MR000 as the sample monitoring point.  If your system is also required to collect HAA5 and
TTHM samples from other locations in your distribution system, use RD000 as the sample monitoring point.

Questions concerning HAA5 and TTHM monitoring can be directed to Ohio EPA DDAGW Central Office at (614) 644-2752.  Your district office
representative is also available to provide assistance.

Monitoring will be at least temporarily increased to include 4 Repeat Samples to be taken immediately. You should also continue to take Routine

TOTAL COLIFORM (TCR) Sampling Information

PLEASE NOTE:  Total Coliform Positive samples will increase your Total Coliform monitoring requirements beyond what is included in this schedule.

text

immediately at 937-285-6357.

*** TOTAL CHLORINE Sampling Information

Total Chlorine samples are collected in the distribution system at the same time and place as Total Coliforms are sampled.

Use for Sample Tracking Purposes

HAA5 & TTHM Sample Date(s):

TCR Monthly Sample Date(s):
Jan Feb Mar JunApr May SeptJul Aug DecOct Nov

Total Chlorine Sample Date(s):

text

Samples according to this schedule. If you have any questions, please contact your Southwest District Office - DDAGW  representative



2008 CONTAMINANT MONITORING DISTRIBUTION POINT SCHEDULE

PWS ID:  OH5501711        PWS NAME:  WEST MILTON VILLAGE PWS

PWS TYPE:  Community     SOURCE:  Purchased Ground Water     Sample Monitoring Point:  DS000      

FACILITY NAME:  WEST MILTON, VILLAGE OF DISTRIBUTION

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date:  1/1/08

Contact your district office to review additional monitoring for coliform, monthly operating parameters, and/or other monitoring 
requirements not included on this schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemical Name - Code Monitoring Requirements

ASBESTOS - 1094 Not Required

LEAD - 1030 & COPPER - 1022 Not Required

TOTAL HALOACETIC ACIDS (HAA5) - 2456 and
TOTAL TRIHALOMETHANES (TTHM) - 2950

** 1 Sample(s) between 7/1/2008 and 9/30/2008

TOTAL COLIFORM (TCR) - 3100 5 Sample(s) Monthly between 1/1/2008 and 12/31/2008

TOTAL CHLORINE - 1000 *** Sample in the Distribution System

** Total Haloacetic Acids (HAA5) and Total Trihalomethanes (TTHM) Sampling Information (Disinfection Byproducts)

HAA5 and TTHM are part of a large group of chemicals known as disinfection byproducts.  These samples should be collected from point(s) in the
distribution system where the water age is the oldest.  Use MR000 as the sample monitoring point.  If your system is also required to collect HAA5 and
TTHM samples from other locations in your distribution system, use RD000 as the sample monitoring point.

Questions concerning HAA5 and TTHM monitoring can be directed to Ohio EPA DDAGW Central Office at (614) 644-2752.  Your district office
representative is also available to provide assistance.

Asbestos Sampling Information

Collect one sample at a tap served by asbestos-cement pipe. The sample monitoring point (smp) code is DS000.  Due to limited Laboratory capacity and
a 48 hour filtering requirement, contact your lab early in the monitoring period to schedule a sampling date.

Monitoring will be at least temporarily increased to include 4 Repeat Samples to be taken immediately. You should also continue to take Routine

TOTAL COLIFORM (TCR) Sampling Information

PLEASE NOTE:  Total Coliform Positive samples will increase your Total Coliform monitoring requirements beyond what is included in this schedule.

text

immediately at 937-285-6357.

*** TOTAL CHLORINE Sampling Information

Total Chlorine samples are collected in the distribution system at the same time and place as Total Coliforms are sampled.

Use for Sample Tracking Purposes

HAA5 & TTHM Sample Date(s):

TCR Monthly Sample Date(s):
Jan Feb Mar JunApr May SeptJul Aug DecOct Nov

Total Chlorine Sample Date(s):

text

Samples according to this schedule. If you have any questions, please contact your Southwest District Office - DDAGW  representative



2008 CHEMICAL MONITORING ENTRY POINT SCHEDULE

PWS ID:  OH5501912        PWS NAME:  PARIS COURT MHP

PWS TYPE:  Community     SOURCE:  Ground Water     Sample Monitoring Point:  EP001      

STU ID:  5556497     STU NAME:  PARIS COURT MHP

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Monitoring RequirementsChemicals Chemical Name - Code

Not RequiredINORGANICS See Inorganic Chemical List Below

1 Sample(s) QuarterlyARSENIC ARSENIC - 1005

1 Sample(s) between 6/1/2008 and 10/31/2008NITRATE NITRATE (AS N) - 1040

Not RequiredNITRITE NITRITE (AS N) - 1041

Not RequiredRADIOLOGICALS GROSS ALPHA - 4002, RADIUM 228 - 4030

Not RequiredVOLATILE ORGANIC CHEMICALS (VOC)

1 Sample(s) between 6/1/2008 and 10/31/2008SYNTHETIC ORGANIC CHEMICALS (SOC) See SOC Group 1 List Below

text

text

INORGANIC Chemicals:

REMINDER:

ANTIMONY - 1074, BARIUM - 1010, BERYLLIUM - 1075, CADMIUM - 1015, CHROMIUM - 1020, CYANIDE - 1024,
FLUORIDE - 1025, MERCURY - 1035, NICKEL - 1036, SELENIUM - 1045, THALLIUM - 1085

Consumer Confidence Report (CCR) is due July 1, 2008

Use for Sample Tracking Purposes

Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)
ARSENIC Quarterly Sample Date(s):

NITRATE Sample Date(s):

SOC Group 1 Sample Date(s):

Date CCR sent to Ohio EPA:

text

SIMAZINE - 2037, ATRAZINE - 2050, ALACHLOR (LASSO) - 2051SOC Group 1 Chemicals:



2008 CONTAMINANT MONITORING DISTRIBUTION POINT SCHEDULE

PWS ID:  OH5501912        PWS NAME:  PARIS COURT MHP

PWS TYPE:  Community     SOURCE:  Ground Water     Sample Monitoring Point:  DS000      

FACILITY NAME:  PARIS COURT MHP DISTRIBUTION

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date:  1/1/08

Contact your district office to review additional monitoring for coliform, monthly operating parameters, and/or other monitoring 
requirements not included on this schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemical Name - Code Monitoring Requirements

LEAD - 1030 & COPPER - 1022 Not Required

TOTAL HALOACETIC ACIDS (HAA5) - 2456 and
TOTAL TRIHALOMETHANES (TTHM) - 2950

** Not Required

TOTAL COLIFORM (TCR) - 3100 1 Sample(s) Monthly between 1/1/2008 and 12/31/2008

TOTAL CHLORINE - 1000 *** Sample in the Distribution System

** Total Haloacetic Acids (HAA5) and Total Trihalomethanes (TTHM) Sampling Information (Disinfection Byproducts)

HAA5 and TTHM are part of a large group of chemicals known as disinfection byproducts.  These samples should be collected from point(s) in the
distribution system where the water age is the oldest.  Use MR000 as the sample monitoring point.  If your system is also required to collect HAA5 and
TTHM samples from other locations in your distribution system, use RD000 as the sample monitoring point.

Questions concerning HAA5 and TTHM monitoring can be directed to Ohio EPA DDAGW Central Office at (614) 644-2752.  Your district office
representative is also available to provide assistance.

Monitoring will be at least temporarily increased to include 4 Repeat Samples to be taken immediately and 5 Routine Samples the next month.

TOTAL COLIFORM (TCR) Sampling Information

PLEASE NOTE:  Total Coliform Positive samples will increase your Total Coliform monitoring requirements beyond what is included in this schedule.

text

If you receive a Total Coliform Positive result, contact your Southwest District Office - DDAGW  representative immediately at 937-285-6357.

*** TOTAL CHLORINE Sampling Information

Total Chlorine samples are collected in the distribution system at the same time and place as Total Coliforms are sampled.

Use for Sample Tracking Purposes

TCR Monthly Sample Date(s):
Jan Feb Mar JunApr May SeptJul Aug DecOct Nov

Total Chlorine Sample Date(s):

text



2008 CONTAMINANT MONITORING DISTRIBUTION POINT SCHEDULE

PWS ID:  OH5502203        PWS NAME:  MIAMI CO-DEER CLIFF RUN PWS

PWS TYPE:  Community     SOURCE:  Purchased Ground Water     Sample Monitoring Point:  DS000      

FACILITY NAME:  MIAMI CO-DEER CLIF RUN S DISTRIBUTION

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date:  1/1/08

Contact your district office to review additional monitoring for coliform, monthly operating parameters, and/or other monitoring 
requirements not included on this schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemical Name - Code Monitoring Requirements

LEAD - 1030 & COPPER - 1022 Not Required

TOTAL HALOACETIC ACIDS (HAA5) - 2456 and
TOTAL TRIHALOMETHANES (TTHM) - 2950

** 1 Sample(s) between 7/1/2008 and 9/30/2008

TOTAL COLIFORM (TCR) - 3100 1 Sample(s) Monthly between 1/1/2008 and 12/31/2008

TOTAL CHLORINE - 1000 *** Sample in the Distribution System

** Total Haloacetic Acids (HAA5) and Total Trihalomethanes (TTHM) Sampling Information (Disinfection Byproducts)

HAA5 and TTHM are part of a large group of chemicals known as disinfection byproducts.  These samples should be collected from point(s) in the
distribution system where the water age is the oldest.  Use MR000 as the sample monitoring point.  If your system is also required to collect HAA5 and
TTHM samples from other locations in your distribution system, use RD000 as the sample monitoring point.

Questions concerning HAA5 and TTHM monitoring can be directed to Ohio EPA DDAGW Central Office at (614) 644-2752.  Your district office
representative is also available to provide assistance.

Monitoring will be at least temporarily increased to include 4 Repeat Samples to be taken immediately and 5 Routine Samples the next month.

TOTAL COLIFORM (TCR) Sampling Information

PLEASE NOTE:  Total Coliform Positive samples will increase your Total Coliform monitoring requirements beyond what is included in this schedule.

text

If you receive a Total Coliform Positive result, contact your Southwest District Office - DDAGW  representative immediately at 937-285-6357.

*** TOTAL CHLORINE Sampling Information

Total Chlorine samples are collected in the distribution system at the same time and place as Total Coliforms are sampled.

Use for Sample Tracking Purposes

HAA5 & TTHM Sample Date(s):

TCR Monthly Sample Date(s):
Jan Feb Mar JunApr May SeptJul Aug DecOct Nov

Total Chlorine Sample Date(s):

text



2008 CONTAMINANT MONITORING DISTRIBUTION POINT SCHEDULE

PWS ID:  OH5502303        PWS NAME:  MIAMI CO-N25A EXTENSION

PWS TYPE:  Community     SOURCE:  Purchased Ground Water     Sample Monitoring Point:  DS000      

FACILITY NAME:  MIAMI CO-N25A EXTENSION DISTRIBUTION

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date:  1/1/08

Contact your district office to review additional monitoring for coliform, monthly operating parameters, and/or other monitoring 
requirements not included on this schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemical Name - Code Monitoring Requirements

LEAD - 1030 & COPPER - 1022 Not Required

TOTAL HALOACETIC ACIDS (HAA5) - 2456 and
TOTAL TRIHALOMETHANES (TTHM) - 2950

** 1 Sample(s) between 7/1/2008 and 9/30/2008

TOTAL COLIFORM (TCR) - 3100 1 Sample(s) Monthly between 1/1/2008 and 12/31/2008

TOTAL CHLORINE - 1000 *** Sample in the Distribution System

** Total Haloacetic Acids (HAA5) and Total Trihalomethanes (TTHM) Sampling Information (Disinfection Byproducts)

HAA5 and TTHM are part of a large group of chemicals known as disinfection byproducts.  These samples should be collected from point(s) in the
distribution system where the water age is the oldest.  Use MR000 as the sample monitoring point.  If your system is also required to collect HAA5 and
TTHM samples from other locations in your distribution system, use RD000 as the sample monitoring point.

Questions concerning HAA5 and TTHM monitoring can be directed to Ohio EPA DDAGW Central Office at (614) 644-2752.  Your district office
representative is also available to provide assistance.

Monitoring will be at least temporarily increased to include 4 Repeat Samples to be taken immediately and 5 Routine Samples the next month.

TOTAL COLIFORM (TCR) Sampling Information

PLEASE NOTE:  Total Coliform Positive samples will increase your Total Coliform monitoring requirements beyond what is included in this schedule.

text

If you receive a Total Coliform Positive result, contact your Southwest District Office - DDAGW  representative immediately at 937-285-6357.

*** TOTAL CHLORINE Sampling Information

Total Chlorine samples are collected in the distribution system at the same time and place as Total Coliforms are sampled.

Use for Sample Tracking Purposes

HAA5 & TTHM Sample Date(s):

TCR Monthly Sample Date(s):
Jan Feb Mar JunApr May SeptJul Aug DecOct Nov

Total Chlorine Sample Date(s):

text



2008 CONTAMINANT MONITORING DISTRIBUTION POINT SCHEDULE

PWS ID:  OH5502503        PWS NAME:  MIAMI CO-CAMP TROY PWS

PWS TYPE:  Community     SOURCE:  Purchased Ground Water     Sample Monitoring Point:  DS000      

FACILITY NAME:  MIAMI CO-CAMP TROY DISTRIBUTION

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date:  1/1/08

Contact your district office to review additional monitoring for coliform, monthly operating parameters, and/or other monitoring 
requirements not included on this schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemical Name - Code Monitoring Requirements

LEAD - 1030 & COPPER - 1022 Not Required

TOTAL HALOACETIC ACIDS (HAA5) - 2456 and
TOTAL TRIHALOMETHANES (TTHM) - 2950

** 1 Sample(s) between 7/1/2008 and 9/30/2008

TOTAL COLIFORM (TCR) - 3100 3 Sample(s) Monthly between 1/1/2008 and 12/31/2008

TOTAL CHLORINE - 1000 *** Sample in the Distribution System

** Total Haloacetic Acids (HAA5) and Total Trihalomethanes (TTHM) Sampling Information (Disinfection Byproducts)

HAA5 and TTHM are part of a large group of chemicals known as disinfection byproducts.  These samples should be collected from point(s) in the
distribution system where the water age is the oldest.  Use MR000 as the sample monitoring point.  If your system is also required to collect HAA5 and
TTHM samples from other locations in your distribution system, use RD000 as the sample monitoring point.

Questions concerning HAA5 and TTHM monitoring can be directed to Ohio EPA DDAGW Central Office at (614) 644-2752.  Your district office
representative is also available to provide assistance.

Monitoring will be at least temporarily increased to include 4 Repeat Samples to be taken immediately and 5 Routine Samples the next month.

TOTAL COLIFORM (TCR) Sampling Information

PLEASE NOTE:  Total Coliform Positive samples will increase your Total Coliform monitoring requirements beyond what is included in this schedule.

text

If you receive a Total Coliform Positive result, contact your Southwest District Office - DDAGW  representative immediately at 937-285-6357.

*** TOTAL CHLORINE Sampling Information

Total Chlorine samples are collected in the distribution system at the same time and place as Total Coliforms are sampled.

Use for Sample Tracking Purposes

HAA5 & TTHM Sample Date(s):

TCR Monthly Sample Date(s):
Jan Feb Mar JunApr May SeptJul Aug DecOct Nov

Total Chlorine Sample Date(s):

text



2008 CONTAMINANT MONITORING DISTRIBUTION POINT SCHEDULE

PWS ID:  OH5502703        PWS NAME:  BETHEL TOWNSHIP WATER SYSTEM PWS

PWS TYPE:  Community     SOURCE:  Purchased Ground Water     Sample Monitoring Point:  DS000      

FACILITY NAME:  BETHEL TOWNSHIP WATER SYSTEM DISTRIBUTIO

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date:  1/1/08

Contact your district office to review additional monitoring for coliform, monthly operating parameters, and/or other monitoring 
requirements not included on this schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemical Name - Code Monitoring Requirements

LEAD - 1030 & COPPER - 1022 5 Sample(s) between 6/1/2008 and 9/30/2008

TOTAL COLIFORM (TCR) - 3100 1 Sample(s) Monthly between 1/1/2008 and 12/31/2008

TOTAL CHLORINE - 1000 *** Sample in the Distribution System

Monitoring will be at least temporarily increased to include 4 Repeat Samples to be taken immediately and 5 Routine Samples the next month.

TOTAL COLIFORM (TCR) Sampling Information

PLEASE NOTE:  Total Coliform Positive samples will increase your Total Coliform monitoring requirements beyond what is included in this schedule.

text

If you receive a Total Coliform Positive result, contact your Southwest District Office - DDAGW  representative immediately at 937-285-6357.

*** TOTAL CHLORINE Sampling Information

Total Chlorine samples are collected in the distribution system at the same time and place as Total Coliforms are sampled.

Use for Sample Tracking Purposes

Lead & Copper Sample Date(s):

TCR Monthly Sample Date(s):
Jan Feb Mar JunApr May SeptJul Aug DecOct Nov

Total Chlorine Sample Date(s):

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5530212        PWS NAME:  AMVETS POST 66

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556502     STU NAME:  AMVETS POST 66

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5530412        PWS NAME:  BRUKNER NATURE CENTER

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556503     STU NAME:  BRUKNER NATURE CENTER

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5531312        PWS NAME:  DOLPHIN SWIM CLUB

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556507     STU NAME:  DOLPHIN SWIM CLUB

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 5/1/2008 and 9/30/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5532212        PWS NAME:  HOMESTEAD GOLF COURSE

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556508     STU NAME:  HOMESTEAD GOLF COURSE

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) Quarterly between 0/0/2008 and 0/0/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 4/1/2008 and 11/30/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5532412        PWS NAME:  INDIAN HILLS 4H CAMP PWS

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556509     STU NAME:  INDIAN HILLS 4H CAMP

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 1/1/2008 and 3/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5533612        PWS NAME:  STILLWATER RIDGE, INC.

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556514     STU NAME:  STILLWATER RIDGE INC

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 4/1/2008 and 6/30/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 4/1/2008 and 11/30/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5534012        PWS NAME:  POOR FARMERS CAMP

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556516     STU NAME:  POOR FARMERS CAMP

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5534912        PWS NAME:  TIP TOP CAMP NORTH

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556519     STU NAME:  TIP TOP CAMP NO 1

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 4/1/2008 and 9/30/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5534922        PWS NAME:  TIP TOP CAMP SOUTH

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556520     STU NAME:  TIP TOP CAMP 2

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 4/1/2008 and 9/30/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5536412        PWS NAME:  36 SKATE CLUB

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556526     STU NAME:  36 SKATE CLUB

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5536812        PWS NAME:  BRUSHCREEK CHURCH OF GOD

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556528     STU NAME:  BRUSHCREEK CHURCH OF GOD

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/22/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

REVISED - NITRATE Sample should be taken at EP0011 Sample(s) between 1/1/2008 and 3/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5537112        PWS NAME:  CLIFFSIDE GOLF COURSE

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556530     STU NAME:  CLIFFSIDE GOLF COURSE

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) Quarterly between 0/0/2008 and 0/0/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 4/1/2008 and 10/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CHEMICAL MONITORING ENTRY POINT SCHEDULE

PWS ID:  OH5537712        PWS NAME:  ELIZABETH TOWNSHIP COMMUNITY CENTER

PWS TYPE:  Nontransient Noncommunity     SOURCE:  Ground Water     Sample Monitoring Point:  EP001      

STU ID:  5556532     STU NAME:  ELIZABETH TOWNSHIP COMMUNITY CENTER

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Monitoring RequirementsChemicals Chemical Name - Code

1 Sample(s) between 6/1/2008 and 10/31/2008INORGANICS See Inorganic Chemical List Below

1 Sample(s) between 6/1/2008 and 10/31/2008NITRATE NITRATE (AS N) - 1040

1 Sample(s) between 6/1/2008 and 10/31/2008NITRITE NITRITE (AS N) - 1041

1 Sample(s) QuarterlyVOLATILE ORGANIC CHEMICALS (VOC)

1 Sample(s) between 6/1/2008 and 10/31/2008SYNTHETIC ORGANIC CHEMICALS (SOC) See SOC Group 1 List Below

text

text

INORGANIC Chemicals: ANTIMONY - 1074, ARSENIC - 1005, BARIUM - 1010, BERYLLIUM - 1075, CADMIUM - 1015, CHROMIUM - 1020,
CYANIDE - 1024, FLUORIDE - 1025, MERCURY - 1035, NICKEL - 1036, SELENIUM - 1045, THALLIUM - 1085

Use for Sample Tracking Purposes

INORGANIC Sample Date(s):

NITRATE Sample Date(s):

NITRITE Sample Date(s):

Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)
VOC Quarterly Sample Date(s):

SOC Group 1 Sample Date(s):

text

SIMAZINE - 2037, ATRAZINE - 2050, ALACHLOR (LASSO) - 2051SOC Group 1 Chemicals:



2008 CONTAMINANT MONITORING DISTRIBUTION POINT SCHEDULE

PWS ID:  OH5537712        PWS NAME:  ELIZABETH TOWNSHIP COMMUNITY CENTER

PWS TYPE:  Nontransient Noncommunity     SOURCE:  Ground Water     Sample Monitoring Point:  DS000      

FACILITY NAME:  ELIZABETH TWP COMMUNITY CTR DISTRIBUTION

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date:  1/1/08

Contact your district office to review additional monitoring for coliform, monthly operating parameters, and/or other monitoring 
requirements not included on this schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemical Name - Code Monitoring Requirements

TOTAL HALOACETIC ACIDS (HAA5) - 2456 and
TOTAL TRIHALOMETHANES (TTHM) - 2950

** 1 Sample(s) between 7/1/2008 and 9/30/2008

TOTAL COLIFORM (TCR) - 3100 1 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

TOTAL CHLORINE - 1000 *** Sample in the Distribution System

** Total Haloacetic Acids (HAA5) and Total Trihalomethanes (TTHM) Sampling Information (Disinfection Byproducts)

HAA5 and TTHM are part of a large group of chemicals known as disinfection byproducts.  These samples should be collected from point(s) in the
distribution system where the water age is the oldest.  Use MR000 as the sample monitoring point.  If your system is also required to collect HAA5 and
TTHM samples from other locations in your distribution system, use RD000 as the sample monitoring point.

Questions concerning HAA5 and TTHM monitoring can be directed to Ohio EPA DDAGW Central Office at (614) 644-2752.  Your district office
representative is also available to provide assistance.

Monitoring will be at least temporarily increased to include 4 Repeat Samples to be taken immediately and 5 Routine Samples the next month.

TOTAL COLIFORM (TCR) Sampling Information

PLEASE NOTE:  Total Coliform Positive samples will increase your Total Coliform monitoring requirements beyond what is included in this schedule.

text

If you receive a Total Coliform Positive result, contact your Southwest District Office - DDAGW  representative immediately at 937-285-6357.

*** TOTAL CHLORINE Sampling Information

Total Chlorine samples are collected in the distribution system at the same time and place as Total Coliforms are sampled.

Use for Sample Tracking Purposes

HAA5 & TTHM Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Jul - Sept  Sample Date(s)Apr - Jun Sample Date(s) Oct - Dec Sample Date(s)

Total Chlorine Sample Date(s):

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5538812        PWS NAME:  A.B. GRAHAM MEMORIAL CENTER PWS

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556533     STU NAME:  AB GRAHAM MEMORIAL CTR

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CHEMICAL MONITORING ENTRY POINT SCHEDULE

PWS ID:  OH5540212        PWS NAME:  PROCESS EQUIPMENT CO.-1 PWS

PWS TYPE:  Nontransient Noncommunity     SOURCE:  Ground Water     Sample Monitoring Point:  EP001      

STU ID:  5556538     STU NAME:  PROCESS EQUIPMENT CO NO 1

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Monitoring RequirementsChemicals Chemical Name - Code

Not RequiredINORGANICS See Inorganic Chemical List Below

1 Sample(s) between 10/1/2008 and 12/31/2008NITRATE NITRATE (AS N) - 1040

Not RequiredNITRITE NITRITE (AS N) - 1041

Not RequiredVOLATILE ORGANIC CHEMICALS (VOC)

1 Sample(s) between 6/1/2008 and 10/31/2008SYNTHETIC ORGANIC CHEMICALS (SOC) See SOC Group 1 List Below

1 Sample(s) between 4/1/2008 and 6/30/2008SYNTHETIC ORGANIC CHEMICALS (SOC) See SOC Group 4 List Below

text

text

INORGANIC Chemicals: ANTIMONY - 1074, ARSENIC - 1005, BARIUM - 1010, BERYLLIUM - 1075, CADMIUM - 1015, CHROMIUM - 1020,
CYANIDE - 1024, FLUORIDE - 1025, MERCURY - 1035, NICKEL - 1036, SELENIUM - 1045, THALLIUM - 1085

Use for Sample Tracking Purposes

NITRATE Sample Date(s):

SOC Group 1 Sample Date(s):

SOC Group 4 Sample Date(s):

text

SIMAZINE - 2037, ATRAZINE - 2050, ALACHLOR (LASSO) - 2051

BENEZO (A) PYRENE - 2306, ENDOTHALL - 2033, DI(2-ETHYLHEXYL) - ADIPATE - 2035, DI(2-ETHYLHEXYL) -
PHTHALATE - 2039

SOC Group 1 Chemicals:

SOC Group 4 Chemicals:



2008 CONTAMINANT MONITORING DISTRIBUTION POINT SCHEDULE

PWS ID:  OH5540212        PWS NAME:  PROCESS EQUIPMENT CO.-1 PWS

PWS TYPE:  Nontransient Noncommunity     SOURCE:  Ground Water     Sample Monitoring Point:  DS000      

FACILITY NAME:  PROCESS EQUIPMENT CO.-1 DISTRIBUTION

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date:  1/1/08

Contact your district office to review additional monitoring for coliform, monthly operating parameters, and/or other monitoring 
requirements not included on this schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemical Name - Code Monitoring Requirements

LEAD - 1030 & COPPER - 1022 5 Sample(s) between 6/1/2008 and 9/30/2008

TOTAL HALOACETIC ACIDS (HAA5) - 2456 and
TOTAL TRIHALOMETHANES (TTHM) - 2950

** Not Required

TOTAL COLIFORM (TCR) - 3100 1 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

TOTAL CHLORINE - 1000 *** Sample in the Distribution System

** Total Haloacetic Acids (HAA5) and Total Trihalomethanes (TTHM) Sampling Information (Disinfection Byproducts)

HAA5 and TTHM are part of a large group of chemicals known as disinfection byproducts.  These samples should be collected from point(s) in the
distribution system where the water age is the oldest.  Use MR000 as the sample monitoring point.  If your system is also required to collect HAA5 and
TTHM samples from other locations in your distribution system, use RD000 as the sample monitoring point.

Questions concerning HAA5 and TTHM monitoring can be directed to Ohio EPA DDAGW Central Office at (614) 644-2752.  Your district office
representative is also available to provide assistance.

Monitoring will be at least temporarily increased to include 4 Repeat Samples to be taken immediately and 5 Routine Samples the next month.

TOTAL COLIFORM (TCR) Sampling Information

PLEASE NOTE:  Total Coliform Positive samples will increase your Total Coliform monitoring requirements beyond what is included in this schedule.

text

If you receive a Total Coliform Positive result, contact your Southwest District Office - DDAGW  representative immediately at 937-285-6357.

*** TOTAL CHLORINE Sampling Information

Total Chlorine samples are collected in the distribution system at the same time and place as Total Coliforms are sampled.

Use for Sample Tracking Purposes

Lead & Copper Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Jul - Sept  Sample Date(s)Apr - Jun Sample Date(s) Oct - Dec Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5540512        PWS NAME:  SKYVIEW WESLEYAN CHURCH

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556539     STU NAME:  SKYVIEW WESLEYAN CHURCH

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 4/1/2008 and 6/30/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CHEMICAL MONITORING ENTRY POINT SCHEDULE

PWS ID:  OH5540612        PWS NAME:  SPRINGCREEK ELEMENTARY SCHOOL PWS

PWS TYPE:  Nontransient Noncommunity     SOURCE:  Ground Water     Sample Monitoring Point:  EP001      

STU ID:  5556540     STU NAME:  SPRINGCREEK ELEM SCH

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Monitoring RequirementsChemicals Chemical Name - Code

Not RequiredINORGANICS See Inorganic Chemical List Below

1 Sample(s) between 6/1/2008 and 10/31/2008NITRATE NITRATE (AS N) - 1040

Not RequiredNITRITE NITRITE (AS N) - 1041

Not RequiredVOLATILE ORGANIC CHEMICALS (VOC)

1 Sample(s) between 6/1/2008 and 10/31/2008SYNTHETIC ORGANIC CHEMICALS (SOC) See SOC Group 1 List Below

text

text

INORGANIC Chemicals: ANTIMONY - 1074, ARSENIC - 1005, BARIUM - 1010, BERYLLIUM - 1075, CADMIUM - 1015, CHROMIUM - 1020,
CYANIDE - 1024, FLUORIDE - 1025, MERCURY - 1035, NICKEL - 1036, SELENIUM - 1045, THALLIUM - 1085

Use for Sample Tracking Purposes

NITRATE Sample Date(s):

SOC Group 1 Sample Date(s):

text

SIMAZINE - 2037, ATRAZINE - 2050, ALACHLOR (LASSO) - 2051SOC Group 1 Chemicals:



2008 CONTAMINANT MONITORING DISTRIBUTION POINT SCHEDULE

PWS ID:  OH5540612        PWS NAME:  SPRINGCREEK ELEMENTARY SCHOOL PWS

PWS TYPE:  Nontransient Noncommunity     SOURCE:  Ground Water     Sample Monitoring Point:  DS000      

FACILITY NAME:  SPRINGCREEK ELEM SCHOOL DISTRIBUTION

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date:  1/1/08

Contact your district office to review additional monitoring for coliform, monthly operating parameters, and/or other monitoring 
requirements not included on this schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemical Name - Code Monitoring Requirements

LEAD - 1030 & COPPER - 1022 Not Required

TOTAL COLIFORM (TCR) - 3100 1 Sample(s) Quarterly between 1/1/2008 and 6/30/2008

1 Sample(s) Quarterly between 8/1/2008 and 12/31/2008

Monitoring will be at least temporarily increased to include 4 Repeat Samples to be taken immediately and 5 Routine Samples the next month.

TOTAL COLIFORM (TCR) Sampling Information

PLEASE NOTE:  Total Coliform Positive samples will increase your Total Coliform monitoring requirements beyond what is included in this schedule.

text

If you receive a Total Coliform Positive result, contact your Southwest District Office - DDAGW  representative immediately at 937-285-6357.

Use for Sample Tracking Purposes

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Jul - Sept  Sample Date(s)Apr - Jun Sample Date(s) Oct - Dec Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5541212        PWS NAME:  TROY FREEWILL BAPTIST CHURCH

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556543     STU NAME:  TROY FREEWILL BAPTIST CHURCH

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5541612        PWS NAME:  TROY VIEW CHURCH OF GOD PWS

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556546     STU NAME:  TROY VIEW CHURCH OF GOD

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 10/1/2008 and 12/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CHEMICAL MONITORING ENTRY POINT SCHEDULE

PWS ID:  OH5541912        PWS NAME:  WEST CHARLESTON CHURCH OF THE BRETHREN P

PWS TYPE:  Nontransient Noncommunity     SOURCE:  Ground Water     Sample Monitoring Point:  EP001      

STU ID:  5556548     STU NAME:  W CHARLESTON CHURCH OF THE BRETHREN

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Monitoring RequirementsChemicals Chemical Name - Code

Not RequiredINORGANICS See Inorganic Chemical List Below

1 Sample(s) QuarterlyNITRATE NITRATE (AS N) - 1040

Not RequiredNITRITE NITRITE (AS N) - 1041

Not RequiredVOLATILE ORGANIC CHEMICALS (VOC)

1 Sample(s) between 6/1/2008 and 10/31/2008SYNTHETIC ORGANIC CHEMICALS (SOC) See SOC Group 1 List Below

1 Sample(s) between 4/1/2008 and 6/30/2008SYNTHETIC ORGANIC CHEMICALS (SOC) See SOC Group 4 List Below

text

text

INORGANIC Chemicals: ANTIMONY - 1074, ARSENIC - 1005, BARIUM - 1010, BERYLLIUM - 1075, CADMIUM - 1015, CHROMIUM - 1020,
CYANIDE - 1024, FLUORIDE - 1025, MERCURY - 1035, NICKEL - 1036, SELENIUM - 1045, THALLIUM - 1085

Use for Sample Tracking Purposes

Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)
NITRATE Quarterly Sample Date(s):

SOC Group 1 Sample Date(s):

SOC Group 4 Sample Date(s):

text

SIMAZINE - 2037, ATRAZINE - 2050, ALACHLOR (LASSO) - 2051

BENEZO (A) PYRENE - 2306, ENDOTHALL - 2033, DI(2-ETHYLHEXYL) - ADIPATE - 2035, DI(2-ETHYLHEXYL) -
PHTHALATE - 2039

SOC Group 1 Chemicals:

SOC Group 4 Chemicals:



2008 CONTAMINANT MONITORING DISTRIBUTION POINT SCHEDULE

PWS ID:  OH5541912        PWS NAME:  WEST CHARLESTON CHURCH OF THE BRETHREN P

PWS TYPE:  Nontransient Noncommunity     SOURCE:  Ground Water     Sample Monitoring Point:  DS000      

FACILITY NAME:  W. CHARLESTON CH OF BRET DISTRIBUTION

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date:  1/1/08

Contact your district office to review additional monitoring for coliform, monthly operating parameters, and/or other monitoring 
requirements not included on this schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemical Name - Code Monitoring Requirements

LEAD - 1030 & COPPER - 1022 Not Required

TOTAL COLIFORM (TCR) - 3100 1 Sample(s) Quarterly between 4/1/2008 and 10/31/2008

Monitoring will be at least temporarily increased to include 4 Repeat Samples to be taken immediately and 5 Routine Samples the next month.

TOTAL COLIFORM (TCR) Sampling Information

PLEASE NOTE:  Total Coliform Positive samples will increase your Total Coliform monitoring requirements beyond what is included in this schedule.

text

If you receive a Total Coliform Positive result, contact your Southwest District Office - DDAGW  representative immediately at 937-285-6357.

Use for Sample Tracking Purposes

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Jul - Sept  Sample Date(s)Apr - Jun Sample Date(s) Oct - Dec Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5542612        PWS NAME:  CHARITY BAPTIST CHURCH OF TIPP CITY

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556550     STU NAME:  CHARITY BAPTIST CHURCH OF TIPP CITY

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5542712        PWS NAME:  FRATERNAL ORDER OF EAGLES PWS

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556551     STU NAME:  FRATERNAL ORDER OF EAGLES

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) Quarterly between 0/0/2008 and 0/0/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5543112        PWS NAME:  CHURCH OF CHRIST PWS

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556554     STU NAME:  CHURCH OF CHRIST

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5543212        PWS NAME:  DAYTON OHIO FM GROUP

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556555     STU NAME:  CHURCH OF JESUS CHRISTPIQUA

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5543312        PWS NAME:  ST. TERESA OF INFANT JESUS PWS

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556556     STU NAME:  SAINT TERESA OF INFANT JESUS

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5544212        PWS NAME:  KINGDOM HALL JEHOVAH WITNESS-VANDALIA PW

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556559     STU NAME:  KINGDOM HALL JEHOVAH WITNESS VANDALIA

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5544512        PWS NAME:  LENA BAPTIST CHURCH

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556560     STU NAME:  LENA BAPTIST CHURCH

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5544612        PWS NAME:  STARFIRE EXPRESS- TROY

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556561     STU NAME:  STARFIRE EXPRESS

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 1/1/2008 and 3/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CHEMICAL MONITORING ENTRY POINT SCHEDULE

PWS ID:  OH5544812        PWS NAME:  MIAMI EAST SCHOOLS PWS

PWS TYPE:  Nontransient Noncommunity     SOURCE:  Ground Water     Sample Monitoring Point:  EP001      

STU ID:  5556562     STU NAME:  MIAMI EAST HIGH SCHOOL

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Monitoring RequirementsChemicals Chemical Name - Code

Not RequiredINORGANICS See Inorganic Chemical List Below

1 Sample(s) between 6/1/2008 and 10/31/2008NITRATE NITRATE (AS N) - 1040

Not RequiredNITRITE NITRITE (AS N) - 1041

1 Sample(s) between 1/1/2008 and 3/31/2008VOLATILE ORGANIC CHEMICALS (VOC)

1 Sample(s) between 6/1/2008 and 10/31/2008SYNTHETIC ORGANIC CHEMICALS (SOC) See SOC Group 1 List Below

text

text

INORGANIC Chemicals: ANTIMONY - 1074, ARSENIC - 1005, BARIUM - 1010, BERYLLIUM - 1075, CADMIUM - 1015, CHROMIUM - 1020,
CYANIDE - 1024, FLUORIDE - 1025, MERCURY - 1035, NICKEL - 1036, SELENIUM - 1045, THALLIUM - 1085

Use for Sample Tracking Purposes

NITRATE Sample Date(s):

VOC Sample Date(s):

SOC Group 1 Sample Date(s):

text

SIMAZINE - 2037, ATRAZINE - 2050, ALACHLOR (LASSO) - 2051SOC Group 1 Chemicals:



2008 CONTAMINANT MONITORING DISTRIBUTION POINT SCHEDULE

PWS ID:  OH5544812        PWS NAME:  MIAMI EAST SCHOOLS PWS

PWS TYPE:  Nontransient Noncommunity     SOURCE:  Ground Water     Sample Monitoring Point:  DS000      

FACILITY NAME:  MIAMI EAST SCHOOLS DISTRIBUTION

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date:  1/1/08

Contact your district office to review additional monitoring for coliform, monthly operating parameters, and/or other monitoring 
requirements not included on this schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemical Name - Code Monitoring Requirements

LEAD - 1030 & COPPER - 1022 Not Required

TOTAL HALOACETIC ACIDS (HAA5) - 2456 and
TOTAL TRIHALOMETHANES (TTHM) - 2950

** 1 Sample(s) between 7/1/2008 and 9/30/2008

TOTAL COLIFORM (TCR) - 3100 2 Sample(s) Monthly between 1/1/2008 and 6/30/2008

2 Sample(s) Monthly between 9/1/2008 and 12/31/2008

TOTAL CHLORINE - 1000 *** Sample in the Distribution System

** Total Haloacetic Acids (HAA5) and Total Trihalomethanes (TTHM) Sampling Information (Disinfection Byproducts)

HAA5 and TTHM are part of a large group of chemicals known as disinfection byproducts.  These samples should be collected from point(s) in the
distribution system where the water age is the oldest.  Use MR000 as the sample monitoring point.  If your system is also required to collect HAA5 and
TTHM samples from other locations in your distribution system, use RD000 as the sample monitoring point.

Questions concerning HAA5 and TTHM monitoring can be directed to Ohio EPA DDAGW Central Office at (614) 644-2752.  Your district office
representative is also available to provide assistance.

Monitoring will be at least temporarily increased to include 4 Repeat Samples to be taken immediately and 5 Routine Samples the next month.

TOTAL COLIFORM (TCR) Sampling Information

PLEASE NOTE:  Total Coliform Positive samples will increase your Total Coliform monitoring requirements beyond what is included in this schedule.

text

If you receive a Total Coliform Positive result, contact your Southwest District Office - DDAGW  representative immediately at 937-285-6357.

*** TOTAL CHLORINE Sampling Information

Total Chlorine samples are collected in the distribution system at the same time and place as Total Coliforms are sampled.

Use for Sample Tracking Purposes

HAA5 & TTHM Sample Date(s):

TCR Monthly Sample Date(s):
Jan Feb Mar JunApr May SeptJul Aug DecOct Nov

Total Chlorine Sample Date(s):

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5545012        PWS NAME:  NASHVILLE RECREATION PARK

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556564     STU NAME:  NASHVILLE RECREATION PARK

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 4/1/2008 and 9/30/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5545112        PWS NAME:  NASHVILLE UNITED CHURCH

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556565     STU NAME:  NASHVILLE UNITED CHURCH OF CHRIST

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5545612        PWS NAME:  POTSDAM METHODIST CHURCH

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556566     STU NAME:  POTSDAM METHODIST CHURCH

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5545812        PWS NAME:  ROLLING HILLS GIRL SCOUT

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556568     STU NAME:  ROLLING HILLS GIRL SCOUT CAMP

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5545912        PWS NAME:  SILVER LAKE BEACH CLUB

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556569     STU NAME:  SILVER LAKE BEACH CLUB

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 5/1/2008 and 9/30/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5546012        PWS NAME:  SEVENTH DAY ADVENTIST

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556570     STU NAME:  SEVENTH DAY ADVENTIST

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5546612        PWS NAME:  STILLWATER PRAIRIE RESERVE PWS

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556572     STU NAME:  STILLWATER PRAIRIE RESERVE

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CHEMICAL MONITORING ENTRY POINT SCHEDULE

PWS ID:  OH5547412        PWS NAME:  PATHWAY SCHOOL INC

PWS TYPE:  Nontransient Noncommunity     SOURCE:  Ground Water     Sample Monitoring Point:  EP001      

STU ID:  5556575     STU NAME:  PATHWAY SCHOOL INC

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Monitoring RequirementsChemicals Chemical Name - Code

Not RequiredINORGANICS See Inorganic Chemical List Below

1 Sample(s) between 6/1/2008 and 10/31/2008NITRATE NITRATE (AS N) - 1040

Not RequiredNITRITE NITRITE (AS N) - 1041

Not RequiredVOLATILE ORGANIC CHEMICALS (VOC)

1 Sample(s) between 6/1/2008 and 10/31/2008SYNTHETIC ORGANIC CHEMICALS (SOC) See SOC Group 1 List Below

text

text

INORGANIC Chemicals: ANTIMONY - 1074, ARSENIC - 1005, BARIUM - 1010, BERYLLIUM - 1075, CADMIUM - 1015, CHROMIUM - 1020,
CYANIDE - 1024, FLUORIDE - 1025, MERCURY - 1035, NICKEL - 1036, SELENIUM - 1045, THALLIUM - 1085

Use for Sample Tracking Purposes

NITRATE Sample Date(s):

SOC Group 1 Sample Date(s):

text

SIMAZINE - 2037, ATRAZINE - 2050, ALACHLOR (LASSO) - 2051SOC Group 1 Chemicals:



2008 CONTAMINANT MONITORING DISTRIBUTION POINT SCHEDULE

PWS ID:  OH5547412        PWS NAME:  PATHWAY SCHOOL INC

PWS TYPE:  Nontransient Noncommunity     SOURCE:  Ground Water     Sample Monitoring Point:  DS000      

FACILITY NAME:  PATHWAY SCHOOL INC DISTRIBUTION

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date:  1/1/08

Contact your district office to review additional monitoring for coliform, monthly operating parameters, and/or other monitoring 
requirements not included on this schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemical Name - Code Monitoring Requirements

LEAD - 1030 & COPPER - 1022 Not Required

TOTAL COLIFORM (TCR) - 3100 1 Sample(s) Quarterly between 1/1/2008 and 6/30/2008

1 Sample(s) Quarterly between 9/1/2008 and 12/31/2008

Monitoring will be at least temporarily increased to include 4 Repeat Samples to be taken immediately and 5 Routine Samples the next month.

TOTAL COLIFORM (TCR) Sampling Information

PLEASE NOTE:  Total Coliform Positive samples will increase your Total Coliform monitoring requirements beyond what is included in this schedule.

text

If you receive a Total Coliform Positive result, contact your Southwest District Office - DDAGW  representative immediately at 937-285-6357.

Use for Sample Tracking Purposes

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Jul - Sept  Sample Date(s)Apr - Jun Sample Date(s) Oct - Dec Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5547712        PWS NAME:  GINGHAMSBURG UMC SOUTH PWS

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556576     STU NAME:  GINGHAMSBURG U METH CHURCH

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CHEMICAL MONITORING ENTRY POINT SCHEDULE

PWS ID:  OH5548012        PWS NAME:  WREN INDUSTRIES

PWS TYPE:  Nontransient Noncommunity     SOURCE:  Ground Water     Sample Monitoring Point:  EP001      

STU ID:  5556578     STU NAME:  WREN INDUSTRIES INC

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Monitoring RequirementsChemicals Chemical Name - Code

Not RequiredINORGANICS See Inorganic Chemical List Below

1 Sample(s) QuarterlyARSENIC ARSENIC - 1005

1 Sample(s) between 6/1/2008 and 10/31/2008NITRATE NITRATE (AS N) - 1040

Not RequiredNITRITE NITRITE (AS N) - 1041

Not RequiredVOLATILE ORGANIC CHEMICALS (VOC)

1 Sample(s) between 6/1/2008 and 10/31/2008SYNTHETIC ORGANIC CHEMICALS (SOC) See SOC Group 1 List Below

text

text

INORGANIC Chemicals: ANTIMONY - 1074, BARIUM - 1010, BERYLLIUM - 1075, CADMIUM - 1015, CHROMIUM - 1020, CYANIDE - 1024,
FLUORIDE - 1025, MERCURY - 1035, NICKEL - 1036, SELENIUM - 1045, THALLIUM - 1085

Use for Sample Tracking Purposes

Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)
ARSENIC Quarterly Sample Date(s):

NITRATE Sample Date(s):

SOC Group 1 Sample Date(s):

text

SIMAZINE - 2037, ATRAZINE - 2050, ALACHLOR (LASSO) - 2051SOC Group 1 Chemicals:



2008 CONTAMINANT MONITORING DISTRIBUTION POINT SCHEDULE

PWS ID:  OH5548012        PWS NAME:  WREN INDUSTRIES

PWS TYPE:  Nontransient Noncommunity     SOURCE:  Ground Water     Sample Monitoring Point:  DS000      

FACILITY NAME:  WREN INDUSTRIES DISTRIBUTION

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date:  1/1/08

Contact your district office to review additional monitoring for coliform, monthly operating parameters, and/or other monitoring 
requirements not included on this schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemical Name - Code Monitoring Requirements

REVISED  -  LEAD - 1030 & COPPER - 1022 5 Sample(s) between 6/1/2008 and 9/30/2008

TOTAL COLIFORM (TCR) - 3100 1 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

Monitoring will be at least temporarily increased to include 4 Repeat Samples to be taken immediately and 5 Routine Samples the next month.

TOTAL COLIFORM (TCR) Sampling Information

PLEASE NOTE:  Total Coliform Positive samples will increase your Total Coliform monitoring requirements beyond what is included in this schedule.

text

If you receive a Total Coliform Positive result, contact your Southwest District Office - DDAGW  representative immediately at 937-285-6357.

Use for Sample Tracking Purposes

Lead & Copper Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Jul - Sept  Sample Date(s)Apr - Jun Sample Date(s) Oct - Dec Sample Date(s)

text



2008 CHEMICAL MONITORING ENTRY POINT SCHEDULE

PWS ID:  OH5548412        PWS NAME:  SYSTEMAX MANUFACTURING PWS

PWS TYPE:  Nontransient Noncommunity     SOURCE:  Ground Water     Sample Monitoring Point:  EP001      

STU ID:  5556582     STU NAME:  SYSTEMAX MFG - INFOTEL INC

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 2/19/08

Monitoring RequirementsChemicals Chemical Name - Code

Not RequiredREVISED - INORGANICS See Inorganic Chemical List Below

1 Sample(s) between 6/1/2008 and 10/31/2008NITRATE NITRATE (AS N) - 1040

Not RequiredNITRITE NITRITE (AS N) - 1041

Not RequiredVOLATILE ORGANIC CHEMICALS (VOC)

1 Sample(s) between 6/1/2008 and 10/31/2008SYNTHETIC ORGANIC CHEMICALS (SOC) See SOC Group 1 List Below

text

text

INORGANIC Chemicals: ANTIMONY - 1074, BARIUM - 1010, BERYLLIUM - 1075, CADMIUM - 1015, CHROMIUM - 1020, CYANIDE - 1024,
FLUORIDE - 1025, MERCURY - 1035, NICKEL - 1036, SELENIUM - 1045, THALLIUM - 1085

Use for Sample Tracking Purposes

NITRATE Sample Date(s):

SOC Group 1 Sample Date(s):

text

SIMAZINE - 2037, ATRAZINE - 2050, ALACHLOR (LASSO) - 2051SOC Group 1 Chemicals:



2008 CONTAMINANT MONITORING DISTRIBUTION POINT SCHEDULE

PWS ID:  OH5548412        PWS NAME:  SYSTEMAX MANUFACTURING PWS

PWS TYPE:  Nontransient Noncommunity     SOURCE:  Ground Water     Sample Monitoring Point:  DS000      

FACILITY NAME:  SYSTEMAX MFG DISTRIBUTION

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date:  1/1/08

Contact your district office to review additional monitoring for coliform, monthly operating parameters, and/or other monitoring 
requirements not included on this schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemical Name - Code Monitoring Requirements

ARSENIC - 1005 1 Sample(s) Quarterly

LEAD - 1030 & COPPER - 1022 Not Required

TOTAL COLIFORM (TCR) - 3100 1 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

Monitoring will be at least temporarily increased to include 4 Repeat Samples to be taken immediately and 5 Routine Samples the next month.

TOTAL COLIFORM (TCR) Sampling Information

PLEASE NOTE:  Total Coliform Positive samples will increase your Total Coliform monitoring requirements beyond what is included in this schedule.

text

If you receive a Total Coliform Positive result, contact your Southwest District Office - DDAGW  representative immediately at 937-285-6357.

Use for Sample Tracking Purposes

Arsenic Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Jul - Sept  Sample Date(s)Apr - Jun Sample Date(s) Oct - Dec Sample Date(s)

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Jul - Sept  Sample Date(s)Apr - Jun Sample Date(s) Oct - Dec Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5548512        PWS NAME:  FULTON FARM CAMP PWS

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556583     STU NAME:  FULTON FARMS CAMP

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 4/1/2008 and 10/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CHEMICAL MONITORING ENTRY POINT SCHEDULE

PWS ID:  OH5548612        PWS NAME:  PROCESS EQUIPMENT COMPANY-PLANT 3 PWS

PWS TYPE:  Nontransient Noncommunity     SOURCE:  Ground Water     Sample Monitoring Point:  EP001      

STU ID:  5556584     STU NAME:  PROCESS EQUIPMENT CO PLANT NO 3

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Monitoring RequirementsChemicals Chemical Name - Code

Not RequiredINORGANICS See Inorganic Chemical List Below

1 Sample(s) between 7/1/2008 and 9/30/2008NITRATE NITRATE (AS N) - 1040

Not RequiredNITRITE NITRITE (AS N) - 1041

Not RequiredVOLATILE ORGANIC CHEMICALS (VOC)

1 Sample(s) between 6/1/2008 and 10/31/2008SYNTHETIC ORGANIC CHEMICALS (SOC) See SOC Group 1 List Below

1 Sample(s) between 4/1/2008 and 6/30/2008SYNTHETIC ORGANIC CHEMICALS (SOC) See SOC Group 4 List Below

text

text

INORGANIC Chemicals: ANTIMONY - 1074, ARSENIC - 1005, BARIUM - 1010, BERYLLIUM - 1075, CADMIUM - 1015, CHROMIUM - 1020,
CYANIDE - 1024, FLUORIDE - 1025, MERCURY - 1035, NICKEL - 1036, SELENIUM - 1045, THALLIUM - 1085

Use for Sample Tracking Purposes

NITRATE Sample Date(s):

SOC Group 1 Sample Date(s):

SOC Group 4 Sample Date(s):

text

SIMAZINE - 2037, ATRAZINE - 2050, ALACHLOR (LASSO) - 2051

BENEZO (A) PYRENE - 2306, ENDOTHALL - 2033, DI(2-ETHYLHEXYL) - ADIPATE - 2035, DI(2-ETHYLHEXYL) -
PHTHALATE - 2039

SOC Group 1 Chemicals:

SOC Group 4 Chemicals:



2008 CONTAMINANT MONITORING DISTRIBUTION POINT SCHEDULE

PWS ID:  OH5548612        PWS NAME:  PROCESS EQUIPMENT COMPANY-PLANT 3 PWS

PWS TYPE:  Nontransient Noncommunity     SOURCE:  Ground Water     Sample Monitoring Point:  DS000      

FACILITY NAME:  PROCESS EQUIP CO-PLANT3 DISTRIBUTION

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date:  1/1/08

Contact your district office to review additional monitoring for coliform, monthly operating parameters, and/or other monitoring 
requirements not included on this schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemical Name - Code Monitoring Requirements

LEAD - 1030 & COPPER - 1022 Not Required

TOTAL COLIFORM (TCR) - 3100 1 Sample(s) Quarterly between 4/1/2008 and 10/31/2008

Monitoring will be at least temporarily increased to include 4 Repeat Samples to be taken immediately and 5 Routine Samples the next month.

TOTAL COLIFORM (TCR) Sampling Information

PLEASE NOTE:  Total Coliform Positive samples will increase your Total Coliform monitoring requirements beyond what is included in this schedule.

text

If you receive a Total Coliform Positive result, contact your Southwest District Office - DDAGW  representative immediately at 937-285-6357.

Use for Sample Tracking Purposes

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Jul - Sept  Sample Date(s)Apr - Jun Sample Date(s) Oct - Dec Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5548912        PWS NAME:  AMVETS POST 88

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556587     STU NAME:  AMVETS POST 88

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5549012        PWS NAME:  TROY C CLUB HALFWAYHOUSE

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556588     STU NAME:  TROY C CLUB HAFTWAY HOUSE

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 5/1/2008 and 9/30/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5549112        PWS NAME:  GARBRYS BIG WOODS RESERVE PWS

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556589     STU NAME:  GARBRY BIG WOODS RESERVE

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5549312        PWS NAME:  THE BARN MINISTRIES INC

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556591     STU NAME:  THE BARN

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 10/1/2008 and 12/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5549412        PWS NAME:  GARBRYS BIG WOODS SANCTUARY PWS

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556592     STU NAME:  GARBRYS BIG WOODS SANCTUARY

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CHEMICAL MONITORING ENTRY POINT SCHEDULE

PWS ID:  OH5549512        PWS NAME:  GINGHAMSBURG UMC-NORTH PWS

PWS TYPE:  Nontransient Noncommunity     SOURCE:  Ground Water     Sample Monitoring Point:  EP001      

STU ID:  5556593     STU NAME:  GINGHAMSBURG UMC NORTH

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Monitoring RequirementsChemicals Chemical Name - Code

Not RequiredINORGANICS See Inorganic Chemical List Below

1 Sample(s) between 6/1/2008 and 10/31/2008NITRATE NITRATE (AS N) - 1040

Not RequiredNITRITE NITRITE (AS N) - 1041

Not RequiredVOLATILE ORGANIC CHEMICALS (VOC)

1 Sample(s) between 6/1/2008 and 10/31/2008SYNTHETIC ORGANIC CHEMICALS (SOC) See SOC Group 1 List Below

text

text

INORGANIC Chemicals: ANTIMONY - 1074, ARSENIC - 1005, BARIUM - 1010, BERYLLIUM - 1075, CADMIUM - 1015, CHROMIUM - 1020,
CYANIDE - 1024, FLUORIDE - 1025, MERCURY - 1035, NICKEL - 1036, SELENIUM - 1045, THALLIUM - 1085

Use for Sample Tracking Purposes

NITRATE Sample Date(s):

SOC Group 1 Sample Date(s):

text

SIMAZINE - 2037, ATRAZINE - 2050, ALACHLOR (LASSO) - 2051SOC Group 1 Chemicals:



2008 CONTAMINANT MONITORING DISTRIBUTION POINT SCHEDULE

PWS ID:  OH5549512        PWS NAME:  GINGHAMSBURG UMC-NORTH PWS

PWS TYPE:  Nontransient Noncommunity     SOURCE:  Ground Water     Sample Monitoring Point:  DS000      

FACILITY NAME:  GINGHAMSBURG UMC-NORTH DISTRIBUTION

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date:  1/1/08

Contact your district office to review additional monitoring for coliform, monthly operating parameters, and/or other monitoring 
requirements not included on this schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemical Name - Code Monitoring Requirements

LEAD - 1030 & COPPER - 1022 10 Sample(s) between 6/1/2008 and 9/30/2008

TOTAL HALOACETIC ACIDS (HAA5) - 2456 and
TOTAL TRIHALOMETHANES (TTHM) - 2950

** Not Required

REVISED  -  TOTAL COLIFORM (TCR) - 3100 4 Sample(s) Monthly between 1/1/2008 and 12/31/2008

TOTAL CHLORINE - 1000 *** Sample in the Distribution System

** Total Haloacetic Acids (HAA5) and Total Trihalomethanes (TTHM) Sampling Information (Disinfection Byproducts)

HAA5 and TTHM are part of a large group of chemicals known as disinfection byproducts.  These samples should be collected from point(s) in the
distribution system where the water age is the oldest.  Use MR000 as the sample monitoring point.  If your system is also required to collect HAA5 and
TTHM samples from other locations in your distribution system, use RD000 as the sample monitoring point.

Questions concerning HAA5 and TTHM monitoring can be directed to Ohio EPA DDAGW Central Office at (614) 644-2752.  Your district office
representative is also available to provide assistance.

Monitoring will be at least temporarily increased to include 4 Repeat Samples to be taken immediately and 5 Routine Samples the next month.

TOTAL COLIFORM (TCR) Sampling Information

PLEASE NOTE:  Total Coliform Positive samples will increase your Total Coliform monitoring requirements beyond what is included in this schedule.

text

If you receive a Total Coliform Positive result, contact your Southwest District Office - DDAGW  representative immediately at 937-285-6357.

*** TOTAL CHLORINE Sampling Information

Total Chlorine samples are collected in the distribution system at the same time and place as Total Coliforms are sampled.

Use for Sample Tracking Purposes

Lead & Copper Sample Date(s):

TCR Monthly Sample Date(s):
Jan Feb Mar JunApr May SeptJul Aug DecOct Nov

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5549612        PWS NAME:  GARBRYS BIG WOODS RESERVE WETLAND PWS

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556594     STU NAME:  GARBRYS BIG WOODS RES WETLAND

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 4/1/2008 and 9/30/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5550012        PWS NAME:  STARFIRE EXPRESS- PIQUA

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556597     STU NAME:  STARFIRE EXPRESS- PIQUA

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 4/1/2008 and 6/30/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5550112        PWS NAME:  KNIGHTS INN-PIQUA

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556598     STU NAME:  KNIGHTS INN-PIQUA

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5550212        PWS NAME:  KINGDOM HALL JEHOVAH WITNESS-NEW CARLISL

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556599     STU NAME:  KINGDOM HALL JEHOVAH WITNESSES

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5550512        PWS NAME:  FRIENDSHIP COMMUNITY CHURCH

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556600     STU NAME:  FRIENDSHIP COMMUNITY CHURCH

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5550612        PWS NAME:  HARTZELL PROPELLER SERVICE CENTER

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5556601     STU NAME:  HARTZELL PROPELLER INC

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5550912        PWS NAME:  TIPP CITY CHURCH OF CHRIST PWS

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5560964     STU NAME:  TIPP CITY CHURCH OF CHRIST

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 10/1/2008 and 12/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5551012        PWS NAME:  FULTON FARM PWS

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5560669     STU NAME:  FULTON FARM

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 4/1/2008 and 10/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5551212        PWS NAME:  HOMESTEAD GOLF COURSE RESTROOM PWS

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5560757     STU NAME:  HOMESTEAD GOLF COURSE-RESTROOM

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 4/1/2008 and 9/30/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CHEMICAL MONITORING ENTRY POINT SCHEDULE

PWS ID:  OH5551412        PWS NAME:  SAFE HARBOR MINISTRIES

PWS TYPE:  Nontransient Noncommunity     SOURCE:  Ground Water     Sample Monitoring Point:  EP001      

STU ID:  5560986     STU NAME:  SAFE HARBOR MINISTRIES

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Monitoring RequirementsChemicals Chemical Name - Code

Not RequiredINORGANICS See Inorganic Chemical List Below

1 Sample(s) between 6/1/2008 and 10/31/2008NITRATE NITRATE (AS N) - 1040

Not RequiredNITRITE NITRITE (AS N) - 1041

Not RequiredVOLATILE ORGANIC CHEMICALS (VOC)

1 Sample(s) between 6/1/2008 and 10/31/2008SYNTHETIC ORGANIC CHEMICALS (SOC) See SOC Group 1 List Below

text

text

INORGANIC Chemicals: ANTIMONY - 1074, ARSENIC - 1005, BARIUM - 1010, BERYLLIUM - 1075, CADMIUM - 1015, CHROMIUM - 1020,
CYANIDE - 1024, FLUORIDE - 1025, MERCURY - 1035, NICKEL - 1036, SELENIUM - 1045, THALLIUM - 1085

Use for Sample Tracking Purposes

NITRATE Sample Date(s):

SOC Group 1 Sample Date(s):

text

SIMAZINE - 2037, ATRAZINE - 2050, ALACHLOR (LASSO) - 2051SOC Group 1 Chemicals:



2008 CONTAMINANT MONITORING DISTRIBUTION POINT SCHEDULE

PWS ID:  OH5551412        PWS NAME:  SAFE HARBOR MINISTRIES

PWS TYPE:  Nontransient Noncommunity     SOURCE:  Ground Water     Sample Monitoring Point:  DS000      

FACILITY NAME:  SAFE HARBOR MINISTRIES DISTRIBUTION

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date:  1/1/08

Contact your district office to review additional monitoring for coliform, monthly operating parameters, and/or other monitoring 
requirements not included on this schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemical Name - Code Monitoring Requirements

LEAD - 1030 & COPPER - 1022 5 Sample(s) between 6/1/2008 and 9/30/2008

TOTAL COLIFORM (TCR) - 3100 1 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

Monitoring will be at least temporarily increased to include 4 Repeat Samples to be taken immediately and 5 Routine Samples the next month.

TOTAL COLIFORM (TCR) Sampling Information

PLEASE NOTE:  Total Coliform Positive samples will increase your Total Coliform monitoring requirements beyond what is included in this schedule.

text

If you receive a Total Coliform Positive result, contact your Southwest District Office - DDAGW  representative immediately at 937-285-6357.

Use for Sample Tracking Purposes

Lead & Copper Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Jul - Sept  Sample Date(s)Apr - Jun Sample Date(s) Oct - Dec Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5551512        PWS NAME:  KINGDOM HALL OF JEHOVAHS WITNESSES-TROY

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5561008     STU NAME:  KINGDOM HALL OF JEHOVAHS WITNESSES CHURC

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5551612        PWS NAME:  OLD GERMAN BAPTIST BRETHREN CHURCH PWS

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5561027     STU NAME:  OLD GERMAN BAPTIST BRETHREN CHURCH

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CHEMICAL MONITORING ENTRY POINT SCHEDULE

PWS ID:  OH5551812        PWS NAME:  NOAHS ARK KIDS ACADEMY PWS

PWS TYPE:  Nontransient Noncommunity     SOURCE:  Ground Water     Sample Monitoring Point:  EP001      

STU ID:  5561093     STU NAME:  NOAHS ARK KIDS ACADEMY

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Monitoring RequirementsChemicals Chemical Name - Code

Not RequiredINORGANICS See Inorganic Chemical List Below

1 Sample(s) between 6/1/2008 and 10/31/2008NITRATE NITRATE (AS N) - 1040

Not RequiredNITRITE NITRITE (AS N) - 1041

Not RequiredVOLATILE ORGANIC CHEMICALS (VOC)

1 Sample(s) between 6/1/2008 and 10/31/2008SYNTHETIC ORGANIC CHEMICALS (SOC) See SOC Group 1 List Below

text

text

INORGANIC Chemicals: ANTIMONY - 1074, ARSENIC - 1005, BARIUM - 1010, BERYLLIUM - 1075, CADMIUM - 1015, CHROMIUM - 1020,
CYANIDE - 1024, FLUORIDE - 1025, MERCURY - 1035, NICKEL - 1036, SELENIUM - 1045, THALLIUM - 1085

Use for Sample Tracking Purposes

NITRATE Sample Date(s):

SOC Group 1 Sample Date(s):

text

SIMAZINE - 2037, ATRAZINE - 2050, ALACHLOR (LASSO) - 2051SOC Group 1 Chemicals:



2008 CONTAMINANT MONITORING DISTRIBUTION POINT SCHEDULE

PWS ID:  OH5551812        PWS NAME:  NOAHS ARK KIDS ACADEMY PWS

PWS TYPE:  Nontransient Noncommunity     SOURCE:  Ground Water     Sample Monitoring Point:  DS000      

FACILITY NAME:  NOAHS ARK KIDS ACADEMY DISTRIBUTION

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date:  1/1/08

Contact your district office to review additional monitoring for coliform, monthly operating parameters, and/or other monitoring 
requirements not included on this schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemical Name - Code Monitoring Requirements

LEAD - 1030 & COPPER - 1022 5 Sample(s) between 6/1/2008 and 9/30/2008

TOTAL COLIFORM (TCR) - 3100 1 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

Monitoring will be at least temporarily increased to include 4 Repeat Samples to be taken immediately and 5 Routine Samples the next month.

TOTAL COLIFORM (TCR) Sampling Information

PLEASE NOTE:  Total Coliform Positive samples will increase your Total Coliform monitoring requirements beyond what is included in this schedule.

text

If you receive a Total Coliform Positive result, contact your Southwest District Office - DDAGW  representative immediately at 937-285-6357.

Use for Sample Tracking Purposes

Lead & Copper Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Jul - Sept  Sample Date(s)Apr - Jun Sample Date(s) Oct - Dec Sample Date(s)

text



2008 CHEMICAL MONITORING ENTRY POINT SCHEDULE

PWS ID:  OH5552112        PWS NAME:  FIRST BAPTIST CHURCH OF NEW CARLISLE-DAY

PWS TYPE:  Nontransient Noncommunity     SOURCE:  Ground Water     Sample Monitoring Point:  EP001      

STU ID:  5561449     STU NAME:  FIRST BAPTIST CHURCH OF NEW CARLISLE-DAY

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Monitoring RequirementsChemicals Chemical Name - Code

Not RequiredINORGANICS See Inorganic Chemical List Below

1 Sample(s) between 6/1/2008 and 10/31/2008NITRATE NITRATE (AS N) - 1040

Not RequiredNITRITE NITRITE (AS N) - 1041

Not RequiredVOLATILE ORGANIC CHEMICALS (VOC)

1 Sample(s) between 6/1/2008 and 10/31/2008SYNTHETIC ORGANIC CHEMICALS (SOC) See SOC Group 1 List Below

text

text

INORGANIC Chemicals: ANTIMONY - 1074, ARSENIC - 1005, BARIUM - 1010, BERYLLIUM - 1075, CADMIUM - 1015, CHROMIUM - 1020,
CYANIDE - 1024, FLUORIDE - 1025, MERCURY - 1035, NICKEL - 1036, SELENIUM - 1045, THALLIUM - 1085

Use for Sample Tracking Purposes

NITRATE Sample Date(s):

SOC Group 1 Sample Date(s):

text

SIMAZINE - 2037, ATRAZINE - 2050, ALACHLOR (LASSO) - 2051SOC Group 1 Chemicals:



2008 CONTAMINANT MONITORING DISTRIBUTION POINT SCHEDULE

PWS ID:  OH5552112        PWS NAME:  FIRST BAPTIST CHURCH OF NEW CARLISLE-DAY

PWS TYPE:  Nontransient Noncommunity     SOURCE:  Ground Water     Sample Monitoring Point:  DS000      

FACILITY NAME:  FIRST BAPTIST CHURCH OF NEW CARLISLE DC

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date:  1/1/08

Contact your district office to review additional monitoring for coliform, monthly operating parameters, and/or other monitoring 
requirements not included on this schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemical Name - Code Monitoring Requirements

LEAD - 1030 & COPPER - 1022 5 Sample(s) between 6/1/2008 and 9/30/2008

TOTAL COLIFORM (TCR) - 3100 1 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

Monitoring will be at least temporarily increased to include 4 Repeat Samples to be taken immediately and 5 Routine Samples the next month.

TOTAL COLIFORM (TCR) Sampling Information

PLEASE NOTE:  Total Coliform Positive samples will increase your Total Coliform monitoring requirements beyond what is included in this schedule.

text

If you receive a Total Coliform Positive result, contact your Southwest District Office - DDAGW  representative immediately at 937-285-6357.

Use for Sample Tracking Purposes

Lead & Copper Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Jul - Sept  Sample Date(s)Apr - Jun Sample Date(s) Oct - Dec Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5552312        PWS NAME:  CHARLESTON FALLS PRESERVE - RESTROOM PWS

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5561557     STU NAME:  CHARLESTON FALLS PRESERVE-RESTROOM

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5552412        PWS NAME:  PIQUA FISH & GAME CLUB PWS

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5561516     STU NAME:  PIQUA FISH & GAME CLUB

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5552512        PWS NAME:  CHRISTIAN FAMILY FELLOWSHIP PWS

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5561595     STU NAME:  CHRISTIAN FAMILY FELLOWSHIP

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5552712        PWS NAME:  STILLWATER COMMUNITY CHURCH PWS

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5561662     STU NAME:  STILLWATER COMMUNITY CHURCH

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5553012        PWS NAME:  FIRST BAPTIST CHURCH OF COVINGTON PWS

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5561751     STU NAME:  FIRST BAPTIST CHURCH OF COVINGTON

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5553312        PWS NAME:  AILERON

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5561888     STU NAME:  AILERON TREATMENT PLANT

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CONTAMINANT MONITORING SCHEDULE

PWS ID:  OH5553412        PWS NAME:  VFW 6557 PWS

PWS TYPE:  Transient Noncommunity     SOURCE:  Ground Water

STU ID:  5561942     STU NAME:  VFW 6557

THIS SCHEDULE DOES NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemicals Sample Monitoring PointMonitoring Requirements

NITRATE Sample should be taken at EP0011 Sample(s) between 6/1/2008 and 10/31/2008

NITRITE Not Required

TOTAL COLIFORM (TCR) - 3100 Sample should be taken at DS0001 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

text

Well

Where to Collect Samples For a Small Public Water System

  

Treatment* Pressure

Tank*

EP001

* If system does not have treatment, EP001 is the first tap after the well.

(First available tap after treatment*): use for NITRATE
and NITRITE samples

(Taps in Distribution System): use for
TOTAL COLIFORM (TCR) samples

Distribution
System

DS000

Use for Sample Tracking Purposes

Nitrate Sample Date(s):

Nitrite Sample Date(s):

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)

text



2008 CHEMICAL MONITORING ENTRY POINT SCHEDULE

PWS ID:  OH5553512        PWS NAME:  DAVID L BROWN YOUTH CENTER PWS

PWS TYPE:  Nontransient Noncommunity     SOURCE:  Ground Water     Sample Monitoring Point:  EP001      

STU ID:  5561985     STU NAME:  DAVID L BROWN YOUTH CENTER

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Monitoring RequirementsChemicals Chemical Name - Code

Not RequiredINORGANICS See Inorganic Chemical List Below

1 Sample(s) between 6/1/2008 and 10/31/2008NITRATE NITRATE (AS N) - 1040

Not RequiredNITRITE NITRITE (AS N) - 1041

1 Sample(s) QuarterlyVOLATILE ORGANIC CHEMICALS (VOC)

1 Sample(s) between 6/1/2008 and 10/31/2008SYNTHETIC ORGANIC CHEMICALS (SOC) See SOC Group 1 List Below

1 Sample(s) between 4/1/2008 and 6/30/2008SYNTHETIC ORGANIC CHEMICALS (SOC) See SOC Group 4 List Below

text

text

INORGANIC Chemicals: ANTIMONY - 1074, ARSENIC - 1005, BARIUM - 1010, BERYLLIUM - 1075, CADMIUM - 1015, CHROMIUM - 1020,
CYANIDE - 1024, FLUORIDE - 1025, MERCURY - 1035, NICKEL - 1036, SELENIUM - 1045, THALLIUM - 1085

Use for Sample Tracking Purposes

NITRATE Sample Date(s):

Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)
VOC Quarterly Sample Date(s):

SOC Group 1 Sample Date(s):

SOC Group 4 Sample Date(s):

text

SIMAZINE - 2037, ATRAZINE - 2050, ALACHLOR (LASSO) - 2051

BENEZO (A) PYRENE - 2306, ENDOTHALL - 2033, DI(2-ETHYLHEXYL) - ADIPATE - 2035, DI(2-ETHYLHEXYL) -
PHTHALATE - 2039

SOC Group 1 Chemicals:

SOC Group 4 Chemicals:



2008 CONTAMINANT MONITORING DISTRIBUTION POINT SCHEDULE

PWS ID:  OH5553512        PWS NAME:  DAVID L BROWN YOUTH CENTER PWS

PWS TYPE:  Nontransient Noncommunity     SOURCE:  Ground Water     Sample Monitoring Point:  DS000      

FACILITY NAME:  DAVID L BROWN YOUTH CENTER DISTRIBUTION

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 5/16/08

Contact your district office to review additional monitoring for coliform, monthly operating parameters, and/or other monitoring 
requirements not included on this schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemical Name - Code Monitoring Requirements

REVISED  -  LEAD - 1030 & COPPER - 1022 5 Sample(s) between 1/1/2008 and 6/30/2008
5 Sample(s) between 7/1/2008 and 12/31/2008

TOTAL COLIFORM (TCR) - 3100 1 Sample(s) Quarterly between 1/1/2008 and 12/31/2008

Monitoring will be at least temporarily increased to include 4 Repeat Samples to be taken immediately and 5 Routine Samples the next month.

TOTAL COLIFORM (TCR) Sampling Information

PLEASE NOTE:  Total Coliform Positive samples will increase your Total Coliform monitoring requirements beyond what is included in this schedule.

text

If you receive a Total Coliform Positive result, contact your Southwest District Office - DDAGW  representative immediately at 937-285-6357.

Use for Sample Tracking Purposes

Lead & Copper Intial Monitoring Sample Date(s):
1st Half Sample Date(s) 2nd Half Sample Date(s)

TCR Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Jul - Sept  Sample Date(s)Apr - Jun Sample Date(s) Oct - Dec Sample Date(s)

text



2008 CHEMICAL MONITORING ENTRY POINT SCHEDULE

PWS ID:  OH5553612        PWS NAME:  NAWA

PWS TYPE:  Community     SOURCE:  Ground Water     Sample Monitoring Point:  EP001      

STU ID:  5562098     STU NAME:  NAWA

Contact your district office to review additional monitoring for operating parameters, and/or other monitoring requirements not included on this 
schedule.  For water emergencies that occur after hours, please call 800-282-9378

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date: 1/1/08

Monitoring RequirementsChemicals Chemical Name - Code

Not RequiredINORGANICS See Inorganic Chemical List Below

1 Sample(s) between 6/1/2008 and 10/31/2008NITRATE NITRATE (AS N) - 1040

Not RequiredRADIOLOGICALS GROSS ALPHA - 4002, RADIUM 228 - 4030

1 Sample(s) QuarterlyVOLATILE ORGANIC CHEMICALS (VOC)

1 Sample(s) between 6/1/2008 and 10/31/2008SYNTHETIC ORGANIC CHEMICALS (SOC) See SOC Group 1 List Below

text

text

INORGANIC Chemicals:

REMINDER:

ANTIMONY - 1074, ARSENIC - 1005, BARIUM - 1010, BERYLLIUM - 1075, CADMIUM - 1015, CHROMIUM - 1020,
CYANIDE - 1024, FLUORIDE - 1025, MERCURY - 1035, NICKEL - 1036, SELENIUM - 1045, THALLIUM - 1085

Consumer Confidence Report (CCR) is due July 1, 2008

Use for Sample Tracking Purposes

INORGANIC Sample Date(s):

NITRATE Sample Date(s):

Jan - Mar Sample Date(s) Oct - Dec Sample Date(s)Jul - Sept Sample Date(s)Apr - Jun Sample Date(s)
VOC Quarterly Sample Date(s):

SOC Group 1 Sample Date(s):

Date CCR sent to Ohio EPA:

text

SIMAZINE - 2037, ATRAZINE - 2050, ALACHLOR (LASSO) - 2051SOC Group 1 Chemicals:



2008 CONTAMINANT MONITORING DISTRIBUTION POINT SCHEDULE

PWS ID:  OH5553612        PWS NAME:  NAWA

PWS TYPE:  Community     SOURCE:  Ground Water     Sample Monitoring Point:  DS000      

FACILITY NAME:  NAWA DISTRIBUTION

THIS SCHEDULE MAY NOT INCLUDE ALL MONITORING REQUIREMENTS FOR YOUR SYSTEM.

Effective Date:  1/1/08

Contact your district office to review additional monitoring for coliform, monthly operating parameters, and/or other monitoring 
requirements not included on this schedule.  For water emergencies that occur after hours, please call 800-282-9378

Chemical Name - Code Monitoring Requirements

LEAD - 1030 & COPPER - 1022 30 Sample(s) between 6/1/2008 and 9/30/2008

TOTAL HALOACETIC ACIDS (HAA5) - 2456 and
TOTAL TRIHALOMETHANES (TTHM) - 2950

** 1 Sample(s) Quarterly

TOTAL COLIFORM (TCR) - 3100 25 Sample(s) Monthly between 1/1/2008 and 12/31/2008

TOTAL CHLORINE - 1000 *** Sample in the Distribution System

** Total Haloacetic Acids (HAA5) and Total Trihalomethanes (TTHM) Sampling Information (Disinfection Byproducts)

HAA5 and TTHM are part of a large group of chemicals known as disinfection byproducts.  These samples should be collected from point(s) in the
distribution system where the water age is the oldest.  Use MR000 as the sample monitoring point.  If your system is also required to collect HAA5 and
TTHM samples from other locations in your distribution system, use RD000 as the sample monitoring point.

Questions concerning HAA5 and TTHM monitoring can be directed to Ohio EPA DDAGW Central Office at (614) 644-2752.  Your district office
representative is also available to provide assistance.

Monitoring will be at least temporarily increased to include 4 Repeat Samples to be taken immediately. You should also continue to take Routine

TOTAL COLIFORM (TCR) Sampling Information

PLEASE NOTE:  Total Coliform Positive samples will increase your Total Coliform monitoring requirements beyond what is included in this schedule.

text

immediately at 937-285-6357.

*** TOTAL CHLORINE Sampling Information

Total Chlorine samples are collected in the distribution system at the same time and place as Total Coliforms are sampled.

Use for Sample Tracking Purposes

Lead & Copper Sample Date(s):

HAA5 & TTHM Quarterly Sample Date(s):
Jan - Mar Sample Date(s) Jul - Sept  Sample Date(s)Apr - Jun Sample Date(s) Oct - Dec Sample Date(s)

TCR Monthly Sample Date(s):
Jan Feb Mar JunApr May SeptJul Aug DecOct Nov

Total Chlorine Sample Date(s):

text

Samples according to this schedule. If you have any questions, please contact your Southwest District Office - DDAGW  representative


